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v i i  

ABSTRACT 

ORTAP w a s  developed t o  p r e d i c t  t h e  dynamic behavior  of t h e  high 

temperature  gas  cooled r e a c t o r  (HTGR) Nuclear Steam Supply System f o r  

normal ope ra t iona l  t r a n s i e n t s  and pos tu l a t ed  acc ident  condi t ions .  It 

w a s  developed f o r  t h e  Nuclear Regulatory Commission (NRC) as an  inde- 

pendent means of ob ta in ing  conserva t ive  p r e d i c t i o n s  of t h e  t r a n s i e n t  

response of HTGRs over  a wide range of condi t ions .  The approach has  

been t o  b u i l d  s u f f i c i e n t  d e t a i l  i n t o  t h e  component models so  t h a t  t h e  

coupl ing between t h e  primary and secondary systems can be accu ra t e ly  

represented  and s o  t h a t  t r a n s i e n t s  which cover a wide range of condi- 

t i o n s  can be s imulated.  

System components which are modeled i n  ORTAP inc lude  t h e  r e a c t o r  

co re ,  a t y p i c a l  r e h e a t e r  and steam genera tor  module, a t y p i c a l  helium 

c i r c u l a t o r  and c i r c u l a t o r  t u r b i n e  and t h e  t u r b i n e  genera tor  p l a n t .  The 

major p l an t  c o n t r o l  systems are also modeled. 

Normal ope ra t iona l  t r a n s i e n t s  which can be analyzed wi th  ORTAP in- 

c lude  r e a c t o r  s t a r t -up  and shutdown, normal and r ap id  load changes. 

Upset t r a n s i e n t s  which can be analyzed wi th  ORTAP inc lude  r e a c t o r  t r i p ,  

t u r b i n e  t r i p  and sudden reduct ion  i n  feedwater flow. ORTAP has  a l s o  

been used t o  p r e d i c t  p l a n t  response t o  emergency o r  f a u l t e d  cond i t ions  

such as primary system depres su r i za t ion ,  l o s s  of primary coolan t  flow 

and uncontrol led removal of c o n t r o l  poison from t h e  r e a c t o r  core .  

ORTAP p r e d i c t i o n s  w i l l  be compared wi th  dynamic test r e s u l t s  ob- 

ta ined  from t h e  Fort  S t .  Vrain r e a c t o r  owned by Publ ic  Service of 

Colorado, and based on t h e s e  comparisons, appropr i a t e  improvements w i l l  

be  made i n  t h e  code. 
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NOMENCLATURE 

area; o r  flow cons tan t  i n  i d e a l  gas flow equat ion  

delayed neut ron  f r a c t i o n  f o r  group i 

t o t a l  delayed neutron f r a c t i o n  

s p e c i f i c  hea t  of s o l i d  

s p e c i f i c  h e a t  of helium 

h e a t  conductance 

delayed neutron precursor  concen t r a t ion  f o r  group i 

hydraul ic  diameter 

f r i c t i o n  f a c t o r  

a c c e l e r a t i o n  of g rav i ty  

g r a v i t a t i o n a l  conversion cons t an t  

r a t i o  of s p e c i f i c  h e a t  a t  cons t an t  p re s su re  t o  s p e c i f i c  hea t  
a t  cons t an t  volume 

s p e c i f i c  enthalpy 

enthalpy 

neutron m u l t i p l i c a t i o n  f a c t o r  i n  neutron k i n e t i c s  equat ions ;  
conduc t iv i ty  i n  hea t  t r a n s f e r  equat ion  

average neutron l i f e t i m e  from release t o  loss  

delayed neut ron  decay cons t an t  f o r  group i 

nodal  flow l eng th  

mass 

neutron d e n s i t y  

e f f i c i e n c y  

p res su re  

p re s su re  d i f f e r e n c e  

hea t  genera t ion  rate d e n s i t y  



X 

p - density 

s - entropy 

t - time 

At - time increment 

T - temperature 

T - hold up time 

T - time constant 
C 

U - internal energy; or overall heat transfer coefficient 

v - specific volume 

V - volume 

W - mass flow 

AZ - segment length 
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1. INTRODUCTION 

ORTAP w a s  developed as an independent method of p r e d i c t i n g  t h e  

dynamic response of t h e  HTGR nuc lear  steam supply system t o  a wide 

range of cond i t ions .  The General Atomic Company uses  t h e  p ropr i e t a ry  

TAP1 code t o  p r e d i c t  HTGR t r a n s i e n t  response.  ORTAP conta ins  coupled 

component s imula t ions  of t h e  co re  (CORTAP, ORECA3); t he  r e h e a t e r  and 

steam genera tor  (BLAST4) ; t he  helium c i r c u l a t o r  and c i r c u l a t o r  t u rb ine ;  

t h e  h igh ,  i n t e rmed ia t e ,  and low p res su re  tu rb ines ;  t he  feedwater 

h e a t e r s ;  t he  t u r b i n e  bypass system; desuperheater  and f l a s h  tank .5  The 

major p l a n t  c o n t r o l  systems are a l s o  modeled .6 

The co re  i s  normally simulated by a s ingle-channel  model (CORTAP) 

which couples  the  hea t  t r a n s f e r  equat ions  f o r  t h e  f u e l ,  t h e  g r a p h i t e  

. moderator and t h e  helium coolant  wi th  t h e  neut ron  k i n e t i c s  equat ions .  

The co re  model inc ludes  nonl inear  e f f e c t s  introduced by temperature  

dependent f u e l ,  moderator and coolan t  p r o p e r t i e s .  An a l t e r n a t e  core  

model (ORECA) i s  used f o r  t r a n s i e n t s  involv ing  low-power and flow 

cases  f o r  which a s ingle-channel  model i s  inadequate .  This  model i n -  

c ludes  three-dimensional temperature  d i s t r i b u t i o n  c a l c u l a t i o n s ,  accounts  

f o r  t h e  varying flow d i s t r i b u t i o n  among t h e  i n d i v i d u a l  r e f u e l i n g  reg ions  

and accommodates flow reversals. 

The r ehea te r  and steam genera tor  are  s imulated wi th  t h e  multi-node, 

f i xed  boundary homogeneous flow model (BLAST). The t i m e  dependent 

conserva t ion  of energy, mass and momentum equat ions  f o r  both t h e  helium 

s i d e  and t h e  water/steam s i d e  are solved by an i m p l i c i t  i n t e g r a t i o n  

technique. T rans i en t s  involv ing  both s t a r t -up  and flood-out of t h e  

steam generator  can be s imulated.  
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A d e t a i l e d  model of t h e  t u r b i n e  genera tor  p l a n t  is  necessary  i n  

order  t o  accu ra t e ly  p r e d i c t  primary system component response because 

of t h e  c l o s e  coupl ing between t h e  primary system and t h e  secondary 

system. These systems are coupled by h e a t - t r a n s f e r  i n  t h e  r e h e a t e r  

and steam genera tor .  Also, t h e  exhaust steam from t h e  high p r e s s u r e  

t u r b i n e  d r i v e s  t h e  helium c i r c u l a t o r  t u r b i n e  be fo re  e n t e r i n g  t h e  

r e h e a t e r .  Addi t iona l  coupl ing is introduced by t h e  p l a n t  c o n t r o l  

loops.  The t u r b i n e  genera tor  model determines p re s su res ,  e n t h a l p i e s  

and flows a t  s e v e r a l  p o i n t s ,  inc luding  e x t r a c t i o n  and exhaust  l i n e s  i n  

the  high,  in te rmedia te ,  and low p res su re  t u r b i n e s .  The dynamic response 

of each feedwater h e a t e r  and t h e  deae ra to r  i s  e x p l i c i t l y  t r e a t e d  i n  the  

model. 

A s  has  been ind ica t ed  above, t h e  c i r c u l a t o r  t u r b i n e  i s  a c r i t i c a l  

l i n k  between t h e  steam and helium systems i n  an  HTGR. This  i s  espe-  

c i a l l y  t r u e  dur ing  emergency shutdown and acc iden t  t r a n s i e n t s  i n  which 

t h e  ever-dwindling nuc lear  steam product ion provides  t h e  power t o  

c i r c u l a t e  t h e  primary coolan t  f o r  a f t e r h e a t  removal. The c i r c u l a t o r -  

t u r b i n e  model i nc ludes  c a l c u l a t i o n s  of t h e  s t e a m  s i d e  t u r b i n e  pres- 

s u r e s ,  f lows and e n t h a l p i e s  and t h e  helium c i r c u l a t o r  s i d e  p re s su re  

r ise,  flow and temperature  r ise .  The t u r b i n e  speed and p res su re  r a t i o  

c o n t r o l s  are included.  

Following t u r b i n e  t r i p ,  steam t o  d r i v e  t h e  c i r c u l a t o r - t u r b i n e  is  

provided by t h e  main steam bypass  system which inc ludes  a desuperhea ter  

and a f l a s h  tank.  The dynamic response of t h e s e  components is  included 

i n  ORTAP. 
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This  r e p o r t  con ta ins  a d e s c r i p t i o n  of t h e  HTGR nuc lear  steam 

supply (NSS) system and t h e  modeling techniques used i n  t h e  system 

s imula t ion .  The ve r s ion  of ORTAP descr ibed  he re  i s  f o r  t h e  For t  S t .  

Vrain p l a n t .  ORTAP can b e  used t o  s imula t e  o t h e r  HTGRs w i t h  changes 

i n  input  and minor programming modi f ica t ions .  

input  i n s t r u c t i o n s  and a sample inpu t  l i s t i n g  are included.  A deck 

and l i s t i n g  of t h e  code are a v a i l a b l e  upon r eques t .  

A sample t r a n s i e n t ,  

2 .  DESCRIPTION OF THE HTGR NUCLEAR STEAM SUPPLY SYSTEM 

The For t  S t .  Vrain (FSV) nuc lear  steam supply system f law diagram 

i s  shown i n  Fig.  2.1. More d e t a i l e d  diagrams of t h e  co re ,  t h e  rehea ter -  

once through steam genera tor  module and t h e  helium c i r c u l a t o r  are  given 

i n  F igs .  2 . 2  through 2.6.  There are two primary coolan t  loops i n  t h e  

FSV p l a n t .  Each primary coolan t  loop con ta ins  s i x  i d e n t i c a l  rehea ter -  

steam genera tor  modules a c t i n g  i n  p a r a l l e l  and two helium c i r c u l a t o r s ,  

a l s o  a c t i n g  i n  p a r a l l e l .  The co re ,  reheater-s team genera tor  modules, 

and t h e  helium c i r c u l a t o r s  are contained i n  t h e  p re s t r e s sed  concre te  

r e a c t o r  vessel (PCRV). Helium coolant  a t  -4.83 MPa (700 p s i )  flows 

downward i n  t h e  core  through coolant  channels  i n  t h e  g r a p h i t e  moderator 

e x i t i n g  t h e  co re  a t  -777°C (1430°F). 

through duc t s  and a c r o s s  h e l i c a l l y  co i l ed  tubes  i n  t h e  reheater-steam 

genera tor  modules decreas ing  t h e  helium temperature  t o  -404°C (760°F). 

Except f o r  t h e  superhea ter  I1 s e c t i o n  of t h e  main steam genera tor  (Fig.  

2.5), t h e  r ehea te r  and steam genera tors  are counterf low h e a t  exchangers 

with t h e  water/steam flowing i n  t h e  upward d i r e c t i o n .  

from t h e  economizer end of t h e  steam gene ra to r ,  t h e  helium passes  

The hot  helium then flows downward 

Af te r  e x i t i n g  



ORNL-DWG 76-19521 

FLOW DIAGRAM 

CONDENSER 

1000°F 

COOLING 
TOWER 

CIRCULATING 'T> 
WATER PUMPS 0 

0 
.n.m.n 1.1. Y 

EATER I 
CONOENSATE PUMPS t .II 

F.W. HEATERS 
rccu F.W. HEATERS PUMPS 

Fig. 2.1. Flow diagram o€ t h e  F o r t  S t .  Vrain Reactor.  
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Fig. 2.2. Core element arrangement for the Fort St. Vrain Reactor. 
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Fig. 2.3. Nuclear steam supply system component arrangement. 
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Fig.  2.4 .  F o r t  St. Vrain steam ge mera to r  module. 
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F,ig. 2.5. Steam genera tor  schematic.  
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Fig .  2 .6 .  F o r t  S t .  Vrain helium c i r c u l a t o r .  
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through a plenum t o  t h e  helium c i r c u l a t o r  (Fig.  2 . 6 )  and then  r e t u r n s  

t o  the  upper co re  plenum. 

The feedwater flows upward through t h e  h e l i c a l l y  c o i l e d  tubes  i n  

t h e  economizer-evaporator-superheater I s e c t i o n s  of t h e  steam genera tor  

and then  flows downward through t h e  superhea ter  I1 s e c t i o n .  The main 

steam cond i t ion  a t  t h e  s top  valves of t h e  t u r b i n e  genera tor  u n i t  i s  

-538°C (1000°F) and 16.55 MPa (2400 p s i ) .  A s  can b e  seen  i n  Fig.  2 . 1 ,  

t h e  main steam f i r s t  d r i v e s  t h e  h igh  p res su re  t u r b i n e  and then  t h e  

helium c i r c u l a t o r  t u rb ine .  Af t e r  pass ing  through t h e  c i r c u l a t o r  t u r -  

b i n e ,  t he  steam is  reheated t o  -538°C (1000°F) a t  6.14  MPa (890 p s i ) .  

It  then  d r i v e s  t h e  in te rmedia te  and low p res su re  tu rb ines  (Fig.  2 . 1 )  

befo re  pass ing  t o  t h e  condenser.  There are va r ious  e x t r a c t i o n  p o i n t s  

(not shown i n  Fig.  2 . 1 )  from t h e  in t e rmed ia t e  and low p res su re  t u r b i n e s  

which supply steam t o  t h e  s h e l l  s i d e s  of t h e  feedwater h e a t e r s ,  two 

t u r b i n e  d r iven  b o i l e r  feedpumps and t h e  deae ra to r .  

The steam gene ra to r s  are a l s o  used f o r  decay h e a t  removal fol lowing 

r e a c t o r  shutdown. A t  t h e s e  cond i t ions  t h e  evaporator  and superhea ter  

f lood ,  and t h e  superhea ter  d i scharges  heated water t o  a f l a s h  tank.  

The main steam bypass system ope ra t e s  whenever t h e  p re s su re  i n  t h e  

steam l i n e  t o  t h e  h igh  p res su re  t u r b i n e  exceeds p r e s e t  l i m i t s ,  (e .g . ,  

a f t e r  a t u r b i n e  t r i p ) .  For p re s su res  above 17.68 MPa (2564 p s i a ) ,  t h e  

main steam i s  d i v e r t e d  through a desuperhea ter  t o  a f l a s h  tank,  and t h e  

steam from t h e  f l a s h  tank is  then used t o  d r i v e  t h e  c i r c u l a t o r  t u r b i n e s .  

Flow through t h e  desuperheater  i s  l imi t ed  (due t o  a l i m i t e d  supply  of 

desuperheat ing w a t e r ) ,  s o  any excess  steam i s  discharged t o  t h e  atmo- 

sphere whenever t h e  l i n e  p re s su re  exceeds 19.06 MPa (2764 p s i a ) .  A f t e r  
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a t u r b i n e  t r i p ,  t he  r ehea t  steam is a l s o  bypassed, v i a  a desuperhea ter ,  

t o  t h e  main condenser.  

3 .  COMPONENT SIMULATION 

3.1 Core Models 

The For t  S t .  Vrain r e a c t o r  co re  i s  shown i n  F igs .  2.2 and 2.3. A 

d e t a i l e d  d e s c r i p t i o n  of t h e  HTGR f u e l  element i s  given i n  F igs .  3 .1 .1  

and 3.1.2. 

design.  Each hexagonal element (Fig.  3.1.1) i s  -35.6 cm (14 i n . )  

The FSV core  design i s  q u i t e  s i m i l a r  t o  t h e  l a r g e  HTGR co re  

ac ross  t h e  f l a t s  and -78.7 cm (31 i n . )  h igh .  These b locks  c o n s i s t  of 

f u e l  s t i c k s  which con ta in  bonded coated f u e l  p a r t i c l e s ,  g r a p h i t e  moder- 

a t o r ,  and coolan t  channels .  During r e a c t o r  opera t ion  helium flows 

downward through t h e  channels .  A s t a c k  of s i x  l a y e r s  'of f u e l  elements 

wi th  seven hexagonal f u e l  elements ' i n  each l a y e r  i s . r e f e r r e d  t o  as a 

r e f u e l i n g  region.  The c e n t r a l  hexagonal element i n  each l a y e r  i s  a 

c o n t r o l  rod element (Fig.  3.1.2) which con ta ins  two c o n t r o l  rod channels  

and a channel f o r  t h e  r e se rve  shutdown spheres .  Ref lec tor  elements 

are loca ted  both above and below each active f u e l  column as w e l l  as 

around t h e  circumference of t h e  active core .  The co re  is supported on 

support  b locks  (Fig. 3.1.3) which rest  on core  support  pos t s  l oca t ed  i n  

t h e  lower c o r e  plenum. 

The r e fe rence  co re  model which i s  used i n  ORTAP is  C0RTAPy2 a 

coupled neutron k ine t i c s -hea t  t r a n s f e r  core  s imula t ion .  The reader  i s  
I 

r e f e r r e d  t o  Ref. 2 f o r  t h e  d e t a i l s  of t h e  modeling techniques used i n  

CORTAP. The c o r e  i n l e t  flow rate and temperature  are requi red  as 

inpu t s .  CORTAP determines t h e  dynamic response of t he  co re  by coupl ing 
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t h e  space independent neut ron  k i n e t i c s  equat ions ,  

and 

wi th  t h e  equat ion  f o r  h e a t  t r a n s f e r  i n  t h e  f u e l  and g raph i t e ,  

d V*(kVT) + Q = at (Pc T) , 
P 

and the  equat ion f o r  h e a t  t r a n s f e r  t o  t h e  coolan t ,  

dT 
gas 

p,He dz wc 

f o r  an average power reg ion  of 

C 
- T  1 ,  = -  

AZ (Twall gas 

( 3 . 3 )  

( 3 . 4 )  

t he  r e a c t o r  core .  These equat ions  are 

solved by t h e  mat r ix  exponent ia l  technique as descr ibed  i n  Ref. 7 .  

CORTAP a l s o  has  t h e  c a p a b i l i t y  t o  determine conserva t ive  va lues  of 

f u e l ,  moderator and coo lan t  temperatures  i n  t h e  h ighes t  power f u e l  

reg ion  by us ing  time-dependent c o r e  power, f low, and i n l e t  temperature 

c a l c u l a t e d  by ORTAP as fo rc ing  func t ions .  

For t r a n s i e n t s  involv ing  a r e a c t o r  t r i p ,  t he  core  h e a t  genera t ion  

ra te  i s  determined from an  express ion  f o r  decay h e a t  fol lowing a scram. 

Nonlinear e f f e c t s  introduced by temperature dependent f u e l ,  moderator 

and coolan t  p r o p e r t i e s  are included i n  t h e  model. 

t h e  h e a t  t r a n s f e r  i n  t h e  s i d e  r e f l e c t o r  and i n  t h e  co re  support  b locks  

CORTAP a l s o  models 
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and combines o u t l e t  gas  temperatures  from t h e  r e f l e c t o r  and t h e  support  

blocks t o  o b t a i n  a mixed mean co re  o u t l e t  gas temperature .  

For t r a n s i e n t s  involv ing  low core  coolan t  flow rates, t h e  s ing le -  

channel model used i n  CORTAP may no longer  be adequate ,  s i n c e  t h e  

d i s t r i b u t i o n  of f low between reg ions  can change markedly. There are 

even in s t ances  i n  which t h e  bouyancy f o r c e s  cause r eve r se  (upward) flow 

i n  some channels .  For low-flow regimes,  tKen, t h e  ORECA3 co re  model is  

s u b s t i t u t e d  f o r  t h e  CORTAP model. For d e t a i l s  of t h e  ORECA code, t h e  

r eade r  i s  r e f e r r e d  t o  r e f .  3 .  Like CORTAP, ORECA a l s o  r e q u i r e s  t o t a l  

f low and upper plenum coolant  i n l e t  temperature  vs  t i m e  as i n p u t s .  I n  

a d d i t i o n ,  c o r e  power i s  an  input  func t ion  s i n c e  r e a c t i v i t y  feedback 

e f f e c t s  are n o t  considered i n  ORECA. 

1. 

2. 

3 .  

4 .  

The major f e a t u r e s  of t h e  ORECA c o r e  model f o r  FSV are as fo l lows:  

Each of t h e  37 r e f u e l i n g  r eg ions  and 18 s i d e  r e f l e c t o r  b locks  is  

represented  by e i g h t  a x i a l  nodes (a t o t a l  of 440 nodes f o r  t h e  c o r e  

s imula t ion ) .  Of each group of e i g h t  a x i a l  nodes,  s i x  r ep resen t  t h e  

active co re ,  one t h e  top  r e f l e c t o r ,  and one t h e  bottom r e f l e c t o r  

and co re  support  b locks .  

Coolant h e a t  t r a n s f e r  c o e f f i c i e n t s  i nc lude  t h e  e f f e c t s  of changing 

flow regimes ( turbulen t - t rans i t ion- laminar ) '  and of helium conduc- 

t i v i t y  and v i s c o s i t y  v a r i a t i o n s  with temperature .  

Input  va lues  of a x i a l  and r a d i a l  power peaking f a c t o r s  are assumed 

cons tan t  throughout t h e  run.  

The flow c a l c u l a t e d  f o r  each channel is  dependent on f r i c t i o n  l o s s e s ,  

a c c e l e r a t i o n  l o s s e s ,  buoyancy e f f e c t s ,  entrance!exit l o s s e s ,  and 

o r i f i c e  p re s su re  drops .  

regime. 

F r i c t i o n  l o s s e s  are dependent on t h e  flow 
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5 .  Channel flows are  ca l cu la t ed  a t  each t i m e  s t e p  by an  i t e ra t ive  

scheme t h a t  determines t h e  o v e r a l l  co re  p re s su re  drop which w i l l  

produce t h e  inpu t  t o t a l  flow rate .  Reverse channel f lows are a l s o  

accommodated. 

6 .  Composite co re  and g raph i t e  r e f l e c t o r  c o n d u c t i v i t i e s  and s p e c i f i c  

h e a t s  are ca l cu la t ed  as  func t ions  of temperature .  

3 . 2  Reheater-Steam Generator Model 

Each of t h e  1 2  i d e n t i c a l  steam genera tor  modules i n  t h e  For t  S t .  

Vrain p l a n t  is  composed of a r ehea te r  and a main steam bundle a s  shown 

schematical ly  i n  Fig.  2.5. The once through h e a t  exchanger bundles 

c o n s i s t  of m u l t i s t a r t  c o i l s  wound i n  a h e l i c a l  arrangement. The 

water/steam flow i s  through t h e  h e l i c a l l y  c o i l e d  tubes  over which t h e  

helium gas flows. 

The reheater-s team generator  model which i s  used i n  ORTAP i s  

BLAST, a mult i-node , f i x e d  boundary , homogeneous flow , s i n g l e  average 

tube model. The reader  is  r e f e r r e d  t o  r e f .  4 f o r  d e t a i l s  of t h e  

modeling techniques used i n  BLAST. 

as inpu t  t he  i n l e t  helium flow and en tha lpy  t o  t h e  r ehea te r  s e c t i o n  

and t h e  helium p res su re  a t  t h e  o u t l e t  of t h e  steam genera tor  module. 

On t h e  water/steam s i d e  t h e  code r e q u i r e s  as input  t h e  i n l e t  f low and 

en tha lpy  and o u t l e t  p re s su re  f o r  both t h e  r e h e a t e r  and t h e  main steam 

bundle.  

On t h e  helium s i d e ,  BLAST r e q u i r e s  

BLAST so lves  the  nodal form of t h e  t i m e  dependent conserva t ion  of 

energy, mass and momentum equat ions  on both  t h e  helium and t h e  water/ 

steam s i d e s :  
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Conservation of energy: 

- 
+ C(Ttube  T f l u i d )  ' 

dU 
d t  hinWin bout o u t  

- - =  

Conservation of. mass: 

- w  - dM 
d t  i n  'out ' 
- -  

Conservation of momentum: 

( 3 . 5 )  

( 3 . 6 )  

dW 
d t  C 

L - = 144 g A(AP) - pgA(AZ) 

2 + (  WZn - wo;t )- f R e (  1 2  L IWI w ) . ~ ( 3 . 7 )  
' inAin pout ou t  DE 2pA 

BLAST con ta ins  f r i c t i o n  f a c t o r  c o r r e l a t i o n s  f o r  bo th  helium and water 

and c o r r e l a t i o n s  f o r  h e a t  t r a n s f e r  on t h e  helium s i d e  and f o r  t h e  var i -  

ous two phase flow regimes on t h e  water/steam s i d e .  

Eqs. ( 3 . 5 ) ,  ( 3 . 6 ) ,  and ( 3 . 7 )  is obtained by an  i m p l i c i t  i n t e g r a t i o n  

technique and y i e l d s  helium and w a t e r  temperature ,  p re s su re ,  flow rate 

and tube w a l l  and bulk temperatures  a t  va r ious  p o i n t s  i n  a r ehea te r -  

steam genera tor  module dur ing  s t eady- s t a t e  o r  t r a n s i e n t  cond i t ions .  

BLAST is no t  l imi t ed  t o  a s p e c i f i c  HTGR steam genera tor  des ign  

The s o l u t i o n  of 

and can be used t o  s imula t e  d i f f e r e n t  des igns  wi th  a p p r o p r i a t e  i n p u t  

d e s c r i p t i o n .  The number of nodes used t o  s imula t e  a s p e c i f i c  steam 

genera tor  can be v a r i e d  depending on t h e  d e t a i l  d e s i r e d .  Since a 

more d e t a i l e d  nodal  s t r u c t u r e  is  o f t e n  d e s i r a b l e  on t h e  water s i d e  

than on t h e  helium s i d e ,  t h e  code al lows f o r  more than one tube  metal 

node t o  receive h e a t  from a given helium node. BLAST has  been used i n  
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an ERDA program t o  c a l c u l a t e  pressures  and tube  temperature  g rad ien t s  

i n  s u f f i c i e n t  d e t a i l  f o r  i npu t  t o  stress ana lyses  f o r  t r a n s i e n t s  

r e s u l t i n g  from a r e a c t o r  s t a r t -up  from r e f u e l i n g  s t a t u s  and a pos tu l a t ed  

rap id  d e p r e s s u r i z a t i o n  acc ident .  

Figure 3.2.1 shows t h e  BLAST nodal d e s c r i p t i o n  used i n  ORTAF' t o  

A s  can be seen ,  t h e  s imula te  a FSV reheater-steam genera tor  module. 

water/steam s i d e  of t h e  evaporator  i s  represented  i n  more d e t a i l  than  

o the r  po r t ions  of t h e  module. This is  done because of t h e  l a r g e  

v a r i a t i o n  i n  the  h e a t  t r a n s f e r  c o e f f i c i e n t ,  which occurs  as t h e  flow 

regime of t h e  two phase water/steam flow changes from nuc lea t e  b o i l i n g  

t o  f i l m  b o i l i n g .  

3 .3  Turbine Generator P l a n t  Model 

A diagram of t h e  For t  S t .  Vrain t u r b i n e  genera tor  p l a n t  is  shown 

i n  Fig.  3.3.1. The components which are s imulated by t h e  t u r b i n e  

genera tor  p l a n t  model are t h e  h igh ,  i n t e rmed ia t e ,  and low p res su re  

tu rb ines ,  t h e  feedwater pump t u r b i n e ,  t h e  h igh  and low p res su re  feed- 

w a t e r  h e a t e r s ,  t he  deae ra to r  and s e v e r a l  steam l i n e s .  The helium 

c i r c u l a t o r ,  c i r c u l a t o r  t u r b i n e  and t h e  c i r c u l a t o r  t u r b i n e  bypass are  

s imulated i n  a s e p a r a t e  model. 

p re s su re  t u r b i n e  bypass system, t h e  desuperheater  and t h e  f l a s h  tank  

which is  used i n  ORTAP fol lowing a t u r b i n e  t r i p .  It i s  assumed t h a t  

t h e  feedwater pump provides  t h e  feedwater f low reques ted  by t h e  feed- 

water flow c o n t r o l  system wi th  a s p e c i f i e d  l a g  s o  t h e  feed pump i t s e l f  

There i s  a l s o  a model of t h e  high 

i s  no t  modeled. 

h e a t e r s  i s  con t ro l l ed  t o  maintain a cons t an t  deae ra to r  level. 

The condensate flow i n  t h e  low p res su re  feedwater 
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The t u r b i n e  genera tor  p l a n t  s imula t ion  i s  a modi f ica t ion  of t h a t  

presented i n  Ref. 8. The technique used is  t o  i s o l a t e  each component 

from t h e  o t h e r s  dur ing  a c a l c u l a t i o n a l  t i m e  s t e p .  The mass and h e a t  

f low rates between components remain cons t an t  dur ing  a t i m e  s t e p  and 

are updated a f t e r  each t i m e  s t e p .  

I n  order  t o  e s t a b l i s h  i n i t i a l  cond i t ions ,  t h e  s imula t ion  r e q u i r e s  

t h e  fol lowing s t eady- s t a t e  information as inpu t :  

1. mass flow rate i n  each t u r b i n e  i n l e t ,  e x t r a c t i o n  and exhaust  l i n e ;  

2. p re s su re  and enthalpy a t  each number t u r b i n e  l o c a t i o n  i n  F ig .  3.3.1; 

3 .  pres su re  and enthalpy i n  each steam holdup l i n e ;  

4 .  pres su re  a t  t h e  end of each e x t r a c t i o n  and exhaust l i n e ;  

5. d r a i n  coolan t  f low from each feedwater hea te r  and feedwater flow 

through each feedwater h e a t e r ;  

temperature  of feedwater e n t e r i n g  and l eav ing  each feedwater h e a t e r ;  

temperature  of l i q u i d  l eav ing  d r a i n  coo le r  and vapor p re s su re  i n  

each feedwater hea te r  s h e l l ;  

6 .  

7 .  one set f o r  each feedwater h e a t e r :  

a .  holdup t i m e  of feedwater i n  d r a i n  coo le r  s e c t i o n ,  

b. d r a i n  coo le r  holdup t i m e ,  

c .  holdup t i m e  of feedwater i n  evaporator  s e c t i o n ,  and 

d. steam holdup t i m e ;  

8. holdup t i m e  of each steam l i n e ;  and 

9.  t i m e  dependent e lec t r ica l  demand. 

The procedures  used i n  s imula t ing  t h e  high,  i n t e rmed ia t e ,  and low 

p res su re  t u r b i n e s  (and feedpump tu rb ine )  are e s s e n t i a l l y  t h e  same. It 

is assumed t h a t  t h e  r o t o r  speed remains unchanged, i n  which case t h e  
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t u r b i n e  steam cond i t ions  respond very s w i f t l y  t o  p e r t u r b a t i o n s  i n  i n l e t  

v a r i a b l e s .  It i s  assumed t h a t  t h i s  r e a c t i o n  t i m e  is  s h o r t  compared 

wi th  t h e  computational t i m e  s t e p  (usua l ly  from 0 .1  t o  0.5 sec)  so t h a t  

t h e  t u r b i n e  i s  always e s s e n t i a l l y  i n  s t eady- s t a t e .  

A t  t = 0,  t h e  fol lowing c a l c u l a t i o n s  are performed based on t h e  

i n i t i a l  s t eady- s t a t e  i npu t  information:  

1. Ca lcu la t e  flow cons tan t s  (A's) f o r  each t u r b i n e  s t a g e ,  

l i n e ,  e x t r a c t i o n  l i n e ,  and exhaust l i n e  from t h e  i d e a l  

equat ion : 

W = A  

1 
2 
- 

Y 

where t h e  s u b s c r i p t  1 r e f e r s  t o  upstream va lues ,  and 2 

downstream va lues .  

each i n l e t  

gas  flow 

(3 .8 )  

r e f e r s  t o  

2 .  Calcu la t e  e f f i c i e n c y  rl of each t u r b i n e  s t a g e  from input  information 

by t h e  fol lowing technique: 

h s out  = h(s,Pout> , 

( 3 . 9 )  

( 3 .  l o )  

then 

(3 .11 )  
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where 

h E entha lpy ,  (Btu/lbm), 

(B tu/lbm) , - = entha lpy  f o r  i s e n t r o p i c  expansion t o  P 
S , O U t  ou t  h 

- s = ent ropy ,  (Btu/lbm-'F), 

P 5 pres su re ,  ( p s i a ) .  

ORTAP assumes t h a t  t h e  e f f i c i e n c y  of each t u r b i n e  s t a g e  is  cons t an t  

dur ing  t r a n s i e n t s .  

For t > 0 ,  t h e  flow through t h e  h igh  p res su re  t u r b i n e  t h r o t t l e  valve 

i s  c o n t r o l l e d  t o  produce t h e  r equ i r ed  e lec t r ica l  power, which may vary  

wi th  t i m e  accord ing  t o  inpu t  information.  The fol lowing c a l c u l a t i o n s  

are performed f o r  t h e  in t e rmed ia t e  and low p res su re  t u r b i n e s  a t  each 

t i m e  s t e p .  

1. From va lues  of P (steam l i n e  3 )  and p res su res  a t  end of e x t r a c t i o n  

and exhaust l i n e s ,  t he  s imula tor  i terates  t o  so lve  a pressure-flow 

ba lance  over each s e c t i o n  of t h e  t u r b i n e  us ing  t h e  i d e a l  gas  flow 

equat ion  (3.8).  P (steam l i n e  3 )  and t h e  p re s su res  a t  t h e  end of 

e x t r a c t i o n  and exhaust l i n e s  are assumed cons t an t  dur ing  t h e  t i m e  

s t e p  and updated a t  the  end of t h e  t i m e  s t e p .  

2 .  Following c a l c u l a t i o n  of t h e  p re s su re  a t  t h e  end of each s e c t i o n  

i n  t h e  in t e rmed ia t e  and low p res su re  t u r b i n e s  (Fig.  3.3.1), t h e  

steam expansion c a l c u l a t i o n  provides  t h e  en tha lpy  a t  t h e  end of 

each s e c t i o n  us ing  t h e  fol lowing technique:  

hl = h(steam l i n e  3 )  , 

(3 .12)  
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where 

- = t h e  e f f i c i e n c y  of t h e  s e c t i o n  between p o i n t s  i and 'i , i+l 

i+l , 
- 

i+ 1 = t h e  en tha lpy  f o r  an  i s e n t r o p i c  expansion t o  P hs , i+l 

and i s  obtained from 

s = S(Pi'hi) , (3.13) 

= h(Pi+l,s) ( 3 . 1 4 )  hs , i+l 

This  c a l c u l a t e d  enthalpy is  then  used t o  determine t h e  s p e c i f i c  

volume. Following convergence of t h e  flow-pressure ba lance  calcu-  

l a t i o n s ,  t h e  power generated by t h e  in t e rmed ia t e  and low p res su re  

t u r b i n e  i s  then  ca l cu la t ed  from P = CWAh over each s e c t i o n .  The 

e l e c t r i c a l  ou tput ,  

assumed va lue  of t h e  genera tor  s h a f t  e f f i c i e n c y .  

i s  determined by P = Pqs, where 17 i s  t h e  'e' e S 

3 .  Next, a pressure-flow i t e r a t i o n  i s  performed f o r  t h e  high p res su re  

tu rb ine ,  given t h e  p re s su res  i n  steam l i n e s  1 and 2 ,  and t h e  

e l e c t r i c a l  ou tput  from t h e  high p res su re  t u r b i n e  is determined. I f  

t h e  t o t a l  e l e c t r i c a l  output  from t h e  h igh ,  in te rmedia te ,  and low 

p res su re  t u r b i n e s  d i f f e r s  from t h e  r equ i r ed  e l e c t r i c a l  demand a t  

t i m e  t t h e  flow cons tan t  of t h e  valve upstream of t h e  h igh  p res su re  

t u r b i n e  i s  changed. The h igh  p res su re  t u r b i n e  c a l c u l a t i o n s  are 

repea ted  u n t i l  t h e  power product ion and t h e  e lectr ical  demand con- 

verge.  

S teps  1, 2 ,  and 3 above are repea ted  f o r  each t i m e  s t e p .  
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Steam l i n e s  1, 2 ,  3 ,  and 4 (Fig.  3 . 3 . 1 )  are modeled as "mixing 

tanks."  From inpu t  values of steam l i n e  flow rate,  en tha lpy ,  p re s su re  

and holdup t i m e ,  t h e  fol lowing q u a n t i t i e s  are c a l c u l a t e d  a t  t = 0: 

M = \JOT 

H = P1.h 

T = T(P,h) 

v = v(T,P) 

V = M v ,  (3.16) 

where 

PI mass of steam i n  l i n e  (lbm), 

H E entha lpy  (Btu),  

h 5 s p e c i f i c  en tha lpy  (Btu/lbm), 

v E s p e c i f i c  volume ( f t  /lbm) , 

V steam l i n e  volume ( f t  ) .  

3 

3 

For t > 0,  t h e  mass and en tha lpy  i n  each steam l i n e  i s  determined from 

I l ( t  + At) = M(t) + (CWin - CWout) A t  , (3.17) 

(3.18) 

where i n l e t  and o u t l e t  f low rates and e n t h a l p i e s  are assumed cons tan t  

during t h e  t i m e  s t e p  and a re  updated a t  t h e  end of each t i m e  s t e p .  

The p res su re  i n  each steam l i n e  i s  then  determined from 

v ( t  + At) = V/M(t + At) , (3.19) 

and 
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P = P(v,h)  . 

These p res su res  are used t o  compute flows i n  and out  of t h e  steam 

l i n e s  f o r  t h e  next  t i m e  s t e p  us ing  t h e  i d e a l  f low equat ion .  

A diagram of t h e  feedwater h e a t e r  model used i n  t h e  tu rb ine  gener- 

A lumped parameter model a t o r  p l a n t  s imula t ion  i s  shown i n  F ig .  3 . 3 . 2 .  

us ing  n ine  d i f f e r e n t i a l  equat ions i s  used t o  desc r ibe  each feedwater 

h e a t e r .  

t u r e  from each feedwater h e a t e r .  The s imula t ion  used in ORTAP i s  t h e  

The model determines t h e  t i m e  dependent feedwater e x i t  tempera- 

same as is  used f o r  t h e  feedwater h e a t e r  s imula t ion  i n  Ref. 8, and the  

reader  i s  r e f e r r e d  t o  t h a t . r e p o r t  f o r  a more d e t a i l e d  d e s c r i p t i o n  of 

t h e  modeling technique.  

A s  shown i n  Fig.  3 . 3 . 2 ,  steam from t h e  t u r b i n e  e x t r a c t i o n  e n t e r s  

t h e  s h e l l  s i d e  vapor s e c t i o n  of t h e  feedwater h e a t e r .  I f  t h i s  steam i s  

superheated,  i t  is  assumed f i r s t  t o  g ive  up t h i s  superheat  t o  t h e  e x i t i n g  

feedwater.  I f  t h e  steam is w e t ,  i t  is  d iv ided  i n t o  a s a t u r a t e d  steam 

p a r t  and a s a t u r a t e d  l i q u i d  p a r t .  

Liquid from a previous feedwater h e a t e r  may a l s o  e n t e r  t h e  s h e l l  

s i d e  d r a i n  coo le r  s e c t i o n  of t h e  hea te r .  S ince  i t s  temperature  i s  

usua l ly  h o t t e r  than  t h e  s a t u r a t e d  vapor temperature ,  some of i t  f l a s h e s .  

The vapor goes i n t o  t h e  vapor space and combines wi th  t h e  steam from 

t h e  e x t r a c t i o n  l i n e .  

conta in ing  t h e  feedwater .  This  l i q u i d  even tua l ly  flows i n t o  t h e  d r a i n  

coo le r  s e c t i o n  of t h e  feedwater h e a t e r .  A s  i t  flows through t h e  d r a i n  

Steam i n  t h e  vapor space condenses on t h e  tubes  

coo le r ,  i t  l o s e s  some of i t s  h e a t  t o  t h e  feedwater.  

The feedwater e n t e r s  t h e  feedwater h e a t e r  i n  t h e  tube  bundles  

and flows counter  t o  t h e  d i r e c t i o n  of t h e  d r a i n  coolan t  flow. Af te r  
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l eav ing  t h e  d r a i n  coo le r  s e c t i o n ,  t he  feedwater h e a t e r  e n t e r s  tube  

bundles i n  t h e  vapor space where i t  h e a t s  up some more as  s h e l l  s i d e  

steam i s  condensed. Before leav ing  t h e  h e a t e r ,  t h e  feedwater i n  t h e  

tube  bundle passes  through a superheat  s ec t ion -where  t h e  superheat  

i n  t h e  e x t r a c t i o n  steam ( i f  any) i s  removed. 

I n  t h e  s imula t ion ,  t h e  d r a i n  coo le r  s e c t i o n  of t h e  feedwater 

hea te r  is  t r e a t e d  as a tube-in-shel l  counterf low h e a t  exchanger where 

t h e  s h e l l  s i d e  has  a uniform ( sa tu ra t ed )  temperature .  The superheated 

e x t r a c t i o n  steam s e c t i o n  i s  handled by a simple h e a t  ba lance .  

3 . 4  Helium Ci rcu la to r  and Circulator-Turbine Model 

The c i r c u l a t o r - t u r b i n e  model subrout ine  (ORCIRT) c a l c u l a t e s  t h e  

steam-turbine s i d e  p re s su res ,  f lows, and e n t h a l p i e s ,  as w e l l  as t h e  

hel ium-circulator  s i d e  p re s su re  drop,  f low, and temperature rise 

(Fig.  3 . 4 . 1 ) .  It a l s o  inco rpora t e s  t h e  t u r b i n e  speed and p res su re  

r a t i o  c o n t r o l  systems. 

ORCIRT i s  i n t e g r a t e d  i n t o  t h e  turbine-generator  p l an t  r o u t i n e s ,  

us ing  t h e  p re s su re  and enthalpy of t h e  high-pressure t u r b i n e  exhaust 

steam and t h e  r ehea te r  steam i n l e t  p re s su re  as boundary condi t ions ;  

each of t hese  i s  assumed t o  b e  cons tan t  over t h e  computation t i m e  

i n t e r v a l .  

p l a n t  average main steam temperature  c o n t r o l  system. This  input  

reques t  i s  normally s a t i s f i e d  as long as  adequate  steam i s  a v a i l a b l e .  

However, wi th  the  speed c o n t r o l  va lve  wide open and the  bypass va lve  

c losed ,  i f  t h e  t u r b i n e  power output  i s  i n s u f f i c i e n t  t o  maintain t h e  

requested speed, t h e  speed w i l l  droop accord ingly .  

t h e  pressure- l imi ted  mode. Occasional ly ,  f o r  rap id  decreases  i n  

The d e s i r e d  c i r c u l a t o r  speed i s  "requested" 'by t h e  o v e r a l l  

This  i s  known as 
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Fig .  3 . 4 . 1 .  C i r c u l a t o r  t u r b i n e  model. 
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reques ted  speed, t h e  r o t o r  i n e r t i a  w i l l  make t h e  a c t u a l  speed exceed 

t h e  reques ted  speed even wi th  no t u r b i n e  steam flow. This  is  t h e  

coastdown mode. 

The c i r c u l a t o r  and t u r b i n e  c h a r a c t e r i s t i c s  modeled i n  ORCIRT are 

der ived  from empir ica l  d a t a  suppl ied by GAC i n  t h e  FSV-FSAR’ and t h e  

TAP code r e p o r t , ’  and from personal  communication wi th  GAC. 

The c i r c u l a t o r  performance map f o r  t h e  FSV u n i t s  w a s  recast i n  

t e r m s  of a normalized p res su re  rise as a func t ion  of normalized flow 

and then w a s  represented  by a quadra t i c  equat ion ,  as suggested by 

LASL.l0 

formulat ion f o r  t h e  c i r c u l a t o r  map and assuming t h a t  AP i s  p ropor t iona l  

Primary loop flow is  ca l cu la t ed  e x p l i c i t l y  by using a quadra t i c  

t o  flow squared i n  t h e  primary loop components. The c i r c u l a t o r  power 

requi red  f o r  given speed and helium-side cond i t ions  i s  ca l cu la t ed  from 

a quadra t i c  f i t  t o  a GAC-supplied normalized power curve.  Other power 

l o s s e s  included are due t o  bear ing  f r i c t i o n  and r o t o r  a c c e l e r a t i o n .  

Once the  power requirements have been e s t a b l i s h e d  f o r  a given 

r o t o r  speed, t h e  requi red  t u r b i n e  i n l e t  p re s su re  is  determined f o r  an 

assumed va lue  of t u r b i n e  steam flow. I f  t h i s  p re s su re  i s  a v a i l a b l e ,  

a comparison i s  made between t h e  average s p e c i f i c  volume based on 

i n l e t / o u t l e t  cond i t ions  and t h a t  requi red  t o  s a t i s f y  t h e  t u r b i n e  

torque map. The assumed va lue  of steam flow i s  ad jus t ed  u n t i l  t h e  

d i f f e r e n c e  i n  s p e c i f i c  volume c a l c u l a t i o n s  i s  s u f f i c i e n t l y  small. 

I f  t h e  a v a i l a b l e  p re s su re  i s  no t  s u f f i c i e n t  t o  maintain t h e  

requested speed, another  i t e ra t ive  loop is  used t o  determine t h e  maximum 

speed ob ta inab le  wi th  t h e  speed c o n t r o l  valve wide open and t h e  bypass 

valve c losed .  

l i m i t e d  mode. 

Provis ions  are made f o r  e n t e r i n g  and e x i t i n g  t h e  pressure-  
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The t u r b i n e  e f f i c i e n c y ,  wi th  an imposed lower l i m i t ,  i s  updated f o r  

each i t e r a t i o n .  Messages are p r i n t e d  out  i f  t he  t u r b i n e  i s  supersonic  

o r . h a s  w e t  exhaust  steam, o r  i f  t h e  c i r c u l a t o r  is  i n  t h e  s t a l l  reg ion .  

A c a l c u l a t i o n  is then  made of t h e  appr.oximate bypass flow requi red  

t o  main ta in  a cons tan t  p re s su re  r a t i o  between the  high-pressure t u r b i n e  

exhaust and t h e  c i r c u l a t o r - t u r b i n e  exhaust .  Because of t h e  holdup 

volumes a t  these  two p o i n t s ,  t h e  c a l c u l a t i o n  cannot be made e x p l i c i t l y ;  

i n s t e a d ,  t h e  bypass f low is  ad jus t ed  a t  each t i m e  s t e p  t o  c o r r e c t  the  

p re s su re  r a t i o . t o  t h e  des i r ed  va lue  on a 2-sec t i m e  cons t an t .  

3 . 5  Turbine Bypass, Desuperheater,  and Flash Tank Models 

The main steam t u r b i n e  bypass system, inc luding  t h e  desuperheater  

and f l a s h  tank ,  i s  shown i n  Fig.  3.5.1. 

model i t  i s  assumed t h a t  t h e  p re s su re  c o n t r o l  systems respond ins t an -  

taneously compared t o  o the r  system dynamic responses .  Hence t h e  MSBP 

I n  t h e  main steam bypass  (MSBP) 

valve opens whenever t h e  main steam pres su re  exceeds 17.68 MPa (2564 

p s i a )  and a t t empt s  t o  maintain t h a t  p re s su re .  The flow through t h e  

MSBP va lve  is  assumed t o  have a spec?’.fied upper l i m i t .  Any flow i n  

excess  of t h i s  l i m i t  causes  t h e  p re s su re  t o  b u i l d  up u n t i l  i t  reaches  

a second upper l i m i t  of 19.06 MF’a (2764 p s i a ) .  A t  t h a t  p o i n t ,  t h e  

vent  va lve  opens and a l lows  enough steam t o  escape t o  t h e  atmosphere 

t o  main ta in  t h a t  p re s su re .  

I n  t h e  model f o r  steam temperature  c o n t r o l  a t  t h e  desuperhea ter  

o u t l e t ,  i t  i s  assumed t h a t  t h e r e  are no p res su re  drops i n  t h e  l i n e s  

between t h e  desuperhea ter  o u t l e t ,  t h e  f l a s h  tank ,  and t h e  high-pressure 

t u r b i n e  o u t l e t ;  i . e . ,  i t  is  a l l  a t  t h e  p re s su re  of t h e  node des igna ted  
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as "steam l i n e  2'' i n  Fig.  3.3.1. Given t h i s  p re s su re  and t h e  set po in t  

temperature ,  t h e  corresponding en tha lpy  "set point"  f o r  t h e  desuper- 

hea t e r  e x i t  steam can be found. From t h i s  i t  can be  determined how 

much desuperheat ing water must be added t o  t h e  bypass steam t o  reduce 

i t  t o  t h e  set p o i n t  temperature .  The phase of t h e  f l u i d  t o  t h e  f l a s h  

tank i s  a l s o  c a l c u l a t e d ,  and only superheated o r  dry  steam i s  assumed 

t o  flow t o  t h e  c i r c u l a t o r  t u rb ine .  Any l i q u i d  i s  r e tu rned  t o  t h e  

condenser ho t  w e l l .  

4. CONTROL SYSTEM SIMULATION 

Three o v e r a l l  p l a n t  c o n t r o l  loops  are s imulated i n  ORTAP. The 

c o n t r o l l e d  v a r i a b l e ,  dependent v a r i a b l e  and feed-forward v a r i a b l e  f o r  

each loop are  given below. 

Control led Var iab le  Dependent Var iab le  Feed-Forward Var iab le  

Main steam temperature  Helium c i r c u l a t o r  Feedwa t er flow 
speed 

High p res su re  t u r b i n e  Feedwater flow High p r e s  s u r  e t u r b  i n e  
t h r o t t l e  p re s su re  f i r s t  s t a g e  pres- 

s u r e  

Reheat steam temperature  Reactor power High p r e s s u r e  t u r b i n e  
f i r s t  s t a g e  pres- 
s u r  e 

Figure 4 . 1  i s  a block diagram showing t h e  t y p i c a l  r e l a t i o n s h i p  

between t h e  c o n t r o l l e d ,  dependent, and feed-forward v a r i a b l e s ,  us ing  

t h e  main steam temperature  c o n t r o l l e r  as a n  example. 

v a r i a b l e  i s  used t o  enhance t h e  response t o  load changes and i s  added 

d i r e c t l y  t o  t h e  c o n t r o l l e r  ou tput  s i g n a l  as shown i n  F ig .  4.1.  The 

The feed-forward 

model f o r  t h e  c o n t r o l l e r  shows t h e  set p o i n t ' s i g n a l  e n t e r i n g  downstream 
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Fig .  4 .1 .  Typica l  c o n t r o l  system model. 
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of t h e  s i g n a l  t o  t h e  d e r i v a t i v e  s t a g e ,  as i n  t h e  Foxboro Spec. 200 

e l e c t r o n i c  c o n t r o l l e r s  used a t  FSV. This  e l i m i n a t e s  spur ious  system 

responses  t o  r ap id  set p o i n t  changes. The model a l s o  inc ludes  both 

i n t e g r a l  (or  r e s e t )  ga in  and d e r i v a t i v e  ga in  l i m i t s  of 100 and 10, 

r e s p e c t i v e l y .  

5.  COUPLING OF COMPONENT MODELS 
I N  THE SYSTEM SIMULATION 

ORTAP w a s  developed by coupl ing t h e  i n d i v i d u a l  component simula- 

t i o n s  wi th  t h e  p l a n t  c o n t r o l  systems. It i s  assumed t h a t  t h e  helium 

flow, as c a l c u l a t e d  by t h e  helium c i r c u l a t o r  model, is  t h e  same a t  a l l  

p o i n t s  i n  t h e  primary system. The system p res su re  is  computed 

f o r  each t i m e  s t e p  as  an  ins tan taneous  func t ion  of t h e  t o t a l  helium 

mass i n  t h e  primary system and t h e  volume average temperature  of helium 

i n  t h e  primary system components. The helium p res su re  drops a c r o s s  t h e  

c o r e  and a c r o s s  t h e  r e h e a t e r  steam genera tor  module are determined a t  

each c a l c u l a t i o n a l  t i m e  s t e p  from AP = kW /p where t h e  va lue  of k i s  2 

determined from i n i t i a l  s t eady- s t a t e  va lues  of p re s su re  drop ,  f low, 

and dens i ty  i n  each component. The helium c i r c u l a t o r  model computes 

t h e  o u t l e t  p re s su re  from t h e  i n l e t  p re s su re  and t h e  compressor map. 

The c i r c u l a t o r  helium i n l e t  p re s su re  requi red  by t h e  c i r c u l a t o r  model 

i s  set equal  t o  t h e  t o t a l  system p res su re .  

Heat t r a n s f e r  t o  t h e  PCRV l i n e r  cool ing  system is  taken i n t o  

account i n  t h e  fol lowing manner: t h e  r ehea te r  helium i n l e t  temperature  

requi red  by BLAST is  c a l c u l a t e d  from t h e  mixed mean c o r e  o u t l e t  t e m -  

pe ra tu re ,  a n  o v e r a l l  h e a t  conductance from helium through t h e  PCRV 

. 

l i n e r  i n s u l a t i o n  t o  t h e  cool ing  water, and a cool ing  system "sink" 
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.# 

temperature of 54°C (130°F).  A t  t h e  i n i t i a l  s t eady- s t a t e  ope ra t ing  

cond i t ions ,  t h e  gas  temperature  through t h e  duc t  from t h e  co re  o u t l e t  

t o  t h e  r e h e a t e r  i n l e t  i s  assumed t o  vary w i t h  p o s i t i o n  according t o  

dT gas  - -UA/AZ 
dz wc gas  Tsink)  ’ 

P , H e  
(T - (5 1) 

where U i s  t h e  o v e r a l l  h e a t  t r a n s f e r  c o e f f i c i e n t  from the  helium t o  t h e  

l i n e r  cool ing  system. Therefore  

-UA/Wc 
pYHe T = e  

T i n ,  r e h e a t e r  ou t  , core  

-UA/Wc 
PYHe 

Tsink + [1.0 - e (5.2) 

The va lue  of UA f o r  i n i t i a l  s t eady- s t a t e  condi t ions  can be  determined by 

Eq. (5.2) from i n i t i a l  s t eady- s t a t e  va lues  of T and T i n  , rehea ter o u t ,  core  ’ 

Equation (5.2) i s  then  used a t  each t i m e  s t e p  t o  determine T i n , r e h e a t e r  

from t h e  primary system flow rate as  determined by t h e  helium c i r c u l a t o r  

t u r b i n e  model and from t h e  mixed mean co re  o u t l e t  helium temperature  

as determined by t h e  co re  model. This  approach i m p l i c i t l y  assumes 

t h a t  t h e  va lue  of UA, t h e  o v e r a l l  conductance, i s  independent of flow. 

This  i s  a reasonable  assumption s i n c e  t h e  r e s i s t a n c e  t o  h e a t  flow 

through t h e  PCRV thermal i n s u l a t i o n  i s  s i g n i f i c a n t l y  l a r g e r  than  t h e  

flow dependent helium f i l m  r e s i s t a n c e  a t  t h e  duct  w a l l .  The above 

approach i s  a l s o  used t o  determine t h e  helium c i r c u l a t o r  i n l e t  helium 

temperature from t h e  c a l c u l a t e d  steam genera tor  helium o u t l e t  tempera- 

t u r e .  
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A s  has been mentioned, t h e  feedwater flow rate i s  s p e c i f i e d  by 

t h e  p l an t  c o n t r o l  system and i s  va r i ed  t o  maintain t h e  p re s su re  a t  t h e  

h igh  p res su re  t u r b i n e  t h r o t t l e  va lve  a t  i t s  set p o i n t .  Since t h e r e  i s  

p resen t ly  no feedwater  pump model i n  ORTAP, i t  i s  assumed t h a t  t h e  

a c t u a l  feedwater flow t o  t h e  economizer s e c t i o n  of t h e  steam genera tor  

l a g s  t h e  f low requested by t h e  c o n t r o l  system by 2.0 s e c ,  i . e . ,  

-Wm) Y 

- -  dWFW 1 - -(W d t  2 FW,Request 

so 

- A t  /2.O 
-k [WFW(t - At) - 'FW,Request l e  

This feedwater flow i s  provided a t  each t i m e  s t e p  t o  t h e  BLAST steam 

genera tor  model. The feedwater enthalpy a t  t h e  economizer i n l e t ,  also 

requi red  by t h e  BLAST steam genera tor  model, is determined i n  ORTAP by 

t h e  s imula t ion  of t h e  feedwater h e a t e r s  i n  t h e  t u r b i n e  genera tor  p l a n t  

model. The p res su re  a t  t h e  economizer i n l e t  as a func t ion  of t i m e  is  

s p e c i f i e d  i n  t h e  inpu t  t o  ORTAP. The main steam o u t l e t  p re s su re  re- 

qui red  by t h e  BLAST s imula t ion  i s  provided by t h e  c a l c u l a t i o n  of steam 

pres su re  i n  steam l i n e  1 (Fig.  3 . 3 . 1 )  by t h e  t u r b i n e  genera tor  model. 

"he i n l e t  steam-side p re s su re  and en tha lpy  t o  t h e  r e h c b t e r ,  a l s o  

requi red  by BLAST i s  determined i n  t h e  t u r b i n e  genera tor  model f o r  steam 

l i n e  4 (Fig. 3 . 3 . 1 ) .  The r e h e a t e r  o u t l e t  p re s su re  is  set equal  t o  t h e  

p re s su re  of steam l i n e  3 .  Reheater i n l e t  f low is  determined from t h e  
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i d e a l  gas  flow equat ion  [Eq. (3.8)l us ing  t h e  p re s su res  i n  steam l i n e s  

3 and 4 .  

The p l a n t  c o n t r o l  system determines t h e  helium c i r c u l a t o r  speed 

command based on t h e  d i f f e r e n c e  between t h e  measured main steam temper- 

a t u r e  and i t s  se t  p o i n t ,  p lus  t h e  feedwater flow feed-forward s i g n a l .  

Following a t u r b i n e  t r i p ,  t h i s  command may be overr idden i f  t h e  c i r cu -  

l a t o r  i n l e t  p re s su re  i s  less than a low p res su re  set  po in t .  

a p p l i e s  a flow rate dependent measurement t i m e  cons t an t  t o  t h e  va lue  

of main steam o u t l e t  temperature  a s  c a l c u l a t e d  by BLAST t o  account f o r  

sensor  response.  That is ,  

ORTAP 

( t  + At) = T Tmeasured ca l cu la t ed  

- A t  /Tc 
l e  

+ [Tmeasured ( t )  - Tca lcu la t ed  9 

where Wms is t h e  main steam flow and W 

100% condi t ions .  This  f l o w  dependent measurement t i m e  cons tan t  is  a l s o  

used f o r  determining t h e  measured r e h e a t  steam temperature from t h e  re- 

hea t  steam temperature c a l c u l a t e d  by BLAST. 

Curren t ly  t h e  p ropor t iona l ,  i n t e g r a l ,  and d e r i v a t i v e  ga ins  f o r  t h e  

i s  t h e  main steam flow a t  ms,o 

c o n t r o l l e r s  are those  given i n  R e f .  6 f o r  100% power opera t ion .  

a c t u a l  ga in  s e t t i n g s  f o r  t h e  FSV r e a c t o r  become a v a i l a b l e ,  they w i l l  be  

used i n  t h e  FSV ve r s ion  of ORTAP. 

When 
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6. SAMPLE TRANSIENT 

The sample t r a n s i e n t  descr ibed  he re  i s  presented mainly t o  i l l u s -  

trate the  more important  f e a t u r e s  of t he  code, show a complete sample 

inpu t  da t a  set, and demonstrate a few of t h e  c h a r a c t e r i s t i c s  of HTGR 

t r a n s i e n t s .  

a subsequent r e a c t o r  scram when t h e  co re  power reaches  140%. 

The example chosen i s  a rod p a i r  withdrawal acc iden t  w i th  

I t  i s  

assumed t h a t  t he  r e a c t o r  is  i n i t i a l l y  a t  100% power, w i t h  nuc lear  

c h a r a c t e r i s t i c s  corresponding t o  an  end-of-equilibrium cyc le  core ,  a 

rod p a i r  worth of 0.012 Ak ( f o r  t h e  p a i r  being withdrawn) and a t o t a l  

scram r e a c t i v i t y  worth of 0.064 Ak. These cond i t ions  r ep resen t  t h e  

most conserva t ive  case from t h e  s tandpoin t  of maximum f u e l  temperatures  

a t t a i n e d .  It  i s  a l s o  assumed t h a t  t h e  normal f l u x  c o n t r o l  system, 

which v a r i e s  r e a c t o r  power t o  main ta in  t h e  r e h e a t  steam temperature  

cons t an t ,  and t h e  rod withdraw i n h i b i t  a t  120% power are inope ra t ive .  

F igures  6 . 1  through 6.5 show some of t he  r e s u l t s  of t he  s imula t ion .  

The runaway rod p a i r  begins  withdrawing a t  t i m e  t = 0 from the  f u l l y  

i n s e r t e d  p o s i t i o n  a t  the  normal withdrawal speed of 180 sec f o r  f u l l  

t r a v e l .  The c o r e  power reaches t h e  t r i p  l e v e l  of 140% i n  39 s e c ,  a f t e r  

which the  remaining rods  are d r iven  i n  ( r e q u i r i n g  152 sec f o r  f u l l  

t r a v e l ) ,  t he  feedwater flow is  ramped down t o  25% of fu l l - f low a t  

0.5%/sec,  and the  t u r b i n e  t h r o t t l e  va lve  is  ramped t o  10% of i t s  nominal 

full-power p o s i t i o n  a t  a rate of 0 .5%/sec.  

r e a c t o r  is  t r i p p e d ,  t he  t u r b i n e  is  t r ipped  a l s o .  A s  t h e  high-pressure 

Two minutes a f t e r  t h e  

t u r b i n e  flow is  reduced, t he  main steam pres su re  inc reases  and the  main 

steam bypass (MSBP) system begins  d i v e r t i n g  steam t o  t h e  f l a s h  tank i n  

"a 

order  t o  l i m i t  t h e  p re s su re  t o  17.68 MPa (2564 p s i a ) .  I n  t h i s  example, 
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ORNL Dwg. 77-14491 

LEGEND 
0 = HELIUM FLOW 
A = PRIMARY SYSTEM PRESSURE 
0 = CORE POWER 

- 
0 

I I 1 . _ _  - 71 
2 5  30 7.5 1DO 12.5 150 

TIME (MIN) 

Fig. 6.1. Response of system parameters to a FSV rod-pair-with- 
drawal transient from an initially fully inserted position. 
140% rated core power. 

Trip signal 

J 
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O W  Dwg. 77-14492 

7 - 1  T I r 
).O 2 5  9-0 7 5  10.0 12.5 

TIME (MIN) 
Fig. 6.2. Response of system parameters to a FSV rod-pair-with- 

drawal transient from an initially fully inserted position. Trip signal 
140% rated core power. 



43 

ORNL Dwg. 77-14493 

LEGEND 
A = STEAM GENERATOR STEAM FLOW 
0 = HIGH PRESSURE TURBINE FLOW 
0 = MAIN STEAM BYPASS FLOW 

1 
0.0 2.5 39 7.5 109 12.5 149 

TIME (MIN) 

Fig.  6 . 3 .  Response of system parameters t o  a FSV rod-pair-with- 
drawal t r a n s i e n t  from an i n i t i a l l y  f u l l y  i n s e r t e d  p o s i t i o n .  
140% r a t e d  core  power. 

Tr ip  s i g n a l  
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ORNL Dwg. 

LEGEND 
I 0 = CORE OUTLET GAS TEMP 

0 = CORE INLET TEMP 
0 = REHEAT HELIUM OUTLET TEMP 

77-14494 

I" 

9 2 5  99 73 10.0 12.5 13.0 

TIME (MIN) . 

Fig. 6 . 4 .  Response of system parameters to a FSV rod-pair-with- 
drawal transient from an initially fully inserted position. Trip signal 
140% rated core power. 
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ORNL Dwg. 77-14495 
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Fig. 6 . 5 .  Response of system parameters to a FSV rod-pair-with- 
drawal transient from an initially fully inserted position. 
140% rated core power. 

Trip signal 
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the  m a x i m u m  MSBP flow l i m i t  i s  no t  reached, s o  t h e  vent  v a l v e  i s  n o t  

opened. 

The p l o t  of normalized power (F ig .  6.1) peaks a t  1 . 4 ,  where t h e  

t r i p  occurs,  and dec reases  even tua l ly  t o  t h e  a f t e r h e a t  l e v e l .  The rela- 

t i v e l y  slow reduc t ion  i n  power i s  due t o  the  slow-moving rods  and the  

conse rva t ive ly  low va lue  of t o t a l  scram r e a c t i v i t y  assumed. The ramp 

down of feedwater flow fo l lowing  t h e  r e a c t o r  t r i p  causes  a s i m i l a r  ramp 

down of t h e  helium flow (Fig .  6.1) s i n c e  feedwater flow i s  t h e  feed- 

forward v a r i a b l e  i n  t h e  main steam temperature c o n t r o l  system i n  which 

c i r c u l a t o r  speed (helium flow) is t h e  dependent v a r i a b l e  ( s e e  Sect.  4 ) .  

The helium flow cont inues  t o  decrease  u n t i l  t = 6.7 min, when i t  i n c r e a s e s  

s h a r p l y  a f t e r  t h e  main steam temperature has  f a l l e n  below i ts  s e t p o i n t .  

The sharpness  of t h e  i n c r e a s e  i s  due t o  t h e  f a c t  t h a t  t h e  c o n t r o l l e r  

ou tput  w a s  s a t u r a t e d  a t  i t s  lower l i m i t  f o r  several minutes. The 

helium flow peaks a t  t z 11 .2  min i n  a f i n a l  a t t e m p t  t o  main ta in  t h e  

main steam temperature;  a f t e r  t h a t ,  t h e  c i r c u l a t o r  speed is l i m i t e d  by 

t h e  steam p r e s s u r e  a v a i l a b l e  t o  t h e  tu rb ine  d r i v e .  

shows t h e  primary system (helium) p res su re ,  which fo l lows  t h e  t r e n d s  of 

t h e  average system temperature.  

F igure  6 . 1  a l s o  

The r e h e a t e r  and steam genera tor  o u t l e t  steam temperatures (F ig .  

6.2) i n c r e a s e  somewhat i n i t i a l l y  due t o  t h e  i n c r e a s e  i n  core  helium 

o u t l e t  temperature,  bu t  t he  primary cause of t h e  sha rp  i n c r e a s e s  is  t h e  

forced  r educ t ion  of feedwater flow t h a t  occurs  when t h e  r e a c t o r  i s  

t r ipped .  

peak temperatures t o  t h e  rate of power r educ t ion  a f t e r  t h e  t r i p .  

would appear t h a t  a de lay  i n  t h e  feedwater ramp down would be d e s i r a b l e  

Other cases  were run  which showed t h e  h igh  s e n s i t i v i t y  of t he  

It  
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i n  order  t o  minimize t h e  peak steam temperatures .  Note t h a t  t h e  l e v e l i n g  

of f  of t h e  main steam temperature a f t e r  -12.5 minutes i n d i c a t e s  t h a t  w e t  

steam is  e x i t i n g  the  steam genera tor .  

. Secondary coolan t  steam flows normalized t o  t h e  i n i t i a l  steam 

genera tor  o u t l e t  steam flow are shown i n  Fig.  6 .3 .  The steam genera tor  

and h igh  p res su re  tu rb ine  (HPT) flows d e c l i n e  s l i g h t l y  a t  the  start  i n  

response t o  the  inc reas ing  helium temperature .  Af t e r  t h e  r e a c t o r  t r i p ,  

they are bo th  ramped down quick ly  t o  about 25%. The HPT flow goes t o  

zero a t  t =: 2.7 min when t h e  tu rb ine  is  t r ipped .  Since the  feedwater 

f low is  he ld  cons tan t  a t  25% a f t e r  t % 3 min, any v a r i a t i o n s  of steam 

genera tor  o u t l e t  f low a f t e r  t h a t  t i m e  are due t o  changes i n  t h e  water 

and steam i n v e n t o r i e s .  

The primary loop helium temperatures a t  t h e  core  i n l e t  and o u t l e t  

a n d . t h e  r e h e a t e r  o u t l e t  are shown i n  F ig .  6 . 4 .  A s  seen,  l i t t l e  or  no 

overshoot f o r  any of t hese  temperatures is  p red ic t ed .  The i n i t i a l  

decrease  i n  co re  i n l e t  temperature i s  due t o  t h e  reduct ion  i n  helium 

flow, which causes  a c l o s e r  approach of t he  steam genera tor  helium 

o u t l e t  temperature t o  t h e  near ly-constant  feedwater i n l e t  temperature .  

The r ap id  inc rease  i n  c o r e  i n l e t  temperature  a t  t = 6.7 min i s  due t o  

t h e  inc rease  i n  helium f low mentioned earlier.  The co re  o u t l e t  t e m -  

pe ra tu re  T as p l o t t e d ,  i s  der ived from both t h e  CORTAP ( s i n g l e  

channel) and ORECA (multi-channel) co re  models. Above 40% helium 

flow, T is t h e  CORTAP output ,  and below 20% i t  is  t h e  ORECA output ;  

i n  between, T is  a flow-weighted average of t h e  two. I n  t h i s  t ran-  

s i e n t ,  t h e  d i f f e r e n c e  between the  two model ou tputs  w a s  t y p i c a l l y  s m a l l ,  

wi th  a maximum d i f f e r e n c e  of -3OOC (54’F).  

co’ 

co 

co 
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The ORECA model determines t h e  average c o r e  temperature  whi le  CORTAP 

c a l c u l a t e s  s e p a r a t e l y  t h e  average f u e l  and t h e  average g r a p h i t e  tempera- 

t u r e s .  ORECA a l s o  f l a g s  t h e  peak temperature  of t h e  ORECA nodal  masses. 

A s  d i scussed  i n  Sect. 3 . 1  each of t hese  nodal  masses r e p r e s e n t s  one of 

t h e  s i x  a x i a l  segments i n  each of t h e  37 r e f u e l i n g  reg ions .  The maximum 

core  temperatures  (ORECA) la te  i n  t h e  t r a n s i e n t  t y p i c a l l y  occur i n  low- 

flow channels and thus  take  longer  t o  cool  down. The behavior of t h e  

average core  temperatures  i n  t h e  two models i s  very  s i m i l a r .  

. 

t Many o the r  v a r i a t i o n s  of t h e  rod-withdrawal acc iden t  have been run 

and are repor ted  i n  Refs.  11 and 1 2 .  

The sample t r a n s i e n t  w a s  run  wi th  0 .1  sec computation t i m e  s t e p s  

and r equ i r ed  29 minutes of CPU t i m e  on t h e  I B M  360/91. 

one minute preacc ident  s e t t l i n g  t i m e ,  t h i s  corresponds t o  1.8 minutes 

of CPU t i m e  per  minute of s imulated r e a c t o r  t i m e .  Input  i n s t r u c t i o n s  

and t h e  i n p u t  d a t a  set corresponding t o  t h i s  t r a n s i e n t  are shown i n  t h e  

Append i x  . 

Inc luding  a 
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7. FUTURE APPLICATIONS OF ORTAP 

ORTAP has been used to analyze system transients in the FSV plant 

resulting from uncontrolled removal of poison from the reactor core and 

from a postulated depressurization accident. l 3  

ORTAP will be used to analyze transients resulting from a turbine trip, 

In addition to these, 

sudden reduction in feedwater flow and loss of primary coolant flow. 

When results of dynamics tests on the Fort St. Vrain reactor become 

available, comparisons will be made with ORTAP predictions, and, based 

on these comparisons, appropriate improvements in ORTAP will be made. 

With only very minor modifications, ORTAP could be used to simulate 

large HTGRs. Also, with only slight modifications, ORTAP could be used 

to simulate a Gas Cooled Fast Breeder Reactor nuclear steam supply 

sys tem . 

1. 

3 
L .  

3. 
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APPENDIX 

ORTAP INPUT INSTRUCTIONS AND SAMPLE INPUT LISTING 

The inpiit  i n s t r u c t i o n s  and a sample inpu t  l i s t i n g  f o r  a For t  S t .  

Vrain s imula t ion  w i t h  ORTAP fol low.  The i n s t r u c t i o n s  can be  more e a s i l y  

understood by r e f e r r i n g  t o  t h e  sample inpu t  l i s t i n g .  It i s  important  

t o  no te  t h a t  once t h e  inpu t  i s  generated f o r  a given plant--as  i t  has  

been f o r  FSV--there are very  few changes necessary  t o  run  d i f f e r e n t  

t r a n s i e n t s .  The b u l k  of t h e  inpu t  d e s c r i b e s  i n i t i a l  s t e a d y - s t a t e  con- 

d i t i o n s  and p l a n t  des ign .  

The i n i t i a l  p o r t i o n  of t h e  inpu t  i s  t h a t  r equ i r ed  f o r  t h e  CORTAP 

core  s imula t ion .  

Card No. 1 (FORMAT 20A4) 

T i t l e  ca rd .  

Card No .  2 (FORMAT lox, 315) 

TPOWER - Flag  i n d i c a t i n g  how c o r e  power p r i o r  t o  r e a c t o r  t r i p  w i l l  

b e  determined. 

1 = c o r e  power i s  determined by neut ron  f l u x  c o n t r o l l e r .  

0 = core  power i s  c a l c u l a t e d  from neut ron  k i n e t i c s  equa- 

t ions .  

IROD - This  parameter i s  ignored i f  IPOWER = 1. I f  IPOWER = 0 ,  

t h i s  parameter s p e c i f i e s  whether c o n t r o l  rod motion w i l l  

i n t roduce  r e a c t i v i t y  dur ing  t h e  t r a n s i e n t  o r  no t .  

0 = no c o n t r o l  rod motion. 

1 = c o n t r o l  rod motion. 

I f  IROD = 1, t h e  use r  must supply a subrou t ine  t o  be  

c a l l e d  from t h e  main program spec i fy ing  t h e  r e a c t i v i t y  
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change due t o  rod motion as a func t ion  of t i m e .  ' 

IPPNCH - Flag i n d i c a t i n g  whether c o r e  normalized power, i n l e t  t e m -  

pe ra tu re ,  and helium flow vs  t i m e  i s  t o  be  punched on ca rds  

f o r  a subsequent CORTAP highest-power , f u e l  reg ion  ca l cu la -  

t ion .  

1 = punch. 

0 = do not  punch. 

Card No. 3 (FORMAT lox, 5D10.4) 

CORPWR - I n i t i a l  thermal power l e v e l  i n  E.Iw. 

FPC , - Frac t ion  of t o t a l  thermal power depos i ted  t o  coolant  

. flowing through coolant  channels  i n  a c t i v e  core .  

FPSR - Frac t ion  of t o t a l  thermal power depos i ted  t o  coolan t  

f lowing through s i d e  r e f l e c t o r  elements.  

FPGT - Frac t ion  of t o t a l  thermal  power depos i ted  t o  coolant  

f lowing through c o n t r o l  rod channels .  

FPAFS - Frac t ion  of FPC*CORE'WR t h a t  i s  generated i n  t h e  e n t i r e  

a x i a l  l eng th  of an average f u e l  s t i c k  column. 

~' 
Card No. 4 (FORMAT lox,  5D10.4) 

FLOW - I n i t i a l  t o t a l  core  flow (lbm/hr).  

FFC - The f r a c t i o n  of t h e  t o t a l  c o r e  f low which flows through 

coolant  channels .  

,FFSR - The f r a c t i o n  of t h e  t o t a l  co re  flow which flows through 

s i d e  r e f l e c t o r .  I 

FFCT - The f r a c t i o n  of t h e  t o t a l  c o r e  flow which flows through 

c o n t r o l  rod channels . ,  
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FFACC - The f r a c t i o n  of FFC*FL@W which f lows through t h e  average 

coolan t  channel.  

Card No. 5 (FORMAT lox, 715) 

JMAX - Number of a x i a l  nodes i n  t h e  a c t i v e  f u e l  p o r t i o n  of t h e  

u n i t  c e l l .  

NF - Number of r a d i a l  nodes i n  t h e  f u e l  s t i c k .  

NM - Number of r a d i a l  nodes i n  t h e  moderator.  

NATR - Number of a x i a l  nodes i n  t o p  r e f l e c t o r .  

NABR - Number of a x i a l  nodes i n  bottom r e f l e c t o r .  

NGTN - Number of a x i a l  nodes r ep resen t ing  mass of g r a p h i t e  

t r a n s f e r r i n g  h e a t  wi th  coolan t  f lowing through a c o n t r o l  

rod channel .  

NSRN - Number of axial nodes i n  s i d e  r e f l e c t o r .  

The r e s t r i c t i o n s  are 

JMAX*(NF+NM) + NATR + NABR L 60 

NGTN 5.8 

NSRN 5 8 

Card No. 6 (FORMAT lox, 2D10.4) 

RPF - Radial  power peaking f a c t o r .  This  should be  set equal  t o  

1.0 s ince ORTAP uses  t h e  CORTAF' c o r e  s imula t ion  f o r  a n  

average channel.  

RFF - Radial  f low f a c t o r  f o r  coolan t  i n  c e l l  being s imula ted .  

This  should a l s o  b e  set  equal  t o  1 .0 .  

Card No. 7 (FORMAT lox, 4D10.4) 
RF - Radius of t h e  f u e l  s t i c k  ( i n . ) .  ' 

GAP - Width of gap between f u e l  s t i c k  and moderator ( i n . ) .  
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NOTE: This  i s  used t o  determine gap conductance, 

RM - Outer r a d i u s  of g raph i t e  annulus i n  c y l i n d r i c a l  c e l l  

s imula t ion  ( i n . ) .  This should be  ca l cu la t ed  t o  conserve 

t h e  g r a p h i t e  volume i n  t h e  t r i a n g u l a r  c e l l .  

HEIGHT - Active co re  he igh t  ( i n . > .  

Card(s) No. 8 (FORMAT lox, 7D10.4) 

A X Z ( J ) ,  J=1, JMAX - $ T h e  a x i a l  l o c a t i o n  of t h e  c e n t e r s  of t h e  nodal 

volumes i n  t h e  act ive f u e l  ( i n . ) .  By d e f i n i t i o n  z = 0 a t  

t h e  top  of t h e  a c t i v e  f u e l  column inc reas ing  i n  t h e  

downward d i r e c t i o n .  

Card(s) No. 9 (FORMAT lox, 7D10.4) 

R( I ) ,  I=l, IMAX, where IMAX = NF + NM. 

Dis tances  from t h e  f u e l  s t i c k  c e n t e r l i n e  t o  the  r a d i a l  

s u r f a c e s  of t h e  nodes i n  t h e  c y l i n d r i c a l  r e p r e s e n t a t i o n  

of t h e  u n i t  t r i a n g u l a r  c e l l  ( i n . ) .  

Card No. 10 (FORMAT lox, 2D10.4 215) 

SRH - The h e i g h t  of t h e  s i d e  r e f l e c t o r  ( i n . ) .  

S U A  - The c ross - sec t iona l  area of a s i d e  r e f l e c t o r  symmetry 

2 
element ( i n .  ) . 

NCCSRE - The number of 'coolant  channels  i n  a s i d e  r e f l e c t o r  element.  

NSRC - The number of s i d e  r e f l e c t o r  columns. 

Card No. 11 (FORMAT lox,  D10.4) 

TRT - The th i ckness  of t h e  top  r e f l e c t o r  ( i n . ) .  

Card No. 1 2  (FORMAT lox, D10.4, 15) 

HDGT - The hydrau l i c  diameter  of t h e  c o n t r o l  rod channels  ( f t ) .  
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NGT - The number of c o n t r o l  rod channels .  

Card No. 1 3  (FORMAT lox, D10.4) 

VOLGTT - The t o t a l  volume of g r a p h i t e  which t h e  use r  a l lows t o  

t r a n s f e r  hea t  with t h e  average c o n t r o l  rod channel  ( i n .3 ) .  

This  i s  used f o r  h e a t  c a p a c i t y  e f f e c t s .  

Card No. 14 (FORMAT lox, 6D10.4) 

3 RHOFUL - The d e n s i t y  of t h e  f u e l  s t i c k  ( lbm/f t  ) .  See no te .  

RHOMOD - The d e n s i t y  of t h e  bulk  moderator ( lbm/f t  ) .  See no te .  

DENRAT - The r a t i o  of t he  dens i ty  of t h e  g r a p h i t e  i n  t h e  f u e l  

3 

s t i c k  t o  t h e  d e n s i t y  of t h e  g r a p h i t e  i n  t h e  bulk  modera- 

t o r .  

F - The volume f r a c t i o n  of t h e  g r a p h i t e  i n  t h e  f u e l  s t i c k .  

RHOGT - The d e n s i t y  of t h e  g r a p h i t e  i n  t h e  m a s s  t r a n s f e r r i n g  

h e a t  wi th  coolan t  f lowing through t h e  average c o n t r o l  

3 rod channel  ( lbm/f t  ) .  See note .  

3 RHOSR - The d e n s i t y  of t h e  s i d e  r e f l e c t o r  ( lbm/f t  ). See no te .  

NOTE: I f  t h e  temperature  dependent h e a t  c a p a c i t i e s  i n  subrout ines  

3 CPFUEL AND CPMOD have u n i t s  of B t u / f t  -OF, t h e  corresponding 

d e n s i t i e s "  (RH@RTL and RHgMOD) should be  inpu t  as 1 .0 .  I f  i t  

is  d e s i r e d  t o  account f o r  t h e  l a r g e r  g r a p h i t e  t o  f u e l  s t i c k  mass 

r a t i o  i n  t h e  r e f u e l i n g  r eg ion  than  i n  t h e  u n i t  c e l l ,  t h e  va lue  

inpu t  f o r  RHOMOD can b e  used t o  account f o r  t h i s .  

I I  

Card No. 15  (FORMAT lox, 3D10.4, 15) 

BRT - The th ickness  of t h e  bottom r e f l e c t o r  ( i n . ) .  

BRCHAN - The r a d i u s  of t h e  coolan t  channel  through t h e  bottom 

r e f l e c t o r  ( i n . ) .  
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ABR - The c ross - sec t iona l  area of t h e  t r i a n g u l a r  g r a p h i t e  

symmetry element i n  t h e  bottom r e f l e c t o r  ( i n .  ) .  
2 

NCCELM - The number of coolan t  channels i n  t h e  a c t i v e  f u e l  feeding 

t h e  bottom r e f l e c t o r  channel.  

Card(s) No. 16 (FORMAT lox, 7D10.4) 

AXF'F(J), J=1, JMAX - The a x i a l  power peaking f a c t o r s  f o r  t h e  f u e l  

s t i c k .  

Card No. 17 (FORMAT lox, 15)  

N I N C  - The number of neutron k i n e t i c s  t i m e  s t e p s  pe r  h e a t  

t r a n s f e r  t i m e  s t e p .  

Card No. 18 (FORMAT lox, 2D10.4, 215) 

DELTMP - The maximum amount t h a t  any nodal  temperature  can change 

wi thout  r e c a l c u l a t i n g  t h e  components of t h e  A, matr ix  

[Eq. (3 .18)]  (OF). Some experimentat ion on t h i s  parameter 

by t h e  use r  i s  adv i sab le  t o  minimize computer t i m e  wh i l e  

maintaining s u f f i c i e n t  accuracy. I n  gene ra l ,  t h e  "weaker" 

the  temperature  dependence of f u e l  and moderator conduc- 

t i v i t i e s  and s p e c i f i c  h e a t s ,  t h e  l a r g e r  t h i s  va lue  can be .  

DLMDOT - The maximum amount t h a t  t h e  t o t a l  co re  flow ra te  can change 

without  r e c a l c u l a t i n g  t h e  components of t h e  4 mat r ix  

[Eq. (3 .17)]  ( lbm/hr).  N o  s i n g l e  va lue  f o r  t h i s  parameter 

can b e  recommended s i n c e  t h e  va lue  which would maintain 

s u f f i c i e n t  accuracy whi le  keeping computer t i m e  as  low 

as p o s s i b l e  depends on how low t h e  co re  flow becomes i n  

any given t r a n s i e n t .  Some experimentat ion on t h i s  parameter 

w i th  CORTAP by t h e  use r  i s  adv i sab le  t o  minimize computer 

t i m e  whi le  maintaining s u f f i c i e n t  accuracy. 
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NOUPDT - Flag f o r  updat ing  t h e  matrix [Eq .  (3.17)] due t o  t e m -  

p e r a t u r e  dependence of i t s  elements a f t e r  each i t e r a t i o n  

on feedback r e a c t i v i t y .  

= 0 update  4. 

= 1 do n o t  update 4. 

Th i s  op t ion  i s  somewhat o b s o l e t e  and NOUPDT = 1 is  recom- 

mended. I f  NOUPDT = 0 i s  used, problem execut ion  t i m e  i s  

g r e a t l y  increased  wi th  e s s e n t i a l l y  no improvement i n  

accuracy. 

NPT - Number of h e a t  t r a n s f e r  t i m e  s t e p s  between p r i n t o u t s .  

Card No. 19 (FORMAT lox, 3D10.4) 

HGAP - The h e a t  t r a n s f e r  c o e f f i c i e n t  of t h e  gap between t h e  f u e l  

2 and moderator (Btu/hr-ft  -OF). 

D - The hydrau l i c  diameter of a coo lan t  channel ( f t ) .  

TINLET - The i n i t i a l  i n l e t  temperature (OF). 

Card No. 20 (FORMAT lox, 15 ,  2D10.4) 

NG 

EPSLON - The convergence c r i t e r i a  f o r  r e a c t i v i t y  feedback. 

- Number of groups of delayed neut ron  p recp r so r s .  

3' 

Recommend 1.OD-10. 

RLSTAR - The average neutron l i f e t i m e  from release t o  l o s s  ( s e c ) .  

Card No. 2 1  (FORMAT lox, 7D10.4) 

BETA(I), I=1, ..., NG - The delayed neut ron  f r a c t i o n  f o r  p recu r so r  

group I .  

Card No. 22 (FORMAT lox, 7D10.4) 

RLMBDA(I), I=1, ..., NG - The decay cons t an t  f o r  p recu r so r  group 

-1 I (sec  1. 
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c 

b 

Card No. 23 (FORMAT lox, 2D10.4) 

TMREF - The r e fe rence  g raph i t e  temperature  f o r  r e a c t i v i t y  feed- 

back (OF). 

TFREF - The r e fe rence  f u e l  s t i c k  temperature  f o r  r e a c t i v i t y  

feedback (OF) . 
Card No. 24 (FORMAT lox, D10.4, 5X, 15, D10.4) 

This card con ta ins  information p e r t a i n i n g  t o  t h e  MATEXP in t eg ra -  

t i o n  technique.  For f u r t h e r  d e t a i l s  see r e f .  9. 

P - Prec i s ion  of ehAt and [esAt - ;]4 . Recommend 10 or  -1 -6 

less. 

A A t  ITMAX - Maximum number of terms i n  series approximation of e- . 
The va lue  of 64 f o r  t h i s  parameter i s  s u f f i c i e n t .  

VAR - Maximum a l lowable  va lue  of l a r g e s t  c o e f f i c i e n t  mat r ix  

element * A t  (Recommend VAR=l.O) . 
Cards No. 25 (FORMAT lox, 7D10.4) 

XICT(I), I=l,. . . ,  NET, where NET = IMAX*JMAX + NABR + NATR. 

I n i t i a l  nodal  temperatures i n  upper r e f l e c t o r ,  a c t i v e  

f u e l  c e l l  and lower r e f l e c t o r  (OF). These are  determined 

by a CORTAP c a l c u l a t i o n .  

Cards No. 26 (FORMAT lox, 7D10.4) 

TBULK(J), J=1, J E N D ,  where J E N D  = NATR + JMAX + NABR. 

Gas temperatures  corresponding t o  each s o l i d  nodal incre-  

ment i n  t h e  upper r e f l e c t o r ,  t h e  a c t i v e  f u e l  c e l l  and t h e  

lower r e f l e c t o r .  These are t h e  temperatures  from which 

t h e  temperature  dependent helium t r a n s p o r t  p r o p e r t i e s  are 

obtained (OF) . 
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The inpu t  d a t a  requi red  by t h e  ORECA subrout ine  p o r t i o n  of ORTAP 

fol lows.  This  c o n s i s t s  of one c o n t r o l  card  p lus  55 c a r d s  conta in ing  

t h e  c o r e  i n i t i a l  nodal  temperatures ,  which are normally provided by a 

s p e c i a l  run  of t h e  ORECA code. 

Card No. 1 (FORMAT 7F10.0, 212)  

AL - Reference va lue  of composite core  h e a t  d i f f u s i v i t y  divided 

by t h e  square  of t h e  c h a r a c t e r i s t i c  l eng th  between nodes, 

2 -1 DH/(Ax) , min . This  assumes r e fe rence  va lues  of spe- 

c i f i c  h e a t  C = 0 . 3 3  Btu-lb-'-"F1, conduc t iv i ty  k = 10 

Btu-hr - f t  , and normally inco rpora t e s  t h e  enhanced 
P 

-1 -l-oF-l 

e f f e c t i v e  conductance and hexagonal geometry c o r r e c t i o n  

f a c t o r  noted i n  r e f .  3. 

- I n i t i a l  va lue  of [Q/MC ] f o r  an  average r e f u e l i n g  reg ion ,  

"F/min, us ing  r e fe rence  va lues  of C and k noted above. 

P QZ 

P 

DP - I n i t i a l  p re s su re  drop a c r o s s  t h e  co re ,  p s i .  

FSQ - Channel flow "skew f a c t o r "  (0.0 t o  1 .0 ) :  set = 0.0 t o  

make a l l  i n i t i a l  r e f u e l i n g  reg ion  f lows equal ;  o r  = 1.0  

t o  make them p ropor t iona l  t o  t h e  r a d i a l  power f a c t o r  

QRij; o r  i n  between as d e s i r e d .  

FFPRNT - Frac t ion  of i n i t i a l  c o r e  flow below which c o r e  temperature  

maps are  t o  be p r in t ed .  

FFBEGC - Frac t ion  of i n i t i a l  c o r e  flow below which ORECA-derived 

c o r e  o u t l e t  temperatures  begin t o  merge wi th  CORTAP-derived 

co re  . ou t l e t  temperatures  i n  determining t h e  b e s t  estimate 

va lue .  
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FFENDC - F r a c t i o n  of i n i t i a l  c o r e  f low below which only ORECA- 

der ived  c o r e  o u t l e t  temperatures are used a s  t h e  b e s t  

estimate. A t  flow f r a c t i o n  va lues  between FFBEGC and 

FFENDC, t h e  CORTAP- and ORECA-derived temperatures a re  

weighted l i n e a r l y  wi th  flow. 

N TP - Number of ORTAP A t  i n t e r v a l s  between each ORECA compu- 

ta t  ion .  

JPF - Flag f o r  channel flow and AP p r in t -ou t  a t  each t i m e  s t e p .  

1 = p r i n t .  

0 = do no t  p r i n t .  

Cards Nos. 2-56 (FORMAT 8F10.8) 

I n i t i a l  co re  temperature d i s t r i b u t i o n s .  These 55 ca rds  are normally 

punched by a previous  run  of ORECA: 

([XP ( I , J ) ,  J = 1 , 8 ] ,  I = 1 , 5 5 ) ,  where J i s  t h e  a x i a l  reg ion  in-  

dex, and I i s  t h e  r a d i a l  index (37 r e f u e l i n g  r eg ions  p l u s  

18 s i d e  r e f l e c t o r  r e g i o n s ) .  

[Repeat sequence i f  d e s i r e d . ]  

Other d a t a  which are incorpora ted  i n  t h e  ORECA program as DATA 

s ta tements  are the  a x i a l  and r ad ia l  power f a c t o r s  f o r  each r e f u e l i n g  

reg ion ,  flow i t e r a t i o n  e r r o r  l i m i t s ,  p l u s  a v a r i e t y  of o the r  d a t a  

p e c u l i a r  t o  t h e  FSV des ign -and  c o n s t r u c t i o n  which would no t  normally 

need t o  be  a l t e r e d .  

The fo l lowing  d e s c r i b e s  t h e  inpu t  requi red  f o r  t h e  FSV t u r b i n e  

genera tor  p l a n t  s imula t ion  i n  ORTAP. 

Cards No. 1 (FORMAT 20A4) 

Two t i t l e  ca rds .  
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Card No. 2 (FORMAT 15) 

Number of steam genera tor  modules feeding  t h e  h igh  p r e s s u r e  tu r -  

b ine .  For FSV set equa l  t o  1 2 .  

Card No. 3 (FORMAT' 1615) 

IND(I), I=l, 16 - S e t  a l l  = 0 except:  

IND(3) = Number of time s t e p s  between T-G p l a n t  p r i n t o u t s .  

IND(9) = 0 f o r  f i x e d  t h r o t t l e  valve; = 1 f o r  c o n t r o l l e d  e l e c t r i c a l  

ou tpu t .  

IND(11) = 1 t o  d i s a b l e  r e a c t o r  t r i p  on H e  p r e s s u r e  >753 p s i a .  

IND(13) = Number of t i m e  s t e p s  between summary pr in t /punch .  

IND(15) = 1 t o  d i s a b l e  r e a c t o r  t r i p  on 140% power. 

IND(16) = 1 t o  d i s a b l e  r e a c t o r  t r i p  on h igh  r e h e a t  steam temperature.  

Card No. 4 (FORMAT E10.3) 

VLVH - I n i t i a l  high p res su re  t u r b i n e  t h r o t t l e  va lve  s e t t i n g .  

0.0 = f u l l  c losed;  1.05 = va lve  wide open. 

Card No. 5 (FORMAT E10.3) 

WHP - Flow ra te  i n t o  h igh  p r e s s u r e  t u r b i n e  (lbm/sec) a t  t = 0.0. 

Card No. 6 (FORMAT 4E10.5) 

.HH(I), I=1, ..., 4 - Entha lp ies  (Btu/lbm) a t  each numbered s e c t i o n  

( s e e  F ig .  3.3.1) i n  t h e  h igh  p res su re  t u r b i n e  a t  t = 0.0. 

NOTE: Four va lues  are necessary  f o r  t h e  FSV s imula t ion .  

Card No. 7 (FORMAT 4E10.3) 

PH(I), I=l ,..., 4 - Pressu res  ( p s i a )  a t  each numbered s e c t i o n  i n  

t h e  h igh  p res su re  t u r b i n e  a t  t = 0.0. NOTE: Four va lues  

are necessary  f o r  t h e  FSV s imula t ion .  

Cards No. 8 (FORMAT 6E10.3) 

wLP(I), I=l,. . . ,  1 4  - Flow rate (lbm/sec) a t  v a r i o u s  p o i n t s  i n  t h e  
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Y 

.V 

c 

c 

t u r b i n e  genera tor  p l a n t  downstream of t h e  r ehea te r  a t  

t = 0.0. The numbering scheme used f o r  t h e  FSV simula- 

t i o n  i s  descr ibed below and should be read i n  conjunct ion 

wi th  Fig.  3.3.1: 

WLP(1) - flow from po in t  3 t o  po in t  4 i n  in te rmedia te  

p re s su re  tu rb ine .  

WLP(2) - flow from po in t  4 of in te rmedia te  p re s su re  tur -  

b i n e  t o  po in t  5 of low p res su re  tu rb ine .  

WLP(3) - flow from po in t  6 t o  po in t  8 of low p res su re  

tu rb ine .  

WLP(4) - flow from poin t  8 t o  po in t  10 of low p res su re  

tu rb ine .  

WLP(5) - flow from po in t  10 t o  p o i n t  1 2  of low p res su re  

tu rb ine .  

WLP(6) - flow from po in t  1 2  t o  po in t  1 4  of low p res su re  

tu rb ine .  

WLP(7) - flow from p o i n t  4 of i n t e rmed ia t e  p re s su re  t u r -  

b i n e  t o  b o i l e r  f eedpump (BFP) tu rb ines .  

WLP(8) - flow from po in t  4 of in te rmedia te  p re s su re  tur -  

bind t o  feedwater h e a t e r  5 .  

WW(9) - e x t r a c t i o n  f low from p o i n t  6 o f . l o w  p res su re  

tu rb ine .  

WLP(10) - e x t r a c t i o n  f low from po in t  8 of low p res su re  

t u r b i n e  : 

WLP(11) - e x t r a c t i o n  flow from po in t  10 of low p res su re  

tu rb ine .  
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WLP(12) - e x t r a c t i o n  flow from po in t  12 of low p res su re  

tu rb ine .  

WLP(13) - e x t r a c t i o n  flow from p o i n t  3 of i n t e rmed ia t e  

p re s su re  tu rb ine .  

WLP(14) - flow from po in t  1 t o  p o i n t  3 of i n t e rmed ia t e  

p re s su re  tu rb ine .  

Cards No. 9 (FORMAT 6E10.3) 

HL(I),  I=l,..., 18 - Enthalpy a r r a y  (Btu/lbm) f o r  in te rmedia te  and 

low p res su re  tu rb ines  a t  numbered l o c a t i o n s  ( see  Fig.  

3 .3 .1) .  To s a t i s f y  t h e  t u r b i n e  model s e t  HL(15) = HL(10!, 

HL(16) = HL(12), HL(17) = HL(14), and HL(18) = condenser 

o u t l e t  enthalpy (Btu/lbm) . 
Cards No. 10 (FORMAT 6E10.3) 

PL(I ) ,  I=l,. . . ,  18 - Pressure  (ps i a )  a r r a y  i n  in t e rmed ia t e  and low 

p res su re  tu rb ines  a t  numbered l o c a t i o n s  a t  t = 0.0 (see  

F ig .  3.3.1).  S e t  PL(15) = PL(lO), PL(16) = PL(12), 

PL(17) = PL(14) and PL(18) = condenser p re s su re .  

Cards N o .  11 (FORMAT 4E10.3) 

PFPI - Pressu re  (ps i a )  a t  feedpump t u r b i n e  i n l e t  a t  t = 0.0. 

HFPI 

HFP - Enthalpy (Btu/lbm) a t  feedpump t u r b i n e  o u t l e t  a t  t = 0.0.  

PFP - Pressure  (ps i a )  a t  feedpump t u r b i n e  o u t l e t  a t  t = 0.0. 

- Enthalpy (Btu/lbm) a t  feedpump t u r b i n e  i n l e t  a t  t = 0.0. 

Cards No. 12 (FORMAT 6E10.3) 

One ca rd  i s  requi red  f o r  each feedwater h e a t e r  (numbered as i n  

Fig.  3.3.1) a t  t = 0.0. The deae ra to r  i s  considered feedwater h e a t e r  

4. 
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r. 

i 

WDC 

WFW 

TFWI 

TFWO 

TDC 0 

PFHV 

- Drain coolan t  flow (lbm/sec).  

- Feedwater flow (lbm/sec).  

- Temperature of feedwater e n t e r i n g  h e a t e r  (OF). 

- Temperature of feedwater l eav ing  h e a t e r  (OF). 

- Temperature of l i q u i d  l eav ing  d r a i n  coo le r  (OF). 

- Vapor p re s su re  i n  feedhea ter  s h e l l  ( p s i a ) .  

Cards No. 1 3  (FORMAT 4E10.3) 

One ca rd  i s  r e q u i r e d  f o r  each feedwater h e a t e r  a t  t = 0.0. 

HFWC - Holdup t i m e  of feedwater i n  d ra incoo le r  p o r t i o n  ( sec ) .  

HDC - Drain coolan t  holdup t i m e  ( s e c ) .  

HFWE - Holdup t i m e  of feedwater i n  evapora tor  p o r t i o n  ( sec ) .  

HVFH - Steam holdup t i m e  on s h e l l  s i d e  of feedwater h e a t e r  ( s ec ) .  

Card No. 14 (FORMAT 3E10.3) 

HSG - Enthalpy (Btu/lbm) of steam e x i t i n g  steam gene ra to r  a t  

t = 0.0. 

H S G I  - Enthalpy (Btu/lbm) of feedwater e n t e r i n g  steam genera tor  

a t  t = 0.0. 

PSG - Pressu re  upstream of h igh  p res su re  t u r b i n e  t h r o t t l e  va lve  

a t  t = 0.0. Se t  equa l  t o  p re s su re  of s t e a m  l i n e  1 ( p s i a ) .  

Card No. 15 (FORMAT 4E10.3) 

HTV(I), I=l, ..., 4 - Holdup t i m e  (sec) of steam l i n e s  1 through 4 

a t  t = 0.0. 

Card No. 16 (FORMAT 4E10.3) 

PSL(I), I=l, ..., 4 - Pressu re  i n  t h e  four  steam l ines  a t  t = 0.0 

(ps i a )  . 
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Card No. 1 7  (FORMAT 4E10.3) 

HSL(I), I=l, ..., 4 - Enthalpy i n  t h e  four  steam l i n e s  a t  t = 0.0 

(Btu/lbm). 

Card No. 18 (FORMAT 110, 3E10.3, 15) 

These c a r d s  are op t iona l .  They may be  used t o  cause p e r t u r b a t i o n s  

in t h e  t u r b i n e  genera tor  p l a n t .  

I - Per tu rba t ion  type.  

I = 1 - e lec t r ica l  demand change. 

I = 3 - change i n  t h e  t u r b i n e  genera tor  p l a n t  p r i n t o u t  

frequency . 
TM - T i m e  a t  which p e r t u r b a t i o n  occurs  ( sec ) .  

AMT - F r a c t i o n a l  s t e p  e lec t r ica l  demand change f o r  I = 1. 

BMT - Ramp e lec t r ica l  demand change ( i n  f r a c t i o n a l  change/sec) 

f o r  I = 1. 

I C  - New va lue  of IND(3) - see ca rd  No. 3 f o r  I = 3. 

End t u r b i n e  genera tor  p l a n t  d a t a  with a 0 i n  column 10. 

The inpu t  d a t a  requi red  by t h e  BLAST p o r t i o n  of t h e  ORTAP code is 

descr ibed below. 

3.2.1, t h e  u s e r  should p l ace  nodal  boundaries where t h e  tube  material 

I n  determining a nodal  arrangement such as i n  Fig.  

o r  diameter  changes. Also,  d iv id ing  a l eng th  of tube of a given 

material and diameter i n t o  more than  one node provides  f i n e r  calcu-  

l a t i o n a l  d e t a i l  and t h e r e f o r e  more a c c u r a t e  r e s u l t s .  

The f i r s t  e n t r y  on each d a t a  card requi red  by BLAST i s  a card  

series number. The d a t a  ca rds  must b e  ordered numerical ly  according 

t o  t h i s  series number. The series number is  i n  format 110, and t h e  

remaining e n t r i e s  are i n  10 column f i e l d s .  
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c. 

c 

CARD CARD 
SERIES FORMAT 

l O N N  110, 7D10.2 NN = O l , . . . ,  k , where k 5 9 

This  card series provides  t h e  t i m e  s t e p  

information f o r  each component model i n  

ORTAP. T i m e  i n t e r v a l  and a s soc ia t ed  t i m e  

s t e p  information i s  given i n  ordered 

t r i p l e t s :  A t ( sec ) ,  end of i n t e r v a l  ( s e c ) ,  

number of ou tput  e d i t s  dur ing  i n t e r v a l .  Up 

t o  20 ordered t r i p l e t s  are allowed. 

The t i m e  s t e p  A t  should be  chosen less 

than nodal mass t r a n s p o r t  t i m e s ,  Mi/Wi and 

a t  least f a c t o r  of t h r e e  less than  t h e  

holdup t i m e s  i n  t he  feedwater h e a t e r s  and 

steam l i n e s  i n  t h e  t u r b i n e  genera tor  p l a n t  

s imula t ion .  The l a s t  card  i n  series l O N N  

should b e  b lank  i n  columns 71-80. 

25NN Optional  steam genera tor  condi t ions  p l o t  

reques t  series. See p .  70. 

70NN 110, 4D10.2, 3110 NN = 2*Nw - 1 , where N Z water node 
W 

number and ( 1  

Columns 11-20: Water node N p re s su re  

guess (ps i a )  f o r  s teady  s t a t e  search .  

Columns 21-30: Water node N en tha lpy  

guess (Btu/lbm) f o r  s teady  state search .  

Nw 5 20).  

W 

W 
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CARD CARD 
SERIES FORMAT 

Columns 31-40: Water node N flow area 
W 

(f t 2 )  . 
Columns 41-50: Tube l eng th  ( f t )  a s s o c i a t e d  

wi th  water node N . 
Columns 51-60: Ou t l e t  p o s i t i o n  (1 = t op ,  

0 = bottom). NOTE: I f  node i s  h o r i z o n t a l ,  

i npu t  0 i n  column 60 and column 70. 

Normally t h e  code uses  t h e  he igh t  ( f t )  of 

t h e  a s s o c i a t e d  helium node f o r  t h e  A Z  f a c t o r  

i n  t h e  s t a t i c  head t e r m  i n  t h e  water s i d e  

momentum equat ion .  However, t h e  use r  can 

s p e c i f y  t h e  va lue  of A Z  by i n p u t t i n g ,  i n  

i n t e g e r  form, lOOO*Az i n  columns 61-70. 

Columns 71-80: 

which can t r a n s f e r  h e a t  t o  t h i s  water node. 

W 

Number of helium node (Nh) 

70KK 2110, D10.2, 2110 KK = 2*N . Continuat ion of in format ion  on 
W 

card 70NN f o r  water node N . 
W 

Columns 11-20: Tube type  ( s p e c i f y  1, 2 ,  o r  

3) 

= 1 f o r  carbon steel  (SA-210-A1) 

= 2 f o r  1,ncoloy 800 

= 3 f o r  Croloy (SA-213-T22) 

Columns 21-30: Number of tubes which 

t r a n s f e r  h e a t  w i t h  t h e  helium node r e f e r r e d  

4 

’* 

.* 

b 

‘V 
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CARD CARD 
SERIES FORMAT 

t o  i n  columns 71-80 of previous card .  

Columns 31-40: Upstream node number 

(= 201 f o r  f i r s t  r e h e a t e r  node) 

(= 230 f o r  f i r s t  economizer node).  

Columns 41-50 : Downstream node number. 

(= 215 f o r  las t  r e h e a t e r  node). 

Use 216, 217,. . . ,  f o r  m u l t i p l e  r ehea te r  

e x i t s .  

(= 251 f o r  l a s t  superhea ter  node). 

Use 252, 253, ..., f o r  m u l t i p l e  superhea ter  

ex i t s  . 

75LL 110, 4D10.2, 110, LL = 2*Nw - 1 . 
D10.2, I10 

Columns 11-20: Mass flow ra te  (lbm/sec) 

i n  one tube  c o i l  i n  water node N a t  

i n i t i a l  s teady  s ta te  condi t ions .  

Columns 21-30: Tube inne r  r a d i u s  ( i n . ) .  

W 

Columns 31-40: Tube ou te r  r a d i u s  ( i n . ) .  

Columns 41-50 : Tube hydrau l i c  diameter  

( i n . ) .  

Columns 51-60: DNB c o r r e l a t i o n  number 

= 1 f o r  use r  suppl ied  c o r r e l a t i o n .  

See card  series 9101. 

= 2 f o r  14-3, Jansen,  Levy. See card 

series 9101. 
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CARD CARD 
SERIES FORMAT 

75MM 110, 3D10.2 

= 3 f o r  B&W-2, Ba rne t t .  

I f  1, 2 ,  o r  3 i s  chosen, t h e  code w i l l  no t  

r e t u r n  t o  n u c l e a t e  b o i l i n g  once DNB has  

occurred . 
= 4 f o r  u s e r  suppl ied  c o r r e l a t i o n .  See 

ca rd  ser ies  9101. 

= 5 f o r  W-3, Jansen,  Levy. See card  

series 9101. 

= 6 f o r  B&W-2, Barne t t .  

I f  4 ,  5 ,  o r  6 i s  chosen, t h e  code w i l l  

r e t u r n  t o  n u c l e a t e  b o i l i n g  once DNB h a s  

occurred.  

Columns 61-70: Minimum h e a t  t r a n s f e r  

c o e f f i c i e n t  (Btu jhr - f t  -OF). 

Columns 71-80 : Film b o i l i n g  c o r r e l a t i o n  

* 2 

key. 

(= 0 f o r  Dougall-Rosenhow) 

(= 1 f o r  Groeneveld) . 

MM = 2*N . Continuat ion of in format ion  

on card  75LL f o r  node N . 
Columns 11-20: Constant f r i c t i o n  f a c t o r  

f o r  node Nw. 

added t o  t h a t  c a l c u l a t e d  from t h e  Fanning 

f r i c t i o n  f a c t o r  curves  t o  determine t h e  

f r i c t i o n  losses. 

W 

W 

This  f r i c t i o n  f a c t o r  is 

4 

’* 

A 

i 
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CARD CARD 
SERIES FORMAT 

. 
4 

Columns 21-30: E/D (Roughness to diameter 

ratio for tube; D = inner diameter.) 

Columns 31-40: Relative curvature of 

tubes associated with water node N . 
W 

, (Input 0.0 for straight tubes.) 

80NN 110, 5D10.2, 2110 NN = 2*H - 1 , where N 2 helium node num- n h 

ber and ( 1 5  Nh L 20). 

Columns 11-20: Helium node N pressure 

guess (psia) for steady state search. 

Columns 21-30: Helium node N enthalpy 

guess (Btu/lbm) for steady state search. 

Columns 31-40: Helium node N flow area 

h 

h 

h 
2 

(ft >. 
Columns 41-50: Helium node N flow length h 

(ft) 

Columns 51-60: Height of nodal volume (ft). 

Columns 61-70: Inlet position (1 = top, 

0 = bottom). 

Columns 71-80: Outlet position (1 = top, 

0 = bottom). 

NOTE: 

if node is horizontal. 

Input 0 in column 70 and column 80 

Continuation of information on h '  80KK 110, D10.2, 2110 KK = 2*N 

card 80NN for node Nh. 
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3 Columns 11-20: Nodal volume ( f t  ) . 
Columns 21-30: Upstream node number. 

(= 201 f o r  f i r s t  r e h e a t e r  node) 

(= 215 f o r  f i r s t  t unne l  node) 

(= 230' f o r  f i r s t  superhea ter  node) 

Columns 31-40: Downstream node number. 

(= 215 f o r  l as t  r e h e a t e r  node) 

Use 216, 2 1 7 , . . . ,  f o r  m u l t i p l e  r e h e a t e r  

e x i t s .  

(= 230 f o r  last  tunne l  node) 

(= 251 f o r  las t  steam genera tor  node) 

U s e  252, 253, ..., f o r  m u l t i p l e  steam 

genera tor  exits.  

85LL 110, 4D10.2, 2110, LL = 2*N - 1 . h D10.2 
Columns 11-20: Mass f low rate (lbm/sec) i n  

helium node N a t  i n i t i a l  s t eady- s t a t e  con- 

d i t  i ons .  

Columns 21-30: Average tube  OD ( i n . )  i n  

helium node N 

Columns 31-40: Constant f r i c t i o n  f a c t o r .  

Columns 41-50: A key used t o  determine 

how t h e  t o t a l  hel ium s i d e  f r i c t i o n  f a c t o r  

is  c a l c u l a t e d .  I f  5 0.0,  on ly  t h e  con- 

s t a n t  f r i c t i o n  f a c t o r  w i l l  be  used t o  com- 

h 

h '  

t 

V 

pu te  f r i c t i o n  l o s s e s .  I f  > 0.0, t h e  code 
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CARD CARb 
SERIES FORMAT 

3 

.r' 

Y 

4. 

w i l l  c a l c u l a t e  a f r i c t i o n  f a c t o r  from t h e  

input  va lues  of t h e  next  four  inpu t  vari-  

a b l e s  based on t h e  c o r r e l a t i o n  descr ibed  i n  

r e f .  4 and add t h i s  t o  t h e  cons tan t  f r i c t i o n  

f a c t o r  t o  determine the  f r i c t i o n  l o s s e s .  

Columns 51-60: Number of i n l i n e  rows of 

tubes i n  helium node N 

Columns 61-70: Number of s taggered  rows of 

h '  

h '  tubes  i n  helium node N 

Columns 71-80: P i t c h  t o  diameter r a t i o -  

t r ansve r se .  

85MM 110, D10.2 MM = 2*Nh . Continuat ion of information 

h '  on card 85LL f o r  helium node ?J 

Columns 11-20: P i t c h  t o  diameter r a t i o -  

l ong i tud ina l .  

9001 3110 Columns 11-20: Number of f i r s t  helium 

node i n  t h e  tunne l  s e c t i o n  between t h e  

I r e h e a t e r  and t h e  steam genera tor .  
I 

Columns 21-30: Number of las t  helium node 

i n  tunnel .  

9101 This  ca rd  series i s  requi red  i f  DNB cor re-  

l a t i o n  number on ca rd  series 75LL i s  1, 2 ,  

4 ,  o r  5 .  Otherwise, t h i s  series i s  omit ted.  

I 
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CARD CARD 
SERIES FORMAT 

9201 110, 2D10.2 

2 Columns 11-20: DNB f l u x  (Btu/hr-f t  ) f o r  

zero q u a l i t y .  Used only f o r  DNB co r re l a -  

t i o n  number = 1 o r  4 .  

Columns 21-30: Qual i ty  a t  which DNB 

occurs .  Used only f o r  DNB c o r r e l a t i o n  

number = 1 o r  4 .  

Columns 31-40: Qual i ty  a t  which DNB f l u x  

becomes zero.  Used only f o r  DNB c o r r e l a -  

t i o n  number = 1 o r  4.  

Columns 41-50: "E f ac to r ' '  i n  Jansen-Levy 

c o r r e l a t i o n .  See r e f .  1 3 .  Used only  f o r  

DNB c o r r e l a t i o n  number = 2 o r  5 .  

Columns 11-20: Allowable temperature  

'change ( O F )  f o r  water b e f o r e  recomputing 

thermodynamic t r a n s p o r t  p r o p e r t i e s .  

Columns 21-30: Allowable temperature  

change (OF) f o r  helium be fo re  recomputing 

thermodynamic t r a n s p o r t  p r o p e r t i e s .  

It i s  recommended t h a t  bo th  i n p u t s  on t h i s  

ca rd  b e  1 . 0  o r  less. 

18001 2110, 2D10.2 Steam genera tor  (water s i d e )  i n l e t  f low 

rate a t  t = 0.0 i n  one tube.  

e 

'I 

Columns 11-20: Number of p a i r s  ( t ime,  f low 

r a t e )  desc r ib ing  water s i d e  i n l e t  f low ra te  
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CARD CARD 
SERIES FORMAT 

3 

Y 

18101 2110, 6D10.2 

181NN 110, 7D10.2 

18201 2110, 2D10.2 

vs t i m e .  Input  1 s i n c e  feedwater flow ra te  

is determined by t h e  p l a n t  c o n t r o l  system 
at3 

a f t e r  t i m e  zero.  

Columns 21-30: T i m e  ( sec ) .  Input  0.0. 

Columns 31-40: Flow r a t e  (lbm/sec) a t  

t = 0.0. 

Steam genera tor  (water s i d e )  i n l e t  p re s su re  

vs t i m e .  Since t h e r e  i s  no feedwater pump 

model, t h i s  must be  s p e c i f i e d  f o r  t h e  e n t i r e  

t i m e  du ra t ion  of t h e  t r a n s i e n t .  

Columns 11-20: Number of p a i r s ,  ( t ime,  

pressure)  desc r ib ing  water s i d e  i n l e t  

p re s su re  vs t i m e .  

Columns 21-30: T i m e  (sec)  . 
Columns 31-40: Pressure  (ps i a )  . 
Columns 41-50: Repeat Columns 21-30. 

Columns 61-80: Repeat Columns 31-40. 

NN = 2,..., k , where k L  42. Continua- 

t i o n  of card 18101. 

Steam genera tor  (water s i d e )  i n l e t  enthalpy 

a t  t = 0.0. 

Columns 11-20: Number of p a i r s  ( t ime, 

en tha lpy) .  Input  1 s i n c e  feedwater hea te r  



76 

CARD CARD 
SERIES FORPIAT 

18501 2110, 2D10.2 

model determines t h i s  af ter  t i m e  zero .  

Columns 21-30: T i m e  ( sec)  . Input  0.0. 

Columns 31-40: I n l e t  en tha lpy  (Btu/lbm) 

a t  t = 0.0. 

Reheater (helium s i d e )  i n l e t  f low rate a t  

t = 0.0. 

Columns 11-20: Number of p a i r s  ( t ime,  f low 

r a t e )  desc r ib ing  helium i n l e t  f low rate vs 

t i m e .  Input  1 s i n c e  c o r e  model determines 

t h i s  a f t e r  t i m e  zero .  

Columns 21-30: Time ( sec ) .  

Columns 31-40: Flow rate (lbm/sec) a t  

t = 0.0. 

18601 2110, 2D10.2 Reheater (helium s i d e )  i n l e t  p re s su re  vs 

t i m e .  

Columns 11-20: Number of p a i r s  ( t ime,  

p re s su re )  desc r ib ing  helium i n l e t  p re s su re  

vs t i m e .  ' I n p u t  1 s i n c e  t h i s  i s  determined 

by t h e  c i r c u l a t o r  model a f t e r  t = 0.0. 

Columns 21-30: T i m e  ( s e c ) .  Inpu t  0.0. 

18701 2110, 2D10.2 

Columns 31-40: P res su re  .(psis). 

Reheater (helium s i d e )  i n l e t  en tha lpy  a t  

t = 0.0. 
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CARD CARD 
SERIES .FORMAT 

3 

u 

k 

i 

Columns 11-20: Number of p a i r s  ( t ime, 

enthalpy) desc r ib ing  helium i n l e t  en tha lpy  

v s  t i m e .  Input  1 s i n c e  t h i s  i s  determined 

by c o r e  model a f t e r  t i m e  zero. 

Columns 21-30: T i m e  ( s ec ) .  

Columns 31-40: I n l e t  en tha lpy  (Btu/lbm) 

a t  t = 0.0.  

I n  a d d i t i o n  t o  t h e  above r equ i r ed  i n p u t ,  d a t a  c a r d s  may b e  suppl ied  

which r eques t  p l o t s .  Two d a t a  c a r d s  w i t h  success ive  card  series numbers 

are requ i r ed  f o r  each p l o t .  Card series numbers f o r  t h e  p l o t  r eques t  

c a r d s  begin  wi th  2501, cannot exceed 2580 and must b e  consecut ive .  

They must a l s o  be i n  numerical o rder  w i th  t h e  r equ i r ed  i n p u t  c a r d s ,  

i . e . ,  they must fo l low t h e  las t  l O N N  ca rd .  

The-two c a r d s  r equ i r ed  f o r  each p l o t  are: 

F i r s t  Card - (2110, 3D10.2, 110, D10.2) 

Columns 1-10: Card series number. 

Columns 11-20: IDPLT - a number d e f i n i n g  v a r i a b l e  t o  

b e  p l o t t e d  vs t i m e .  (See Table A-1) 

Columns 21-30: X M I N P  - minimum v a l u e  of t i m e  (sec) f o r  

p l o t .  

Columns 31-40: XMAXP - maximum va lue  of t i m e  (sec) f o r  

p l o t .  

Columns 41-50: XLENP - l eng th  of p l o t  ( in . )  inc luding  

ver t ica l  axis l a b e l .  (Choose 8 .5  f o r  

(8-1/2 X 11 shee t . )  

."' 
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Table A-1 .  Values of IDPLT f o r  card  series 25NN 

IDPLT 

1100 
1200 
1300 
1400 
1500 
1600 
1700 
1800 
2100 
2200 
2300 
2400 
2500 
2600 
2 700 
2800 
3100 
3200 
3300 
3400 
35 00 
3600 
3700 
3800 
4100 
4200 
4300 
4400 
4500 
4600 
4700 
4800 

Steam genera tor  helium i n l e t  p re s su re  
Steam genera tor  helium o u t l e t  p re s su re  
Steam genera tor  helium i n l e t  temperature  
Steam genera tor  helium o u t l e t  temperature  
Steam genera tor  helium i n l e t  f low ra te  
S team genera tor  helium o u t l e t  flow ra te  
Steam genera tor  helium i n l e t  en tha lpy  
Steam genera tor  helium o u t l e t  en tha lpy  
Reheater helium i n l e t  p re s su re  
Reheater helium o u t l e t  p r e s s u r e  
Reheater helium i n l e t  temperature  
Reheater helium o u t l e t  temperature  
Reheater helium i n l e t  f low r a t e  
Reheater helium o u t l e t  flow rate  
Reheater helium i n l e t  en tha lpy  
Reheater helium o u t l e t  en tha lpy  
Steam genera tor  water i n l e t  p re s su re  
Steam genera tor  water o u t l e t  p re s su re  
S t e a m  genera tor  water i n l e t  temperature  
S team genera tor  w a t e r  o u t l e t  temperature  
S team genera tor  water i n l e t  flow rate  
Steam genera tor  water o u t l e t  flow r a t e  
Steam genera tor  w a t e r  i n l e t  en tha lpy  
Steam genera tor  water o u t l e t  en tha lpy  
Reheater water i n l e t  p re s su re  
Reheater w a t e r  o u t l e t  p re s su re  
Reheater water i n l e t  temperature  
Reheater water o u t l e t  temperature  
Reheater w a t e r  i n l e t  flow rate 
Reheater w a t e r  o u t l e t  f low ra te  
Reheater water i n l e t  en tha lpy  
Reheater water o u t l e t  en tha lpy  

p s i a  
p s i a  

OF 
OF 

lbm / s ec 
lbm/sec 
Btu/lbm 
B t u  /lbm 

p s i a  
p s i a  
O F  

O F  

lbm/sec 
lbm / s ec 
Btu/lbm 
Btu/lbm 

p s i a  
p s i a  
O F  

"F 
lbm/sec 
lbm/sec 
Btu/lbm 
Btu/lbm 

p s i a  
p s i a  
OF 

O F  

lbm/sec 
lbm/sec 
B t u  /lbm 
Btu/lbm 
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Table A-1. (Continued) 

3 

4> 

IDPLT NNN f NODE NUMBER 

1 lNNN 

12NNN 

13NNN 

14NNN 

16NNN 

17NNN 

18NNN 

22NNN 

3 lNNN 

3 2NNN 

3 3NNN 

3 4NNN 

35NNN 

3 6NNN 

3 7NNN 

3 8NNN 

50000 

51000 

5 2000 
5 

Helium pressure of node NNN, psia 

Helium temperature of node NNN, OF 

Helium flow rate of node NNN, lbm/sec 

Heat flux from helium node NNN, Btu/hr-ft 

Heat transfer coefficient for helium node NNN, Btu/hr-ft2-"F 

Helium density of node NNN, lbm/ft 

Tube wall temperature, helium side, for tube node NNN, OF 

Tube temperature for tube node NNN, O F  

Water pressure of node NNN, psia 

Water temperature of node NNN, OF 

Water flow rate of node NNN, lbm/sec 

2 

3 

2 Heat flux to water for water node NNN, Btu/hr-ft 

Quality in water node NNN 

Heat transfer coefficient for water node NNN, Btu/hr-ft2-OF 
Y- 

3 Water density in node NNN, lbm/ft 

Tube wall'temperature, water side, for tube node NNN, OF 

AP Helium node NlPLT to helium node N2PLT, psid 

AP Helium node NlPLT to water node N2PLT, psid 

AP Water node NlPLT to water node N2PLT, psid 
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Columns 51-60: Not used. 

Columns 61-70: YMINP - minimum va lue  of dependent v a r i a b l e  

f o r  p l o t .  

Second Card - (110, 2D10.2, 2110) 

Columns 1-10: 

Columns 11-20: 

Columns 21-30 : 

Columns 31-40: 

Columns 41-50: 

Value of series number on f i r s t  card ( f o r  

t h i s  p l o t )  p l u s  1. 

YMAXP - maximum va lue  of dependent v a r i a b l e  

f o r  p l o t .  

NOTE: I f  YMINP and YMAXP are both inpu t  

as 0.0, t h e  code searches  f o r  a maximum 

and a minimum. 

YLENP - he igh t  of p l o t  ( i n . )  inc luding  

h o r i z o n t a l  a x i s  l a b e l s .  (Choose 11.0 f o r  

8-1/2 X 11 shee t . )  

NlPLT - i f  p l o t t i n g  AP, NlPLT is  t h e  f i r s t  

node number f o r  t h e  AP. Otherwise NlPLT = 

0. 

N2PLT - i f  p l o t t i n g  AP, N2PLT i s  t h e  second 

node number f o r  t h e  AP. Otherwise N2PLT = 

0. 
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F S V  ORTAP MOOEL 1/3/77 ROO WITHDRAWAL FROM FULL I N  ROOWORTH = 0012 

47 

4 

0 1 1  
842.0 -9415 

3.396*6 -87316 
6 4 2 3  

1.00 1.00 
0.245 0.005 
14.75 44.25 
.06125 1225 
270.6 0.56 
46.8 

0.3333 74 
4820.0 
1.0 1.0 

F I G  3.5-10 0.74 1.08 
F14R 20 

20. 97500. 
400.0 .os15 

TAB 3.5-10 6 1.m-LO 
0.000222 .001099 
0.01251 0.03164 

1390.1723 1506.7677 

46.8 0.309 

1.00-6 64 

0.01090 
0.0354 
3 4  

0.421 43 
73.75 
183 75 

LO8 66 

1.0 
1 1227 

1.35 

1 
748.0 

3.410-4 
000961 
0.1199 

1.0 

-047 20685E-4 
o09145 0.4137E-4 
8 

177.0 
103.25 132.75 
.245 33635 

0.6 1 .o 

1.15 0.99 
1 

50 

oOO1619 -00043 
0.3 068 1.135 

748.0000 748.0000 748.0000 1104.8443 1097.8612 
979.8318 953.7352 1358.9014 1348.7220 1328.3632 
1138.6314 1620.7499 1608.0339 1582.6022 1544.4552 
1688.9788 1678.1465 1656.4821 1623.9861 1495.0702 
1742.1021 1723.4489 1695.4697 1584.4726 1549.6210 
1708.2193 1688.71 13 1611.3205 1587.0208 1482.6854 
748.0000 748.0000 748.0000 793.3721 904.8824 
1337.5954 1440.4373 1482.6854 1482.6854 1482.6854 

162.25 
-42143 

1 .o 

0.69 

0000 179 
2.859 

1083.8950 1062.9453 
1297.8249 1176.6718 
1393.1200 1345.6028 
1454.5923 1751.4288 
1727.7276 1721.2248 
1482.6854 1482 6854 
1053.6351 1206.6256 

.0005059 341.67 8.6 1.0 0.4 0.43 0.22 50 0 
747.87 
74 7.80 
747.80 
747.80 
747.82 
747.82 
747.81 
747.81 
747.81 
747.82 
747.80 
747.81 
747.80 
747.80 
747.80 
747.00 

747.80 
747.81 

747.81 
747.90 
747.85 
747.85 
747.89 
747.82 
747.80 
747.83 
747.81 
747.85 
747.84 
747.80 
747.81 
747.84 
747.81 

930.82 
1004.24 
1007.36 
1000.28 
976.35 
968.87 
994.95 
993.38 
990.16 
974.11 
1032.16 
996.1 2 
1012.75 
1013.09 
1014.01 
1036.52 
984.54 
1003.98 
981 -49 
928.75 
950.43 
952.10 
932.5 1 
976.84 
1035.42 
976.34 
1013.19 
954s 12 
960 06 
1054.71 
1003.14 
959.66 
1022.25 

1088.62 
1187.31 
1191.54 
1181.95 
1149.61 
11 39. 52 
11 74. 72 
1172. 60 
1168.24 
1146.58 
1225.24 
1 1  76.34 
1198.86 
1199.32 
1200.59 
1231.03 
1160.66 
1186.95 
1156.55 
1085.81 
11 14.73 
11 16.96 
1090.79 
11 50.26 
1229. 67 
1149.58 
1199.44 
1119.71 
1127.67 
1255.95 
1185.82 
1127.14 
1211.75 

1248.66 
1 3 59.38 
1364.18 
1353.33 
13 16.81 
1305.47 
1345.13 
1342.75 
1337.81 
1313.39 
1402.44 
13 47.00 
1372.49 
13 73.01 
1374.45 
1409.01 
1329.28 
1358. 97 
1324.65 
1245.44 
12 77.61 
1280.10 
1250.92 
131 7.52 
1407.46 
1316.77 
1373.12 
1283.22 
1292. 14 
1437.37 
1357.71 
1291.55 
1387.09 

1345.61 
1435.50 
1439.44 
1430.56 
1400.73 
1391.49 
142 3 83 
1421.88 
141 7.85 
1397.93 
1470.82 
1425.41 
1446.25 
1446 -69 
1447 89 
1476.22 
1410.92 
1435 16 
1407 15 
1342.84 
1368.76 
1370.76 
1347.19 
1401 e26 
1474.92 
1400.67 
1446.73 
1373.37 
1380 60 
1499 50 
1434.13 
1380.14 
1458.20 

1432.38 
1507.77 
1511.11 
1503.61 
1478 44 
1470.66 
1497 . 90 
1496 26 
1492.85 
1476 06 
15 37.69 
1499.29 
1516787 
15 17.24. 
1518.28 
1 542.2 5 
1487.04 
1507.47 
1483.87 
1429.83 
1451.44 
1453.11 
1433.39 
1478.81 
1541.11 
1478.33 
1517.22 
1455.37 
1461.43 
1561.97 
1506 59 
1461.06 
1526.93 

1496 45 
1555.44 
1558.09 
1552.18 
1532.36 
1526.25 
1547.65 
1546 36 
1543.68 
1530.47 
1579.09 
1548.81 
1562.64 
1562.94 
1563. 77 
1 58 2 69 
1539.14 
1555.19 
1536.65 
1494.12 
1510.98 
1512.28 
1496 84 
1532.54 
1581.74 
1532.18 
1562.83 
1514.14 
1518. 88 
1598.24 
15% 48 
1518.61 
1570.52 

1438.32 
1437.19 
1437.20 
1437.26 
1437.40 
1437.47 
1437.21 
1437.22 
1437.24 
1437.35 

1437.39 
1437.20 

1437.27 
143 1437.40 7.12 

1437.15 

1437.16 

1437.21 

1437.45 
1436.85 
1436.69 
1436.66 

1436.82 
1436.79 

1436.76 

1436.65 

1436.88 

1436.92 
1436.87 
1436.79 
1436.87 
1436.93 
1436.77 
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747.83 
747.90 
747.81 
747.80 
767.86 
767.81 
767.81 
767.81 
767.81 
767.83 
761.87 
767.83 
767.85 
767.82~ 
767.82 
767.89 
767.85 
767.82 
767.86 
767.83 
767.81 

. 767.84 

974.99 
926.82 
999.02 

1026.10 
1088.79 
1086.30 
1086.79 
10 86 - 8 4  
1086.3 7 
1087.53 
1089.05 
1087.58 
1088.46 
1086.95 
1087.13 
1089.56 
1088.25 
1087.13 
1088.70 
1087.47 
1086.25 
1088.10 

1147. 75 
1083.26 
1180.23 
1216.98 
1230.25 
1227.00 
1227.64 
1227.69 
1227.08 
1228.60 
1230.59 
1228.65 
1229.81 
1227.84 
1228. 0 7  
1231.27 
1229. 54 
1228.07 
1230.12 
1228.52 
1226.94 
1229.34 

1 3 14. 6 9  
1242.62 
1351.36 
1393.02 
131  9.45 
1315.90 
1316.59 
1 3 1  6.65 
1 3 1  5.99 
1317.64 
1319. 83 
1317.69 
1 3  18.96 
1316.81 
1317.06 
1320.57 
1318.66 
131 7.06 
1 3  19.31 
1317.55 
1315. 83 
1318.45 

1398.93 
1340.59 
142 8.90 
1463.05 
1279.74 
1276.80 
1277.36 
1277.41 
1276.87 
1278.23 
1280.06 
1278.28 
1279.34 
1277.55 
1277.76 
1280.68 
1279.09 
1277.76 
1279 - 6 3  
1278.16 
1276.74 
1278.91 

1476.84 
1427.97 
1502.14 
1531.04 
1254.04 
1251.55 
1252.02 
1252.06 
1251.60 
1252.75 
1254.31 
1252.80 
1253.69 
1252.17 
1252.35 
1254.84 
1253.48 
1252.35 
1253.94 
1252 069 
1251.50 
1253.33 

FnaT ST vaarN HEAT C Y C L E  -- loo P C T  CORE THERMAL POWER 
1NFORMATION OBTAINED 5-76 FROM GA 

1 2  
0 0  

1.0 
635.13 
1471.5 
2412. 
597.3 
19.40 
27.55 

1519.2 
1248. 
1080. 

557. 
47.6 

3. 
150. 

62 .12  
38.30 
18.87 

641.48 
48.25 
27.55 

10. 
10. 
10. 

150.0 
6.7 
6.7 

1471.5 
2.5 

1471.5 
0 

1001 
7001 
7002 
7003 
7004 
7005 
7006 
7007 
7008 
7009 
7010 

'2512. 

50 0 

1443.0 
1907. 
557.2 
20.70 

624.85 
1460 
1208 . 
1070. 
362 
27.5 
1.23 

1365. 
602.01 
602.01 
602.01 
602.0 1 
641.48 
641.48 

30 
26.5 
48. 

465 
38 
58 

382.7 
3.12 

887.0 
1359.2 

00.1 
621.5 

2 
611.9 

2 
2974.0 

3 
2971 0 

3 
2956. 

3 

0 0  

1408.0 
1402. 

. 5 17.73 
39.47 

1429. 
1187. 
1160. 
280.5 

2 0. 
14. 

1065. 
124. 
170. 

I 204. 

323.5 
358.9 

10. 
10. 
10. 

150. 
6.7 
6.7 

251 2. 
2 .5 

236. 

591.0 
1519.2 

100. 
1429.0 

88. 
1495.0 

8 8. 
525.0 

54.0 
660.0 

54.0 
840. 0 

54.0 

0 0  

1359.2 
897. 

498.86 
18.87 

1365. 
1160. 
1109. 
158.8 

14. 
6.263 

1.48 
170. 
204. 
236. 

303.8 
358.9 
403.8 

1.7 
2.7 
4.6 
5.4 

4.75 
5.5 

1.82 
631.5 
1330.0 

10. 
003894 

2 01 
003894 

1 
002 859 

2 30  
002859 

3 
002859 

4 

1 

479.43 
19.43 

1339. 
1138. 
1070. 
120.0 

10. 
1.23 

138. 
173. 
21  1. 

303.90 
326.0 
369.0 

00.1 
7.85 

2 
7.85 

215 
38.4 

4 
38.4 

5 
25.51 

6 

455.61 
23.82 

1302. 
1109. 

105. 
83.9 

6.263 
1.23 

5.77 
13.0 
25.3 
77.3 

150.9 
252.0 

500 
0 

0 

0 

0 

0 

1530.98 
1492.68 
1550.9 2 
1573.75 
1209.52 
1207.57 
1207.93 
1207.96 
1207.61 
1208.50 
1209.73 
1208.54 
1209.24 
1208.05 
1208.19 
1210.15 
1209.08 
1208 20 
1209.44 
1208 46 
1207.53 
1208.96 

4 0  
1 

1 

1 

1 

1 

1436.77 
1436.88 
1436.76 
1436.73 
967.55 
967.52 
967.51 
967.51 

967.53 

967.54 
967.55 

967.53 
967.57 
967.55 
967.53 

967.51 

967. 56 

967.52 

967.55 
967.53 
967.52 
967.54 

c 

4 
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i. 

t' 

3. 

701 1 
7012  
7013  
7014  
701 5 
7016  
701 7 
701 8 
7019  
7020  
750  1 
7502 
7503  
7504  
7505 
7506 
7507 
7508 
7509 
7510 
7511 
7512 
7513  
7514  
7515 
7516 
7517 
7 5 1 8  
7 5 1 9  
7520 
800 1 
8002  
8003 
8004  
8005  
8006 
8007 
8008 
8009  
8010 
8 0 1  1 
8012 
8013  
8014  
801  5 
8016 
8017 
8 0 1 8  
8019  
8020 
8501  
8 502 
8503  
8 504 
8505 
8506  
A507 
8 5 0 8  
8509  
8510  
8511 
8 5 1 2  
8513  
8514  
8515  
8516  
8517  
a518  

2951.0 
3 

2946 .0  
3 

2936 .0  
3 

2884 .0  
3 

2 7 2 0 .  
2 

.59075 
.o 

.59075 
.o 

98822 
.o 

.98022 
.o 

9882 2 
.o 

98822 
.o 

e90822 
.o 

98822  
.o 

9882 2 
.o 

- 9 8 8 2 2  
.o 

689.4 
1RO.O 
6 8 9 . 1  
180.0 
688.6 
600.0  
688.3 
180.0 
6 8 8 . 0  

540. 
687 .3  
720.0 
686 .7  
540 .0  
688 .9  

200 .  
688 .85  

200.0 
6 8 8 . 8 0  

200 .0  
7 8 . 9 3 6  

1 . 4  
78.936 

1 . 4  
78.936 

1.44 
78 .936  

1.47 
78.936 

1 .47  
78 .936  

1.47 
78.936 

1.47 
78 .936  

1 .40  
78.936 

1 . 4 0  

975.0 
54 .0  

1 0 3 0 . 0  
5 4 . 0  

1 1 3 3 . 0  
5 4 .  

1 2 1 3 . 0  
54 .  

142 0. 
54.  

- 4 2 5  
.001 
- 4 2 5  
.001 

362 
0 0 3  
362 

0 0 3  
.362  

0 0 3  
a362 
. 0 0 3  

362 
003  

. 2 7 5  
a004  
.2  7 5  
. 0 0 4  

295  
e0015 

2275 .0  
. 201  

2 1 8 0 . 0  
1 

2 0 9 0 .  
2 3 0  

2018 .0  
3 

1923.0 
4 

1730 .0  
5 

1 5 9 4 . 3  
6 

2140.  0 
2 1 5  

2140 .0  
8 

2140.0 
9 

1 , 1 2 5  

1 .125  

83 

002859  
5 . 002859 
6 

001650 
7 

301650 
8 

001899  
9 

5625 
- 0 1 9  
5625 
- 0 1 9  

. 5  
016 

. 5  

.5 
mol6 

. 5  
.016 

. 5  
e016 

.5  
.012 

.5 
.012 

05  .. 01 3 
6 .123 

2 
6 .123 

215 
5.782 

4 
6.542 

5 
' 6.542 

6 
6.542 

7 
6 542 

251 
6.542 

9 
6.542 

10  
6.542 

2 30 
0.0 

0.0 

- 0 1 6  

11 .69  
7 

11 .69  
8 

12.15 
9 

12.15 
10 

49 .81  
2 5 1  

.850  

.850 

724 

724 

724 

.724 

n724 

.55 

.55 

.59 

1.0 

1 .o 

4.0 

1.0 

2.0 

4 .0  

3 .O 

1 .o 

1 .o 
1 .O 

1 .o 

1.0 

1.0 0.0 1 .o 

1.0 0.0 1 .o 

1 . 0  0.0 1 .o 

1.0 O m  0 1 .o 

1.0 0.0  1.0 

1.0 0.0 -1 00 

1.0 0.0 -1.0 

0 

0 

0 

0 

1 

6 

6 

6 

6 
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