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PREFACE 

This report was written for several audiences. Therefore, compromises in 
presentation had to be made. In particular, it is designed to be used by Chinese officials 
and experts who are not familiar with the concepts underlying integrated resource 
planning (IRP) and, therefore, some sections may strike the reader sophisticated in such 
matters as overly detailed. On the other hand, the descriptions of the Chinese situation 
which are necessary to appreciate the application of IRP in this context may be seen as 
superficial by those knowledgable about Hainan and its energy sector. 

The study was conducted under the auspices of the International Advisory Council 
on the Economic Development of Hainan in Harmony with the Natural Environment (IAC). 
It is based on visits to many energy-producing and energy-consuming sites throughout 
Hainan from April 4-April 1 1, 1992 and intensive multiday meetings with Hainan officials 
and experts. We thank the Rockefeller Foundation for its financial support to the 
University of Tennessee’s Energy, Environment, and Resource Center under Contract No. 
RF 9201 5, #1. We also thank the US. Department of Energy for funding a portion of the 
study. By design, the visit to Hainan brought us in contact with many people, too 
numerous to acknowledge individually. However, we must acknowledge the assistance 
Professor Huang Zongdao, director of the IAC office in Haikou and his staff. He hosted 
the meetings in Haikou and coordinated the activities of team members and site visits. 
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INTFIOOUCllON AN0 EXECWlE SUMMARY 

This study identifies a strategy that (1) provides future energy services for Hainan 
in the least environmentally degrading way, (2) eliminates the need to build significant 
amounts of new fossil-fueled, electric generating capacity, saving capital to invest in other 
development projects, (3) lowers the cost that Hainan households and businesses will 
pay to light their homes and run their industries, (4) reduces the future coal import bill, 
and (5) improves the prospects for export industries. Implementing this strategy will 
promote economic development and growth in Hainan, improve the standard of living, 
and preserve to the greatest extent possible Hainan’s rich environmental resource base, 
a key requirement for its tourist industry. 

The focus of this strategy is to adapt proven policies and techniques for 
producing and using energy more efficiently to existing conditions in Hainan. This Report 
uses information on the Hainan situation as a starting point, and then applies the 
principles of integrated resource planning (IRP) and the experiences in other countries 
to outline a strategy for the Province. The experience is that fuel consumption can be 
reduced without lessening the ability of consumers, industry, and the government to 
obtain the energy services that higher use of fuel would otherwise bring. Further, those 
energy services can be provided with less capital investment than would be necessary 
if traditional practices were followed. Both of these results have obvious and important 
development and environmental benefits. In short, consumers have more money 
available to buy other things; production costs are lowered, improving the ability of firms 
to compete in international markets; and more capital is available to invest in new 
machinery and equipment that produces goods and services to use in Hainan or to 
export to other countries. 

This is a preliminary report and much work needs to be done before a program 
can be designed and put into place. However, based on the preliminary survey, the 
conditions in Hainan are very favorable for the success of an IRP approach. 

Moreover, this appears to be the appropriate time to move forward. Enough 
experience exists to conduct this program with a good expectation of success, yet it is 
early enough in utilization around the world that Hainan may obtain a competitive 
advantage by being ahead of its neighbors if it moves quickly. Further, the longer the 
delay in implementing this strategy, the greater the lass in potential benefits, especially 
in a fast-growing economy such as exists in Hainan. Major opportunities for energy 
savings are lost each year as factories are built and equipped, housing constructed, and 
appliances bought-all with inefficient energy use patterns. 

If the Hainan government decides to adopt the strategy outlined here, the steps 
to be taken are reasonably well defined. A policy decision needs to be formulated and 
communicated; technical assistance needs to he acquired for the first stages of the 
analysis and ta train Hainan officials and staff in the techniques involved; regulations and 
incentives need to be developed and implemented to foster changes in behavior and 
decisions; and a continuing Office designated and staffed to coordinate and sustain these 
activities over time. 
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Use of the IRP approach is demonstrated in the bo y of the Report. IRP is a 
management tool that allows firms (for simplicity, we will concentrate here on electricity 
supply firms) to consistently compare the cost-effectiveness of all their resource options-- 
those on both the demand and supply side--taking into account their different economic 
and reliability characteristics. Simply put, the IRP process increases the choices available 
to an electric firm in meeting its demand. The firm then selects the mix with the lowest 
cost, thereby increasing its chances of making more profit. Utilities in the West have 
found that they can cost-effectively lower capacity requirements by more than 25 percent 
using the IRP process. This occurs while simultaneously meeting all customer needs, and 
at lower costs per kWh. 

Using IRP principles, we identified potentially attractive, environmentally benign, 
politically feasible energy resource options for Wainan, including: 

using electricity pricing as a demand-side management (DSM) strategy; 
developing conservation building standards for new construction; 

a implementing technical DSM programs in the household, commerce, industry, 
and transportation sectors of Hainan such as measures to increase the 
penetration of solar water heaters and more efficient lighting and cooling 
systems; 
exploring the possibility of using wind on a larger scale to generate electricity. 

The options are potentially attractive because they were not identified on the basis of 
rigorous analysis, but rather estimated based on the experiences of the authors with 
energy planning in other economies. Attfactiwe is defined in the economic sense to mean 
that the benefits of implementing an option exceed its costs, where benefits for electric 
power options are defined as avoiding the cost of constructing and operating a coal 
generating unit, Hainan’s marginal generating source. Although emphasis is placed on 
the electric power sector because of its high expected rate of demand growth and its 
importance environmentally, a major conclusion of the study is that the Hainan authorities 
should also look at the feasibility of implementing automobile traffic management 
measures, especially in the growing cities of Haikou and Sanya, and the Yang Pu area 
as it develops in the future. 

In Table S.l, we summarize the potential effects of selected DSM programs on 
Hainan’s electric power system in the year 2O00, (Other parts of an IRP approach were 
not examined rigorously.) Projected electricity demand for the year 2000 is based on the 
Hainan government’s forecast in its 8” FYP. The data indicate that estimated electricity 
savings from implementing DSM programs are substantial. Assuming a 0.6 load factor, 
the 1,139 GWh of energy savings from the DSM programs in the year 2000 translate into 
21 7 MW of capacity savings, which represent nearly 80 percent of Hainan’s 1992 peak 
electricity demand, Assuming an avoided coal-fired unit with a $l,oOO per kilowatt 
capacity cost, the 217 MW of capacity savings translate into a $217 million monetary 
savings. Assuming $2,000 per kilowatt, the savings increase to $434 million or more than 
one-fifth of Hainan’s 1992 gross domestic product. 

The data in Table S.l understate the benefits of implementing these programs. 

X 



Table S.l 
Summary of Potential Savings 

Seiected DemandSide Management Measures 
Hainan, China 

2Ooo 

Sector 
Forecasted Energy Savingsb 

in W % GWh 
Demand (GWh) 

Households 
Commerce 
Industry 

41 4 25 103 
$50 25 162 

4,368 20 073 

Total Energy (GWh) 5,432 21 1,139 

Total Capaclty Savings (MW)' 
Total Monetary Savings ($ Million), assuming- 

$1 ,OOO per kilowattd 
$2,000 per kilowattd 

21 7 

$21 7 
$434 

SOURCE: Analysis in text. 

"Based on Hainan's Eighth Five-Year Plan. 

btncludes only the energy savings. Does not include social and economic benefits; ag., environmental 
benefits, macroeconamic benefii, export promotion, etc. 

'Assuming a 0.6 laad factor. 

%e cost per kilowatt of constructing a 2OO-hW coal plant in Hainan. 

First, because of data and time constraints, we were not able to consider the full range 
of DSM possibilities and their interaction. For example, we did not quantify the effects of 
using cost-based eiectricrty pricing as a DSM strategy. Second, we did not quantify the 
macroeconomic benefits of implementing DSM programs. In fact, one of the study's two 
recommendations is that Wnan authorities explore the possibifi of developing a Center 
for Export Technolop6 which would be a test bed for developing energy efficient 
technologies and ad.ptwlg them for use in mainland China and other Southeast Asian 
countries. That Center CoUJcI eventualIy bad to development of a significant export 
industry. Another importent macroeconomic benefit arises from the lower electricity costs 
resulting from implementation of the progtam. Besides the obvious benefits to customers 
In Hainan, lower e l e e t r i  cOas have the added benefit of making investments in 
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Hainan’s industries more attractive to foreign investors. Finally, the environmental benefits 
of not burning coal were not quantified. 

And, those environmental benefits could be substantial. Besides the obvious 
direct benefits to citizens from reducing pollution discharge, improved e ~ v ~ r o n ~ e n t a l  
quality--together with traffic management in Haikou, Yang Pu, and Sanya--could be a 
boon for the tourist industry that the Hainan authorities are trying to stimulate. Also, 
although Hainan is not a major contributor to the greenhouse gas problem because of 
its small size, it could be a positive force for reducing greenhouse gas emissions by 
demonstrating to mainland China the process of evaluating resources and using 
technologies to control energy demand. As discussed above, the mechanism for 
accomplishing this technology transfer could be a Center for Export Technologies. This 
process could also serve as an investment magnet and export growth center, improving 
the productive capacity and industrial development of Hainan. Technologies and 
practices proven in Hainan could be exported to other Asian countries, perhaps leading 
to further economies of scale in manufacturing. 

The other major recommendation of the study is that these DSM interventions be 
analyzed in depth using the principles of integrated energy planning within the context 
of Hainan’s current electric power delivery system, its expected growth in demand, and 
conventional generating options. This initiative would require a commitment to (i) training, 
(ii) information-gathering on Hainan’s electricity customers and their consuming habits, 
and (iii) comparing the characteristics of demand and supply resources. These activities 
could be jointly conducted with other research arganizations in China. 

We make these recommendations recognizing that Hainan currently has excess 
generating capacity. However, despite this excess, this is an ideal time in Hainan’s 
development to implement integrated energy planning. For one thing, Hainan’s economic 
output is expected to double in a five-year period with a corresponding increase in 
electricity consumption. That consumption increased by nearly 40 percent in 1991 and 
is expected to grow at nearly the same rate this year. Before long, Hainan’s excess 
capacity will deteriorate into a deficiency. 

Second, many of the demand-side management (DSM) programs identified in this 
study have long lead times before reaching maximum penetration into the market. 
Related to this, it will take a considerable amount of time to (i) assemble the necessary 
data to develop DSM programs tailored to Hainan’s conditions, (ii) compare them with the 
costs of building new power plants, and (iii) implement the cost-effective programs. 

Third, Hainan’s current low level of income implies modest penetration of the most 
electricity-intensive durables. Economic development implies higher income levels and 
the penetration of new and different types of electricity-using durables such as water 
heaters, air conditioners, refrigerators, and lighting. The ability of the government to 
promote the use of energy-efficient durable goods is much greater before those types of 
produds have had much time to penetrate Hainan’s markets, There is inertia in an 
existing stock of electricity-using durable goods, implying that they will not be readily 
traded for more efficient new ones in the short term even if better means of meeting 
needs exist. The longer the delay, the greater the sacrifice in Hainan’s future well-being. 

xii 



Finalty, regional and global environmental concerns about generating electricity 
from coal focus special attention on Hainan’s power sector. Because Hainan’s 
hydroelectric resource base is nearly exhausted, its avoided power source is coal. 
Therefore, any reduction in electricity demand in Hainan will serve to reduce emissions 
from coal-burning power plants. 
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1. BACKGRCXlND 

1.1. THE ENERGY SFNATlON IN CHINA 

China is struggling, along with the rest of the world, to provide energy services 
to support economic growth and a rising standard of liwing while improving environmental 
qualrty. The situation is especially difficult for China because these tasks must be 
performed in the face of a rapidly expanding population, burgeoning effective demand 
per-capita from the consumer sector, an urbanitation movement which places more 
demands on using modern fuels, growing industrialization, and a pervasive shortage of 
capital. In general, environmental resources are already stressed; success demands that 
these added energy services be provided while simultaneously reducing existing 
emissions which are already beyond those which can be tolerated in the long term 
(Perlack, Russell, and Shen, 1991). 

Under these circumstances, the approach of integrated Resource Planning (IRP), 
which has been pioneered elsewhere in the world, appears especially attractive. This 
Report describes the IRP approach, discusses the resutts obtained elsewhere, and 
suggests how IRP might be applied to Hainan Province as a test bed for evaluating its 
promise for other areas in China. The primary focus in this Report is on the provision of 
electricity services because that is where the opportunities appear greatest and the 
experience is most complete. The same principles, however, can be extended to 
provision of other energy services, 

1.2 WHAT IS INTEGRATED RESOURCE W N I N G ?  

Spurred by the rising costs of constructing new electric generating plants, high 
fuel costs, and increasing environmental concerns over emissions from fossil fuel plants, 
electricity producers in many countries are looking to the demand side as a source of 
resources for meeting energy (Le., kWh) and load (i.e., kVV) requirements. That is, 
changing the pattern and level of electricity {Le., demand-side management (DSM)) is 
weighed as a resource option on an equal footing with traditional supply resources (e.g., 
building new generating stations, extending the life of old ones). The process of selecting 
a resource mix on the basis of comparing the benefits and costs of demand and supply 
resources is referred to as integrated resource planning (IRP). The IRP process is a 
combination of (1) traditional leastcost planning, a process by which utilities minimized 
the cost of generating a given amount of electricity and (2) demand-side planning. Its 
goal is to provide needed electricity at the lowest possible economic, social, and 
environmental cost. 

In Figure 1, we place DSM planning in the context of a dynamic electric utility 
planning framework, including (1) factors that motivate utilities to consider OSM planning, 
(2) the relationship between demand-side planning and the IRP process, and {3) DSM 
program implementation and evaluation {HilJ, Hirst, and Schweitzer, 1991). The process 
is dynamic not only because planning by its very nature is evolutionary but also, as we 
show in Figure 1, because the effectiveness of DSM programs has feedback effects on 
both the process of selecting the programs and the way in which they are implemented. 

1 
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The effectiveness of DSM programs, of course, can be determined only by systematic 
program evaluation (Hill, Hirst, and Schweitzer, 1992a). 

As we show in Figure 1, characteristics of both the power delivery system and 
customer demand influence decisionmaking on whether to engage in DSM planning. For 
example, the types of generating units used by electric utilities can be a motivating force 
to engage in DSM planning. Based on statistical analysis of 24 U.S. utilities, the percent 
of total peak (kW) resources projected to be met by DSM is larger for utilities with greater 
dependence on oil and gas generating units for peaking purposes, which have higher 
costs per kWh generated. Similar conclusions result from energy consumption (kWh) 
avoided by conservation programs, That is, if production costs are higher, firms try 
harder to promote reductions in use by their consumers (Schweitzer, Hirst, and Hill, 1991). 
On the demand side, utilities with low load factors are more likely to seek ways to shave 
peak load. There are several powerful DSM tools thaU can be used to accomplish this, 
including electricity pricing (Hill, 1990, 1991 a). The goal in all cases is to find the mix of 
supply and demand resources that lowers present and future costs and, therefore, 
increases potential profits and the amount of capital available for reinvestment. 

The integrated planning process shown in the middle box of Table 1 will be 
discussed in depth in Section 3. Therefore, we defer discussion of the process until then. 

The final two sets of blocks on implementation and evaluation are important. 
DSM programs are implemented and evaluated in the same way that supply resources 
are. That is, DSM programs are treated parallel to the manner in which a utility chooses 
to (1) build a power plant, (2) construct it, and (3) evaluate its performance. As we 
discuss in Section 3, the problem that many utilities confront in treating DSM and supply 
resources in a parallel manner is the lack of data an running DSM programs. The 
technical savings of these programs are generally well known. It is the marketing side 
where utilities are deficient because firms do not have enough information to know how 
their decisions will affect their potential profits. They need information on: 

the number of customers using different types of electricity-using durables 
and, therefore, the total amount of savings available from a program; 
the possible market penetration of energy-efficient durables; 
quantification of the trade-offs between marketing these durables and their 
penetration, 
the most effective financing mechanisms for different programs. rn 

1.3. HOW MUCH SAVlNGS ARE POSSIBLE? 

In Table 1, we present some evidence on the contribution of DSM programs to 
meeting Mure electric energy (H) and peak load (kw) in the United States. The results 
are based on survey responses from 24 US. eiectric utilities (Schweitzer, Hirst, and Hill, 
1991). Jhe 24 utilities represent one-third of #e U.S. electric utility industry in terms of 
peak load. The survey results are presented on two bases in Table 1 : (1) the percentage 
of total resources (i.e., energy services supplied) accounted for by running DSM 
programs, wbich is the percentage reduction of total demand attributable to running DSM 
programs and (2) the percentage of incremental resources (Le., energy seMces supplied) 
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accounted for by running DSM programs, which is the fraction of additional resources 
added by utilities in the 10-year period from 1990 to 2000 that are accounted for by DSM 
programs. 

Estimated Energy and Peak 
U.S. E 

from DSM Programs 

1990 and 2000 
(in Percentages) 

Type of Savings 
Energf Peak Load" 

1 990 2 1990 2000 
- 

Total Resource Basis 0.5 3.8 1.3 6.2 

Incremental Resource Basis NA 15.5 NA 27.7 

SOURCE: Schweitzer, Hirst, and Hill, 1991. 

Weighted average, based on responses from 24 utilities. Peak could occur in the summer OF winter 
depending on the demand characteristics of individual utilities. 

NA - Not Applicable 

To facilitate understanding these two bases, we characterize them in Figure 2 (Hill, 
Hirst, and Schweitzer, 1991). The No Incremental DSM curve is a reference forecast from 
the Current Year forward, a best-guess of what load is going to be before including the 
estimated effects of DSM options. The Projected Load cuwe is a forecast of future load 
requirements, including the effects of DSM programs. Existing Supply Resources refers 
to the amount of generating capacity that is committed and known at the time the plan 
is being developed. That amount is shown declining over the forecast horizon in Figure 
2, implying a net depreciation of supply resources. 

The survey results shown in Table 1 indicate that US. utilities will significantly 
increase their DSM activities on 8 total resource basis from 1 I In the year 
2000, peak demand, for example, is forecasted by these 24 utilities to be 6.2 percent less 
than it otherwise would be if DSM programs were not implemented. The savings on an 
incremental basis are much larger, of course. Nearly 30 percent of additional peak 
electric power resources (kw) will come from the demand side in 2ooo. Projected energy 
savings (kWh) are one-half of projected peak load savings, suggesting that load 
management programs (e.g., direct load control programs that change the time when 
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eiectricity is used) are more pervasive and/or effective than those aimed at improving 
energy efficiency (e.g., conservation programs). 

figure 2 
Incremental and TOM DSM and Supply Rssources 

The data in Table 1 are weighted averages of the 24 utilities responding to the 
survey. clearly, different utilities with different operating conditions will have different 
potentials f o r  DSM savings. For ample ,  all other conditions the same, utilities that 
aggressively pursued DSM programs in the past will not have the same savings potential 
ten years from now as those utilities just beginning DSM planning. Utilities with different 
climates and different load factors will also have different DSM potentials. To demonstrate 
different potentials across utilities, in Figure 3 we disaggregate the survey results 
presented in Table 1 to an individual utility level for the incremental resource projections. 
Some of the utilities are projected to get as much as one-haff of their additional energy 
and peak Ibad resources in the the next ten years from DSM resources. Other utilities, 
on the other hand, will not be getting as much as five percent of their energy 
requirements from DSM programs. 

1.4. SCOPE AND owu+m-noN OF THE STUDY 

In Figure 1, we showed how the IRP process fits into a larger, dynamic setting. 
In Section 3.1, we expand on this discussion, providing a step-by-step procedure for the 
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process: data requirements, development of DSM programs, selection and use of models, 
and the like. Data and time limitations prevent us from conducting a full-scale IRP study 
here. Nonetheiess, in Section 3.2 we indicate possible savings from j ~ p ~ e m e n ~ ~ n  
programs in Hainan in the year 2060. We select rograrns that are the most attractive- 
Le., the highest expected benefit:cost rati experiences with these programs in 

ads of the world that are similar i limate, and stage of ~ ~ v e ~ o p m ~ n t  to 
Jamaica and the US.  Virgin Islands were singled out for these reasons. 

'Yo OF 1990-2000 ADDITIONS FROM DSM 
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In Sections 4 through 6, we discuss the alternatives bo constructing fossil-fuel 
generating plants in greater detail, possibilities are 
addressed. We orga ze the discussion a ~ o u n ~  two topics: (1) conservation building 
standards and (2) DS possibilities by sector--households, commerce, and industry for 
electricity and traffic man 
region. Electricity pricing 
the industrialized countries' experience with such pricing strategies as time-of-day pricin 
and interruptible tariffs. We then apply these experiences to Hainan. Here again, data 

In Section 4, technical DS 

or the cities of Haikou and Sanya and the Ya 
strategy is discussed in Section 5. Here, we I 
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limitations prevent quantifying the effects of implementing these strategies in Hainan; they 
are discussed qualitatively. In Section 6, we discuss possible cost-effective renewable 
energy applications. On the supply side, we look at the possibility of using more wind- 
based electricity generation. On the demand side, we discuss solar water heating. 

We conctude in Section 7 with two recommendations for the Hainan government. 
The first urges that the government begin immediately to establish a mechanism for 
instituting an IRP process. In the second, we suggest that the government take 
advantage of its experience with IRP by promoting an export industry for the conservation 
technologies identified as part of the IAP process. 

Before beginning, it will be helpful to provide an overview of Hainan and its 
economy for the reader unfamiliar with China's largest special economic zone. We do 
this in the next section. We emphasize Hainan's energy sector in the discussion. 





2. OVERVIEW OF H A I M  

2.1. BACKGROUND ON HAINAN’S ECONOMY 

From 1979 to 1982, the Chinese government created four special economic zones 
(SEZs) on the Southeastern coast of China: Xiamen, Shantou, Shenzen, and Zhuhai. An 
SEZ is an area designated to carry out the export-development portion of China’s mixed 
development strategy. That strategy includes both import substitution and export-oriented 
development: inland areas are consigned to import substitution activities, while the SEZs 
are engaged in export-related activity. 

In 1988, Hainan Island off the Southeast coast of China was separated from 
Guangdong Province, organized as a separate Province, and designated China’s fifth- 
and largest--SEZ. Hainan has a long history of commercial and industrial contacts 
outside of China. Also, much of the overseas Chinese population comes from 
southeastern China, providing linkages with this region to the rest of the world. 

SEZs are not intended to be isolated from the mainland Chinese economy. 
Rather, they are intended to be “bridges“ between the mainland and the international 
economy. The central government in Beijing establishes the general guidelines for 
economic activity in the SEZs. From this basic blueprint, local authorities are free to 
make economic decisions to suit the conditions of their area and of international trade. 
The regulatory environment for those decisions, of course, is different from that governing 
other areas of China. 

Hainan’s economic development strategy is export-oriented, loosely modeled after 
those of South Korea, Taiwan, and Hong Kong. The success of that strategy and 
economic development depend on Hainan’s ability to harness domestic savings and 
attract foreign investment. Thus far, a stock market has been created in Haikou with four 
firms licensed to use it. A foreign exchange market exists where currencies are freely 
traded and their prices determined by market conditions. A bond market is in the 
process of being organized. The government has made a special effort to attract foreign 
investment, especially in Yang Pu, a port region on the Western coasU of Hainan, where 
it created a Wsquare kilometer “special” special economic zone. For the first time in 
China, enterprises in that zone will be permitted to issue bonds and equity shares using 
fixed assets as security to raise funds from foreign investors. 

Thus far the economic reforms have been fairiy successful. From 1990-1995, 
government planners project the economy to grow at the rate of 16 percent per year, and 
to increase six-fold by the year 2000 (Table 2). GDP per-capita will nearly triple over the 
same time period, from $268 in 1990 to $734 in 2OOo. 

A limiting factor in Hainan’s growth ironically may be a lack of labor. Table 2 
shows that government planners expect the population to increase by 1.6 million people 
over the decade, from 6.6 to 8.2 million people. This population level may not be 
consistent with attracting labor-intensive industries as part of its development strategy. 

9 
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Year 
GDP per 
Capitab 

1990 
1995 
2 m  

1. 272 6.6 
3.6 4aEi 7.4 
5.9 740 8.1 

SOURCE: tiainan Elestricq Bureau. 

*In billions of 11,s. dollars; based on an exchange rate of 5.3 Yuan par U.S. dollar. 

US. dollars; based on an exchange rate of 5.3 Yuan per CIS. dollar. 

‘In millions. 

2.2. OF THE ENER 

2.2.1. Ener 

the mainland. Its 

The island also has some potentially ~ ~ $ ~ - e f f ~ ~ ~ ~ v ~  renewable energy forms, 
g the sun, wind, and biomass. The ex d WllaUntS Of these ~ ~ s Q ~ ~ ~ e ~  aW&S in- 

depth studies. 

2.2.2. A Q(F 

In Table 3, we sho 
As foestnote a notes, total 
island by l6Q MWwhich is 
hydropower stations, and the like. Gen 
MW by 1!’95, with compl 
Capacity is then expected to increase to 1,590 b 

rstates the total 

city is expected to ~n~~~~~~ to 

, reflecting in large measu 
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MW of new mal-fired capacity at Basao, This 600 MW was initially designed to be gas- 
fired, with the natural gas coming from the off-shore gas discoveries. However, most of 
the natural gas is now scheduled to be exported to Hong Kong on the basis of a recently 
signed deal (March 1992) between a Chinese-American joint venture and the Hong Kong 
utility. If more gas is discovered--and there are indications that it may be--the fjO0 MW 
at Basao could be converted to natural gas. 

Year Coal Hydro Total 

19928 
1995 
x)loob 

439 1 87 626 
439 427 866 

1,039 551 1,590 

SOURCE: Hainan Electricity Bureau. 

Tapacity of the provincial grid only; does not include 160 MW of off-grid 
w=w. 
bDoes not inClt.de 1,300 MW of planned capacity in Yang Pu which will be built 
by private interests. 

As Footnote b in Table 3 indicates, total generating capacity in the year 2OOO 
would be almost doubled if the 1,300 MW, coat-fired units at Yang Pu were included in 
the total. This capacity is to be built in three phases (W100 MW, w2ao MW, and 2x350 
MW). Present plans are that these facitities will be constructed and operated by private 
interests (probably Japanese) as part of the development strategy of the "special" S U  
in Yang Pu and semi-isdated from the provincial grid. This decision is still in flux because 
management of the Electricity Bureau seeks to integrate thuse facilities into its own 
construction and operating program. 

This marked growth in electric generating capactty, of course, mirrors the 
projected gram in electricity demand. In Table 4, we show that electricity demand is 
expected to grow by five-fold over the 199O.x)(10 period, reflecting in large part the 
growth in industrial use of electricny from 6 tWb in 1990 to 44 tWh in 2000. 
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Table 4 
Actual and Projected Growth in E 

1990,1995, and 
(rn GWh) 

Consumption 

Sector 1998 2000 

Households 
Commerce 
Industry 
Agriculture 

233 380 41 4 
239 325 650 
595 2,003 4 , 368 
68 92 1 08 

Total 1,135 5,540 

SOURCE Hainan Electricity Bureau. 

2.2.3. Energy Pricing 

Currently, electricity prices are set to recover (i) variable costs of producing 
electricity, (ii) a tax to support operation of the Electricity Bureau, and (iii) a return for 
capital employed in producing electricity. Evidence is that revenues at present fall short 
of meeting these goals and electrictty is subsidized. To increase prices, the Electricity 
Bureau submits relevant financial information to the Provincial Price 
determines whether prices should be increased, taking social, economic, and provincial 
goals into account. Provincial prices for key commodities such as electricity are based 
on national prices determined in Beijing, adjusted for local conditions, Other key 
commodities subject to price controls are steel, cement, and timber. Gasoline prices are 
subject to price controls, but in a little bit different way. They are based on a two-tiered 
pricing system in which the first tier is coupon-based and the second tier is based on 
market forces. 

2.2.4. Energy Chwmdon 

Currently, responsibilities for energy conservation activities are lodged in a number 
of different institutions. For example, industrial electricity conservation rests in the Office 
of Conservation of the Bureau of Industry. The Office can tell industry to stop consuming 
electrictty if it exceeds a certain level, but no sophisticated energy conservation analysis 
or operational program exists. The responsibility for petroleum and gas conservation 
rests with their respective national companies, 
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In the future, an Energy Conservation Bureau will be created to consolidate most 
of the energy conservation activities. That Bureau will administer a proposed Energy 
Conservation Fund which will be used to help finance energy conservation investments. 
Funding for the bureau will come from the central government in Beijing, the Provincial 
government in Haikou, and foreign borrowing. Unfortunately, this energy conservation 
funding source will be made available primarily to large, state-owned, energy users. 
Smaller energy users must still rely on the older system of financing energy conservation 
improvements from local financing sources. 





3. AN INDICATION OF POSSIBLE SAVINGS FROM IRP 

3.1. PROCEDURES FOR DElERMlNiNG COST-EFFECTIVE OPTIONS 

In practice, electric utilities that practice IRP use different approaches, varying from 
the simple to the complex. One reason for differences in the United States is regulatory 
requirements in the different jurisdictions in which the utilities are found. Another reason 
for differences is experience. Because IRP is a recent phenomenon, many utilities are just 
beginning to wrestle with the more complex aspects of IRP, such as the type of 
integrating method to use. Utilities that have engaged in IRP over a period of time are 
likely to have developed an organizational structure and in-house expertise to use more 
sophisticated approaches (Hill, Hirst, and Schweitzer, 1'992~). 

An important difference in the approaches used by utilities is the way in which 
DSM options are characterized. Some utilities compare DSM technologies with supply 
resources. To illustrate, a fluorescent lighting technology for commercial customers is 
compared with a new generating unit. Other utilities aggregate DSM technologies to 
varying degrees and compare the aggregate with supply resources. Aggregating three 
different commerciai lighting technologies on the basis of market segments is an example. 
It is more appropriate to these programs. A DSM program is a group of technologies 
combined for marketing to a specific customer group. Ideally, technologies are combined 
in a package to complement rather than compete against one another (Hill, Hirst, and 
Schweitzer, 1992a). 

We showed how development of these DSM programs from technologies fits into 
a three-phase integrated planning framework in Figure 1 : 

Identifying and screening DSM fechndogies, 
m Developing and screening DSM programs, and 
a Integrating those programs with candidate resources on the supply side to 

develop a coherent resource plan. 

Developing DSM programs requires that technologies first be identified and then 
evaluated for appropriateness to a utility's customers. A mechanism must then be 
developed to transform the technologies into DSM programs. 

A major problem is the enormous amount of data required to accomplish this. 
Those requirements relate to (1) information on prospective participation in DSM 
programs, (2) quantifying the savings resulting from implementation of the programs, and 
(3) the costs incurred by the utility and customer to participate in a program. To 
determine the number of potential participants in a DSM program, a significant amount 
of information must be known about the targeted group's prospective electricity 
consuming behavior (e.g., amount and type of end uses, time of day). This is particularly 
difficult to obtain in a fast-changing situation such as will exist in Hainan. In determining 
savings from a technology, a distinction must be made between total savings (Le., the 
reduction in electricity use by participating customers) and net savings (the portion of 
total savings that can beattributed to the DSM program]. Therefore, a significant effort 
must be expended on analyzing savings due to secular trends, endogenous and 

15 
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exogenous factors such as income effeds and price effects. In a developing country 
context, those can be substantial. For example, net fu 
programs have been found to be far less than projected 

A number of models have been developed to assess DSM a d supply resources 
with varying degrees of anal data requirement Examples include 
the Multiobjective Integrated for the Electric 
Power Research Institute (Temp! 
Lotus Consulting Group (1 988), pact Assessment Model (DIAMOND) 
deve~ope~ by Oak Ridge Nation ings, Hirst, and Yourstone, 1991), and 
Scenario Analysis Framework for Expansion Planning (SAFE LAN) (Policy Planning 
Associates, 1990). The more important characteristics included in these models (with 
p o ~ s ~ ~ i l ~ t i e s )  are: 

8 capacity expansion capabili 
II treatment of time-of-use in demand (load duration curve, 

chronological), 
RI production costin routine (yes, no), 
a financial simulation module (yes, no), 

treatment of uncertainty (yes, no). 

The degree of complexity of 8 planning model--and user unfriendliness-is related to the 
manner in which each of these characteristics is treated. A model that has capabilities 
to: 

select an optimal mix of resources, 
characterize demand for 8,760-hour years for eve9 year over the plannin 
horizon, 
determine the variable costs of e ~ p ~ Q y i ~ g  s 
simulate the f i ~ a ~ c i a l  

ainties in resource selection 

to be very large and eo ificant data requirements, Obviously 
deployed and provide many if not most antially less complex model 

of the outputs and decision insights required at much lower cost. Co 
added as the situation justifies. 

Once a model has been selecte 
methods can be used to integrate DSM 
in which DSM resources are selected first; (2) a sequential approach in 
resources are selected first; and (3) a simultaneous roach in which 
selected jointly using some measure of cost- 
objective of utilities is to minimize their costs, 
in selection of the same set of resources. In practice, however, they do not. If a uti! 
goal is to find the resource mix that minimizes its cost, it should use the si 
integrating method (Hill, 1 W2b). 

integrating method must be ch 
upply resources: (1) a sequent 

s a guide. Assuming that the 
ee should theoretically result 

It bears noting that the promise under~y~ng each of these approaches is that 
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social, economic, and environmental values are fully reflected in the conditions (prices) 
by which each prospective source is obtained. Sometimes, though, especially in a 
developing country context, externalities are not fully captured--differing employment 
effects, balance of payment constraints, equity concerns, etc.--and in that case explicit 
attention to these is required in the integrating process. 

Because of their complexity, however, simultaneous integrating methods require 
considerably more expertise and commitment of staff and financial resources by an 
electric utility than the two sequential approaches. The costs of these additional planning 
requirements, however, must be weighed against the benefits of obtaining a resource 
portfolio that moves the utility closer to minimizing its total cost of service. 

Different dimensions of resources also complic:ate the integrating process and 
increase the cost of using variants of the simultaneous approaches in comparison with 
the sequential ones (Hill, Hirst, and Schweitzer, 199%). That is, although DSM programs 
and supply resources have the common characteristic of meeting future energy and 
capacity requirements, they may differ along three dimensions: (1 ) financial, (2) economic, 
including externality and value of service considerations, and (3) reliability. 

The financial criierion for selecting resources significantly influences resource mix. 
In the United States, four tests originally developed for California utilities are widely used 
to determine the cost-effectiveness of DSM programs (California Public Utilities 
Commission and California Energy Commission). Assuming no externalities are included 
in the calculations (discussed below), the tests measure financial impacts of these 
programs through consideration of: 

Participants’ Test, which measures the net financial impact on customers 
participating in a DSM program, including any payments received from a 
utility and any out-of-pocket costs incurred by the customer; 
Ratepayer lmpact Measure, which measures the impact of a resource option 
on electricity prices for all customers; 

m Total Resource Cost Test, which measures the net change in costs of an 
option to both participants in the program and nonparticipants; and 
Utilify Cost Test, which measures the net change in a utility’s costs. 

The tests have different objectives and, therefofe, capture the financial aspects 
of DSM programs from different perspectives. The participants test, for example, 
measures net benefits exclusivety from the standpoint of the customers participating in 
a DSM program and, therefore, provides a good indication of the receptivity of different 
customers to a program. The ratepayer impact measure is the only test that captures the 
change in revenues resulting from DSM programs and, therefore, is used widely to 
determine a program’s effect on electricity rates. The last two tests, on the other hand, 
determine a program’s effect on costs exclusively. The total resource cost test measures 
the effect on the sum of customers’ and utility’s costs, while the utility cost test (also 
called the revenue requirements test) measures the change in revenues required by a 
utility as a resutt of changes in its costs (Hill, Hirst, and Schweitzer, 1992b). 

The societal test, a variant of the total resource cost test, extends the comparison 
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of resources fro a financial to an ~ C Q I P B  ic basis. That is, external costs and benefits 
are included in an economic co 

nee) in not being able 
~ g ~ i ~ ~ ~ t l y  ~ e p r ~ c ~ a t e  

the mone ta~  gains 

VQS refers to the price-consumption relationship in the market for electricity. It 
typically applies to DSM programs because they directly affect the price of el 
consuming habits of electricity customers. However, carrying the argu 
employing any resource @an have an effect on VQS if it changes the price of electricity. 
For example, a utility that purchases power during times of system peak rather than 
constructing ne capacity can affect VO if electricity prices are affected. 

Macroeconomic effects can also provide substantial externalities. For example, 
the macroeconomic effects of using DS programs in place of supply resources may 
have transitory regional and national em yment effects. A decision not to construct a 
new power plant, for example, will result in a loss of jobs and incame as a first order 
effect in some locations. 
petroleum requirements may affect the balance of payments. 

On the other hand, a DSM program reducin 

The external environmental effects of using different resources are becoming more 
and more important in electric utility planning. From the su ly side, operating power 
plants harmful to the environment may giv DSM programs an econo ic advantage if the 
environmental costs of operating the plants could be quantified. 

Estimating a resource's reliability is important in determining its cos t~ f fec t~ve~es~ .  
In d e t e r ~ ~ n ~ n g  benefitcost ratios, for example, estimates of r e l ~ ~ ~ ~ ~ ~  are important in 
quantifying the benefits (Le., avoided costs) of using resources. The challen 
planning is to characterize properly the reliability effects of DSM resources, all 

to "compete" against one another over time for energy and 
the input assumptions (e.g., load forecast, fuel prices, capital 

solution criteria of the models used to make the estimates (Hill, Hirst, and Schweitzer, 
1991 ). 

3.2. APPUCATlON USED I 

Unfortunately, because of time, data, and other resource constraints, this study 
could not get follow th ocedures ~ r a ~ c e d  by some of the more advanced utilities. 
Indeed, the situatio nan is radically different from that of the United States and it 
would be totally inappropriate to attempt to replicate any of the models outlined above 
in Mainan. Nonetheless, the principles which underlie existing applications are universal, 
and can be adapted to provide a distinctly Chinese application of 18P suitable to Hainan. 
A major recommendation of the study (presented in Section 7) is that the Hainan 
Electricity Bureau develop the capability to undertake an integrated planning effort 
suitable for conditions in Hainan. This has already been done in regions similar to Hainan 
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and that experience demonstrates the robustness of this approach. 

There is enough information available from the experiences of other utilities in 
other parts of the world to indicate the types of programs that are likely to prove cost- 
effective in Hainan and to develop some very gross savings estimates. Rather than 
basing the estimates on the experiences of electric utilities in the United States or Europe, 
however, we take the experiences of Jamaica (Conservation taw Foundation, 1990) and 
the ongoing study in the U.S. Virgin Islands (Hill, Chronowski, and Shapiro, 1992). 
Jamaica has a similar climate to that of Hainan and is in the same stages of development. 
Its percapita gross national product is $1,500 in comparison with $400 for Hainan. In 
1990, the year that the study was conducted, the peak load for the Jamaica Public 
Service Company, the single electric utility in Jamaica, was 300 MW. This year, Hainan's 
peak load is 280 MW. Similarly, the U.S. Virgin Islands has one dominant utility (the 
Water and Power Authority) and a similar climate to Hainan's. WAPA currently faces a 
peak load of 140 MW, split between two unconnected islands. 

Using the experiences of these two regions, we identified some consewation- 
based DSM programs that were likely to be cost-effective! in Hainan. We used a 200-MW 
coal plant as the benchmark for computing benefits in this screening. That coal plant in 
Hainan was assumed to have a capacity cost of $2,000 per kilowatt, employs coal costing 
$1.50 per 1 O6 Btus, has a heat rate of 11,000 Btus per kWh, and variable O&M costs of 
$6.00 per MWW. We then compared these costs with the (estimated) costs of running 
various DSM programs. The costs of those programs were based on out-of-pocket 
expenditures on the various measures and their assumed penetration rates. Again, these 
values were based on the experiences of Jamaica and the US. Virgin Islands. If the 
benefits were greater than the costs, the resource "passed" this gross, presecreening. 
While an explicit study of Hainan would be necessary to determine which DSM measures 
were appropriate and what the savings would be, this exercise provides a crude 
indication of what might be expected there. 

The conservation supply curve shown in Figure 4 characterizes the approach 
used in the study. Any DSM program that we estimated to have a cost of conserved 
energy less than the avoided cost of Hainan's power system was considered cost- 
effective. The conservation supply curve is "lumpy," of course, because the energy 
savings of DSM programs are discrete, rather than continuous. 

In Table 5, we summarize the estimated results for the year 2000. That year is 
convenient for two reasons. First, if implemented in the next couple of years, most of the 
DSM programs considered here would be approaching maximum penetration by then. 
For example, a residential lighting program would take approximatety five years from its 
initiation to reach maximum penetration. Second, the Hainan government has forecasted 
electricity demand levels by consuming sector for the year 2OOO in its most recent 
planning exercise. We use these levels as the reference from which savings are 
estimated. The % savings column for each of the programs in the table indicates the 
estimated percentage reduction in consumption for each of the end uses. The total for 
each of the sectors and the Hainan total, of course, are weighted averages of the end 
uses, The GWh savings column represents the estimated energy saved from 
implementing the programs. 
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Table 5 
Indication of Possible Energy Savings 

from Consenration Programs 
By Consuming Sector 

Hainan, China 
2ooo 

Sector/ 
Program 

% GWh 
Savings Savings 

Residential 
Solar Water Heating 
Efficient lighting 
Cooling 

40 30 
40 50 
20 23 

Total 

Commercial 
Efficient Lighting 
Cooling 
Refrigeration 

25 103 

70 120 
10 34 
5 8 

Total 

Industrial 
Conservation 

25 1 62 

20 873 

Hainan Total 21 1,139 

SOURCE Authors’ estimates. 

Again, the results in Table 5 do not exhaust all of the DSM or efficiency-enhancing 
possibilities. The data are merely indicative of what is possible. For one thing, we 
considered only conservation programs; load management programs were not 
considered. And, load management programs can be powerful tools to shave peak load 
and thereby avoid constructing and operating costly peaking units. Second, because of 
data limitations, we did not consider behaviorai DSM strategies such as cost-based 
electricity pricing. Finally, we did not consider improving the physical efficiency of the 
power delivery system. 

In the next three sections, we explore these DSM options in more detail, including 
the ones that we were not able to provide quantitative estimates for (e.g., electricity 
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pricing). The discussion provides descriptions of the technologies, potenti 
savings from implementing the programs, and, in some cases, mechanisms for 
implementing the programs (e.g., utility f j ~ a n ~ ~ ~ g ,  customer financing). 



4. TECHNICAL E M  MEASURES 

4.1 . BUILDING STANDARDS 

More stringent energy conservation building standards in the three rapidly growing 
cities of Haikou, Sanya, and Yang Pu could save significant amounts of energy. These 
cities are currently experiencing a construction boom and every indication is that it will 
continue to do so in the future. Therefore, this is a particularly favorable time to 
implement conservation standards for new commercial construction. Currently, Chinese 
national standards are used. These standards are not as stringent as those used in the 
West. The recently developed standards for Jamaica may be a good reference point for 
Hainan authorities because Jamaica and Hainan have similar climates (Jamaica Bureau 
of Standards, 1992). 

4.2. SECTORAL MEASURES 

4.2.1. Househdds 

Generally speaking, lighting programs replacing incandescent with fluorescent 
bulbs are among the most cost-effective DSM measures for any sector. That should be 
no different in Hainan. Developing an effective lighting program in Hainan, however, 
depends on a number of factors. For example, it depends on whether or not lighting is 
part of the building conservation standards. As with other DSM programs, another factor 
is the type of market the program is designed for: single units or multiple families. 

A program to increase the penetration of efficient lighting in Hainan could achieve 
rapid and significant demand-side energy savings for the Electricity Bureau while lowering 
energy costs for household customers. In Jamaica, for example, the authorities believe 
that they can save 60 percent of the electricity used for lighting with a direct-install lighting 
program (Conservation Law Foundation, 1990). In the U.S. Virgin Islands, with nearly 
37,000 households consuming on average 350 kWh per year for lighting, the savings for 
this program approaches 6,000 MWh per year for islands with a population of only 
110,OOO (Hill, Chronowski, and Shapiro, 1992). 

There are many different energy-efficient compact fluorescent bulb and ballast 
combinations that could be used in Hainan. Selection could be made on a house-by- 
house basis to provide the required amount of lighting and to fit existing fixtures. An 
example would be to replace incandescent bulbs with ballasts with screw-in adapters so 
that lighting fixtures would not have to be replaced. in cases in which screw-in 
replacements are not appropriate, fluorescent fixtures would be used as replacement 
lighting. 

Although the initial cost of energy-efficient fluorescents is significantly higher than 
their incandescent counterparts, a fluorescent bulb will outlast 13 incandescents. 
Because of the high up-front costs, however, the program must be made attractive to 
individual customers. One possibility is to provide the lights at no cost to customers. 
And, because it is difficuft for the average customer to identify the appropriate lighting 
retrofits, the program should be implemented through a direct instaJlation program. In this 
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program, representatives of the Electricity Bureau would visit customers’ homes and 
install the appro riate lighting retrofits in high-use locations where it is acceptable to the 
customer. 

two conservation measures I able 5 for how are ais 
solar water heating. The fo iscussed under erce in 

Section 4.2.2. and the latter is discussed in Section 6 under renewable options. 

Given current conditions in Hainan, there are a number of ~ o s s ~ b i ~ j ~ ~ ~ ~  to improve 
all central air Conditioners used in both residential ~ t ~ o ~ g h t  
ink) and commercial buildings, which can ~ ~ s t - e ~ e c t i ~ e ~ y  

reduce electricity consumption by a significant amount. The first is to establish 
progressive ~ e ~ ~ r m a n c e  standards for new room and small central air conditioners that 

nd/or imported into inan. This results in a phase-in time 
s to reach the maxim technical potential of energy efficiency. A 

to provide financial incentives to customers purchasing efficient mad 
icient air conditioners could be part of the new building codes, T 
e significant. In the U.S. Virgin Islands, for example, it was estirn 

technical savings from an air-conditioning program is about 12.5 percent per unit. For 
central air conditioners consuming approxi r year, the savings per 
unit are 1,437 kWh per year (Hill, ~ h ~ o n ~ ~ s  

n more financial1 

4.2.3. I 

This program would target the las est users of electricity in industry. In terms of 
r e ~ u i r e ~ ~ n t s ,  thi 
~~~~~~e~ exten 
dustrial process cate 
city in industry. In the United States, for example, 

I processes. Inch 

electric motors account for nearly 70 percent of industrial electricity consumption. 

s in this largest user group tend to operate multiple shifts. Therefore, they 
have a high load factor (peak to average electricity use). There 
measures reduce system load during all hours of the day. Some in 
generate large amounts of steam for thermal p r ~ c ~ s s ~ ~ .  
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An example of a program targeting industrial users would provide energy studies 
for each facility and, where necessary, provide installation assistance. To promote the 
greatest degree of participation, financial incentives may be required by the Electricity 
Bureau. A typical program operates in the following manner. Engineers familiar with the 
equipment and operating procedures of each industry conduct energy studies on each 
facility. At sites where waste products are available for generating steam to drive 
turbines, these studies examine the cogeneration feasibility. The economics of 
cogeneration facilities are good, especially if the fuel is currently a waste product. 

The studies will go on to identify efficiency improvements in all systems using 
electricity: motors, electrolytic cells, pumps, fans, conveyors, mixers, ventilation 
equipment, and the like. Based on this assessment, a list of cost-effective efficiency 
measures is developed for each facility. 

There are various mechanisms for ensuring that cost-effective measures are 
implemented by each of the facilities. For example, the Electricity Bureau could share 
installation costs so that the owners/managers of the facilities experience a short pay- 
back period for their up-front investment costs. The threshold payback could be set as 
low as 12 months. Another example of an implementation mechanism is to provide 
construction management services for facilities where the in-house staff is not capable of 
this activity. 

The cost-effectiveness of programs of this type have been demonstrated 
throughout the world. For example, based on an analysis of 13 major industrial firms and 
the electric utility in Senegal, the World Bank (UNDP/World Bank, 1983) estimated that 
63,OOO tonnes of oil equivalent could be saved there through conservation measures. 
One-half of this amount could be saved with investments totaling $16 million, and with 
pay-back periods of three years or less. In Morocco, the World Bank (UNDPWorld Bank, 
1984a) estimated that an investment of $38.5 million in conservation measures would save 
industrial users of energy $1 6.5 million in 1981. In a comprehensive study of the 
industrial sector in Thailand, it was estimated that 12 percent (3.7 million BCOE/year) of 
energy use could be saved through cost-effective conservation measures (Desai and 
Nyman, 1986). Of the total savings, one-half would be derived from industrial process 
improvements and the other half from housekeeping and new equipment. In the 
Philippines, industrial conservation potential was estimated to be nine million barrels per 
year--or 18 percent of total industrial energy use in 1980 (Desai and Nyman, 1986). 
Approximately 70 percent of this energy savings potential has payback periods of less 
than two years. 

4.2.4. Tranz;portation 

A good example of demand-side management activities outside of the power 
sector is automobile traffic management in the cities of Haikou and Sanya and the Yang 
Pu area. The capital city Haikou has grown rapidly in the past two years and continues 
to grow without any mastransit plans or plans for automobile traffic management. The 
same can be said for the “special” special economic zone in Yang Pu and the tourist city 
of Sanya. It is an opportune time for planning authorities in Hainan to consider methods 
to manage that demand for both environmental and financial reasons before any large- 
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scale transportation infrastructure expen itures are committed. 

Transportation accounts for a large share of petroleum product ~ o n s u ~ p t i ~ ~  in 
Hainan. There is a potential for significant energy savings and a range of a 
capturing those savings. The options include: 

optimizing the use of public transport systems; 
improving traffic flow; 
fuel-switching ; 
using the tax system to discourage certain types of vehicle use; 
improving vehicle efficiency through proper ma~nt~nance; 
improving the road infrastructure; 
driver training; and 
improving management techniques for bot private firms and public 
transport scheduling. 

Here again, examples of cost-effectiveness traffic management options abound 
throughout developing regions. In Niger, far example, a private transport firm reduced 
its fuel consumption per kilometer by 22 percent over the 1977-1 981 period through a 
program of vehicle modernization and driver training in fuel efficiency (UNDP/World 
1984b). A program of traffi agement in Kingston, Jamaica saved thre 
annual fuel use (UNDP/VVo k, 1985a). ~ im i~a r~y ,  a study of traffic flo 
part of Bangkok showed that an automatic traffic control system could result in fuel 
savings of up to 20 percent (UNDP/VVorld Bank, 1985b). In Senegal, a study of the 
transport sector showed that approximately 26,000 tonnes of oil equivalent 
saved through various management and infrastructure improvements ( U N D ~ ~  
1983). In Costa Rica, a demonstration study showed t at low-cost, quic 
measures (improved maintenance procedures and driver t ~ a j n i n ~ ~  could have 

on fuel use. Improved m tanance procedures for taxi and bus 
savings of 1.8 percent 6.5 percent, respe ively. The ~ o r r e s ~ o n ~ ~ ~ ~  

percentage savings resulting from driver training were 15.1 percent and 4.2 percent 
(Sabadell, Greene, and Erickson, 1986). 



5. A BEHAVlORAl DSM STRATEGY: EECTRICCTY PRlClNG 

5.1. THE CUWRENT SlllJATlON 

The philosophy behind the current tariff in Hainan is to encourage electricity 
consumption because of excess generating capacity. The tariff is presented in Table 6. 
Hainan’s generating capacity is very lumpy with over-sized units not allowing load to be 
followed very easily. Because of the lumpy excess capactty, far-sighted price incentives 
are not in place to encourage electricity conservation over the longer-term. That is, the 
Hainan Electricity Bureau faces the ciassic short run-long run pricing problem confronting 
many other utilities throughout the world: pricing for excess capacity in the short run, but 
distorting incentives for the longer term because economic development is promoting 
electricity demand growth rates so large that the utility will be experiencing capacity 
shortages in the longer term. And, making up that electricity generation capacity deficit 
is very costly because of the capital intensity of electric generating systems. 

Table 6 
Current flectricrty Tariffs 

Hainan, China 
(In Cents per kWh)’ 

Sector 12-6 am 6 am-7 pm 7-Midnight 

Residential 5.7 5” 7 5.7 
Commercial 4.3 8.5 8.5 
Industry 4.3 6.6 6.6 
Agriculture 4.3 4.7 4.7 

SOURCE: Hainan Electricity Bureau. 

‘Based on an exchange rate of 5.3 Yuan per U.S. dolllar. 

52. FUTURE POSSIBIU11ES 

Cost-based electricity pricing is a powerful tool to (i) generate financial resources 
for the electric power sector and (ii) manage electricity demand. The ”economic miracle” 
in South Korea, for example, was supported by a corresponding increase in electric 
generating capacity in a relativety short period of time. South Korea is a good example 
of a country with little indigenous energy resources [Le., some low-grade anthracite coal 
and hydropower) and large commitments of capital to export-oriented industries. It used 
electricity pricing and related initiatives to provide resources for its power sector during 
its formative stages of development from 1961 -1 973 (Hill, 1992a). Generating capactty 
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increased nearly 12-fold in a 12-year period 
50-fold from 1962 to the present time. The 
contribution of pricing-related i ~ ~ t ~ ~ ~ ~ ~ ~ ~  to development of the pow 
setting prices a! a level sufficient to provide resources far th 

ring the 1961 -1 973 peri 
ean experience is a go 

esigned to reduce the cost of electrici ented. These 

1962-73 period. Msre 
of l e ~ ~ s l a t i ~ ~  aimed a 

significantly contrjbuted to the effi 

elated initiatives were a 

electricity pricing as a DS 
ies as part of their DSM stra 

is a b ~ ~ a v ~ o r ~ ~  co 
can be used both 

ement used by 
itself and as a 

financial incentive for other demand-side measures (Hill, 1990, 1991 a). 

As a means to influence the p 
a d ~ p t ~ d  pricing strategy by 
refers to electricity rates whi 
or ~easQn-by-seasa~ (Hill, 1990). Time-af-day (TOD) prici 
course of a day), a specific form of the general class of T 
effedive in shifting electrici 
for higher volume users ( 
industrial users), it has pro 

ies is  ti^^-^^-^^ 

used another form of a TOU tariff, an interruptible QT curtailable (I/C) one, to 
mand on days when capacity utilization is approaching its limit, usually offerin 
tives to large-volume, hi 
mount of time on short 

reducing both US. an requirements. 

ture, time-of-day pricing w 
ainan. For that pricing str 

t seem to be c 

~ o o ~ ~  (Hill, 1991 c). 

ndustrial sector, however. Even thou h the best ava 
ak ta off-peak periods for U. 
rates--on the order of one 

factors must be considered (Hill, 1991 b). First, over the l ~ n ~ e r  term, after firms 
to make adjustments in their industrial processes in response to the tariff, re 
TOO rates will be more substantial. Second, evidence from both the US. and Western 
Europe shows that industrial r e s p o n ~ ~ v ~ n e s ~  is hi hly variable by indust 

From the standpoint of deveiopin regions, this latter ~onside~at~on is important. 
Since the composition of the ~ a n ~ f a ~ ~ r i n g  sector in Western e c o n ~ ~ ~ ~ s  is not 
representative of that found in Hainan, a properly designed TOO tariff for Hainan can 
probably eiicit a larger response than that exhibited in industrialized countries. As an 
illustration, cement production is a large and important industry for infrastructural 
development in many developing countries, accounting for as much as 30 to 40 percent 
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of national commercial energy consumption. That should be the case for Hainan. And, 
cement production generally shows the largest short- and long-run response to TOD rates 
in Western economies. Also, in many countries in which power avaiiabitity and reliability 
concerns have forced many manufacturers to develop their own power sources, the 
Western experience shows that these manufacturers are some of the most responsive to 
TOO rates. Another form of TOU pricing which has widespread applicability in the 
deveioping world is an interruptible/curtailable rate, having proved effective in reducing 
high-voltage load on system peak days for Western utilities and reducing capacity 
requirements (Hill, 1991 b). That pricing structure should also be investigated for its 
applicability to Hainan. 





6. RENEWABLE RESOURCE OFTIONS 

6.1. SOlAR WATER HEATING 

Hainan appears to have the climate to support a cost-effective residential solar 
water heating program. These programs are cost-effective in regions with similar climates 
such as Jamaica (Conservation Law Foundation, 1990) and the U.S. Virgin Islands (Hill, 
Chronowski, and Shapiro). The most effective types of programs are based on point of 
sale. That is, the program targets customers who are replacing old water heaters or are 
purchasing ones for the first time. 

A number of different types of systems are feasible, ranging from the simple to the 
relatively more complex and expensive. One is a simple gravity circulation system with 
a single collector and an insulated tank in an integrated housing. The more elaborate 
systems have multiple solar collectors with an indoor storage tank, pump, and control, 
and back-up electric heating. 

The Electricity Bureau could use a number of different financing and promotion 
mechanisms for this program. One would be to subsidize local solar water heater 
manufacturers to reduce the retail price of units to be competitive with other types of 
water heaters. Another would be to finance the price difference between a solar water 
heater and other types with no financing costs for buyers. Another method would be to 
pay the total cost of installing solar water heaters. 

The cost-effectiveness of a program of this type for the Electricity Bureau depends, 
of course, not anty on the financing method chosen, but also on the market penetration 
of the solar heaters. Lacking data on the potential market in Hainan, it is not possible to 
estimate with precision the cost-effectiveness of the program. However, the Jamaican 
program has an estimated benefit-cost ratio of 2.37 (Conservation Law Foundation, 1990). 
The corresponding ratio in Hainan awaits further study, including the potential market for 
the heaters. Designing a program for the optimal market penetration of solar water 
heating depends on the type of housing. For example, a program for decentralized 
single-family ownership of housing would differ from one targeted at public housing. 

6.2. WIND POWER 

At present, there is one grid-connected wind farm with 55 kW maximum capacity, 
located in the southern portion of Hainan. Wind-based electricity generation may be cost- 
effective on other portions of the Island. Although it was indicated that other spots on the 
Island have been metered, the team did not have access to that data, nor were they sure 
that these other metered spots were optimal ones. We recommend that wind energy be 
looked at in greater detail as part of the IRP effort. 

This recommendation is based on data obtained from other experiences 
throughout the world and U.S. cost standards. The key points to keep in mind for grid- 
connected, wind generation are that reliability is increasing with experience at the same 
time that the capital and O&M costs are declining. ProbRems with wind in other regions, 
such as land availability and its cost, do not seem to be a problem in Hainan. 
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7. RECOMMENDATIONS 

In this study, we suggested some alternatives to constructing and operating coal- 
fired electric generating plants to satisfy future electric energy and load requirements in 
Hainan. However, because of time and data limitations, the economic attractiveness of 
the suggested alternatives were not based on a rigorous comparison of their costs and 
benefits. Rather, they were based on a rough estimate, using a coal-fired power plant as 
the avoided generating unit and the experiences of other regions to estimate the potential 
savings from these DSM options. We also did not quantify the environmental and 
macroeconomic external benefits associated with not constructing and operating coal 
generating units. Finally, the effects of some other attractive DSM strategies such as 
electricity pricing were also not quantified. Therefore, the study was indicative--pointing 
out evaluation approaches and suggesting options--rather than definitive. 

Resulting from this, the primary recommendation is that the DSM and renewable 
supply options identified in the study be examined in much greater detail, not only to 
verify their cost-effectiveness, but also to identify other economically attractive options. 
The recommended study would extend beyond using coal as the avoided unit in 
determining the benefits of an option. With the expectation that more natural gas may 
be found off Hainan’s coast, it is possible that the avoided unit will be a gas-fired one. 
To systematically assess these options, the principles of integrated resource planning 
(IRP) shoufd be applied. 

A full cycle of comparing DSM and supply options (Le., engaging in the integrated 
resource planning process), procuring the DSM technologies (i.e., either developing the 
capability to produce them in Hainan or importing them), and implementing the DSM 
programs would prepare Hainan for outreach activities in mainland China and other 
Southeast Asian countries. In fact, we recommend that these management techniques 
and technology applications be institutionalized as part of Hainan’s development strategy. 
The mechanism for accomplishing this could be a Center for Export Technologies. 

Each of these recommendations will be discussed in turn. 

7.1. INTEGRATED RESOURCE PLANNING 

Three types of activities should be pursued to develop the Hainan Electricity 
Bureau’s and the government of Hainan’s capability to properly compare DSM and supply 
resources: 

m Training, 
Information gathering, 

m Resource comparison. 

7.1.1. Training 

It would be beneficial to have two separate levels of training: one at the executive 
level and the other for staff members of the Electricity Bureau and other government 
ministries. The executive presentation should last a day or so and should include an 
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overview of the two components of the IRP process--least-cost planning and demand-side 
management--and how they are used together as an analytical tool. The benefits to 
Hainan from achieving lower cost provision of electricity services should be identified, and 
their prospective magnitudes presented so that decisionmakers can understand the 
potential contribution IRP could make to achieving their goals. The presentation should 
also include a discussion of the social costing of resources. It should also include the 
experience of developing and developed world utilities with IRP: motivation for IRP, 
reporting requirements, the exlent of usage, and the benefits obtained from its use. 
Ideally, there would be several speakers at the session, representing both international 
experience and the Chinese situation. 

The second level of training should proceed in two phases. Once the IRP 
process is adopted, there should be an intensive series of sessions on detailed aspects 
of its implementation. These sessions should be attended by the practitioners and their 
managers, rather than executives. This portion of the training would require 
approximately one week, and again include both Chinese and foreign experts. The 
training should be organized around four topics: 

Industrial Structure of Electric Power 

Under this topic, the industrial organization of electric utilities would be 
introduced. The discussion would include why electric firms differ from other producers 
in a market-based economy and variouS theories of their regulation. A discussion of 
various types of ownership of electric firms would also be included (Le., nationally owned 
as a government department, nationally owned as a stock company, regionally owned, 
and investor-owned) with their advantages and disadvantages. 

Least-cost planning 

This session would discuss conceptual and pragmatic issues in analyzing the 
optimal mix of supply resources. 

Demand-side management 

This session would cover three areas: (1) methods to develop DSM programs, 
including data requirements; (2) the process of implementing RSM programs; and (3) the 
process of evaluating DSM programs. 

m Social costing of resources 

The environmental (and other) externaJity debate is introduced in this session. 
The discussion includes the types of approaches that can be used to incorporate 
externalities into decisionmaking, along with the experiences of electric firms in other 
parts of the world. 
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Integrated resource planning 

This portion will cover two areas: (1 ) existing models to compare DSM and supply 
resources and (2) important factors to consider when comparing them, including 
differences in their financial, economic, and reliability characteristics. 

m Conservation Technologies 

This portion of the training would introduce the engineering aspects of energy- 
efficiency improvements, including the types of off-the-shelf technologies that are currently 
available and the energy savings likely to result from their use. 

In the second phase of this portion of the training, mini-training sessions should 
be periodicaliy held on complicated aspects of the integrating process for those involved 
in such complicated areas as DSM program development, resource integration, and the 
like. 

7.1.2. Inf- * Gathering 

In Section 3.1, we pointed out the type of data needed to conduct a study of the 
sort proposed here and to design, implement, and evatluate DSM programs. IdealJy, it 
should include data on electricity consumption by end use @e., lighting, refrigeration). 
However, that and other types of data needed to develop DSM programs are not routinely 
collected by government agencies or electric utilities. One of two methods can be used 
to collect end-use data. First, customers can be metered to accurately quantify end-use 
consumption. Lacking funds to accomplish this, the second method is to conduct a 
survey of electricity customers. Data are also needed on the customer base of the 
programs. How many potential customers will particpate in a commercial lighting 
programs? A residential solar water heating program? Data is also required on the 
resource base for the renewabie supply options suggested for consideration in this study. 
It may be the case that additional wind metering may have to be undertaken. 

Besides quantities, many other types of information are required. Many of them 
relate to the institutional structure of Hainan. For example, information on the possibility 
of using different financing mechanisms for DSM programs is required. The ownership 
of the housing stock must also be factored in. 

This information-gathering activity should use Chinese institutions to the maximum 
extent possible. A good example is the South China Environmental Research Institute 
which has historical data on Hainan. Also, staff of the ministries in Haikou should be 
actively involved, including the newly created Office of Conservation. Chinese students 
seeking advanced degrees are another important staffing source. 

7.1.3. Resource Integration 

The third activity is the heart of the process: resource comparison. The activity 
involves procuring and adapting a model to systematically assess the different financial, 
economic, and reliability dimensions of DSM and suppty resources. The outcome of the 
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process would be a plan or strategy for employing resources in the future. There should 
be a short-term action plan produced which requires the immediate attention of the 
Electricity Bureau and other policymakers. The second output of the process is a fong- 
term integrated resource plan spanning a 15- to 20-year period, This plan provides a 
resource road map for policymakers. 

Changing conditions external to the Electricity Bureau (e.g., changing fuel input 
prices, electricity demand growth rates, and the costs of financing) suggest that IRP is not 
a one-time study, but rather a continuing process. An appreciable change in any one 
of these variables can alter the relative cost-effectiveness of resources. Recognizing the 
dynamics of this process, another recommendation is that IRP be institutionalized at the 
Electricity Bureau. One method is to have regular pian updates. For example, a common 
practice with US. utilities is to perform a full-scale, integrated resource plan every three 
years. However, in the intervening two years, the utilities are required to update the pian 
based on changing external circumstances. 

Because IRP is a continuing process, we also recommend that changes be made 
in the organizational structure of the Electricity Bureau to accommodate the process. 
One approach used in the United States is to org nize around the IRP process using a 
team concept, drawing upon appropriate staff from all departments within the utility. The 
center of the process, an integration team, takes input from a demand-side team and a 
supply-side team. The integration team is ultimately responsible for developing the 
integrated plan. 

7.2. CENTER FOR MPORT TECHNOLOGIES 

If implemented and followed through properly, two things should result from this 
planning activity: (1) development of a management capability in integrated planning and 
(2) use of more energy-efficient durable goods. We recommend that the Hainan planners 
use these two outcomes as a cornerstone for an export strategy related to energy 
efficiency. The strategy here would be to develop a coordinating mechanisrn--such as 
a Center for Export Technologies-that could promote the exports of both a management 
technique (Le., IRP) and energy-efficient technologies tailored for mainland China and 
other Southeast Asian countries. Those technologies could be produced in Hainan and 
the industry promoted as part of the government’s overall development strategy. 
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